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TPTN TOILET PARTITION
TR TOWEL RACK
TRANS TRANSOM, TRANSITION, TRANSFER
TRANS WD
FIN

TRANSPARENT WOOD FINISH

TRK TRACK
TRTD TREATED
TS TUBE STEEL, TRANSITION (FLOORING)
TSTAT THERMOSTAT
TV TELEVISION
TYP TYPICAL

U
U HEAT TRANSFER COEFFICIENT
UC UNDERCOUNTER, UNDERCUT
UC DR UNDERCUT DOOR
UGND UNDERGROUND
UH UNIT HEATER
UL UNDERWRITERS LABORATORY, INC.
UNFIN UNFINISHED
UNO UNLESS NOTED OTHERWISE
UON UNLESS OTHERWISE NOTED
UPS UNINTERRUPTED POWER SUPPLY
UR URINAL
UTIL UTILITY
UV ULTRAVIOLET

V
V VOLT, VACUUM (OUTLET)
VAC VACUUM
VAP VAPOR
VAR VARIABLE, VARNISH, VARIES
VB VAPOR BARRIER, VACUUM BREAKER
VCT VINYL COMPOSITION TILE
VEH VEHICLE
VENT VENTILATION, VENTILATE, VENTILATOR
VERT VERTICAL
VEST VESTIBULE
VFAT VINYL-FACED ACOUSTIC TILE
VG VERTICAL GRAIN
VIC VICINITY
VID VIDEO
VIF VERIFY IN FIELD
VNR VENEER
VOC VOLATILE ORGANIC COMPOUND
VOL VOLUME
VOLT VOLTAGE
VP VENEER PLASTER
VTR VENT THROUGH ROOF
VWC VINYL WALL COVERING
VWF VINYL WALL FABRIC
W WATTS, WIDE, WEST, WASTE, WATER

W
W/ WITH
W/O WITHOUT
WARR WARRANTY
WB WHITE BOARD, WOOD BASE
WBL WOOD BLOCKING
WC WATER CLOSET
WC WL
HUNG

WATER CLOSET WALL HUNG

WCAB WALL CABINET
WCHR WATER CHILLER
WCL WL
MTD

WATER COOLER WALL MOUNTED

WD WOOD
WD CLG WOOD CEILING
WD FR WOOD FRAME
WD PNL WOOD PANEL(ING)
WDW WINDOW
WF WIDE FLANGE (STEEL). WOOD

FLOORING
WF WALL FABRIC
WFAB WALL FABRIC
WFS WOOD FURRING STRIPS
WG WALL GRILL
WGL WIRE GLASS
WH WATER HEATER, WALL HUNG
WHSE WAREHOUSE
WK WORK
WL WATER LINE
WLD WELD(ED)
WM WIRE MESH
WP WORK POINT, WATERPROOF,

WEATHERPROOF
WPD WATER PRESSURE DROP
WPM WATERPROOF MEMBRANE
WR WASTE RECEPTACLE, WATER

REPELLANT, WATER RESISTANT,
WEATHER RESISTANT

WRB WARDROBE
WS WOOD SCREW, WATERSTOP,

WEATHERSTRIP
WSCT WAINSCOT
WT WEIGHT, WATERTIGHT, WINDOW

TREATMENT
WWF WELDED WIRE FABRIC

X
X BRACE CROSS BRACE
XPS EXTRUDED POLYSTYRENE BOARD

(INSULATION)

Y
YD YARD, YARD DRAIN
YR YEAR

SH SHADE
SHR SHOWER
SHR HD SHOWER HEAD
SHRD SHOWER DRAIN
SHT SHEET
SHT MTL
FLASH

SHEET METAL FLASHING

SHTHG SHEATHING
SHV SHELVING
SIM SIMILAR
SJ SCORED JOINT
SJI STEEL JOIST INSTITUTE
SK SINK, SKETCH
SKLT SKYLIGHT
SLD WDW SLIDING WINDOW
SLDG SLIDING
SLNT SEALANT
SLR SEALER
SM SHEET METAL, SMALL
SMK SMOKE
SND SANITARY NAPKIN DISPENSER
SND INS SOUND INSULATION
SNDU SANITARY NAPKIN DISPOSAL UNIT
SNW SANITARY NAPKIN WASTE
SP STANDPIPE
SPCL SPECIAL
SPEC SPECIFICATION, SPECIFIED
SPKLR SPRINKLER
SPKR SPEAKER
SPLY SUPPLY
SPRT SUPPORT
SQ SQUARE
SQ FT SQUARE FEET
SQ IN SQUARE INCH(ES)
SQ YD SQUARE YARD(S)
SS SERVICE SINK, STANDING SEAM, SOLID

SURFACING, SANITARY SEWER
SSPNL SOLID SURFACING PANEL
SST STAINLESS STEEL
ST STREET, STAIR
STC SOUND TRANSMISSION CLASS
STD STANDARD
STIF STIFFENER
STL STEEL
STL JST STEEL JOIST
STL LNTL STEEL LINTEL
STL PL STEEL PLATE
STL RF DK STEEL ROOF DECK
STL TB STEEL TUBE
STL TR STEEL TRUSS
STM STEAM
STN STONE
STNLS STAINLESS
STOR STORAGE
STR STRAIGHT, STRIKE, STRINGER
STRUCT STRUCTURE, STRUCTURAL
STRUCT
STL

STRUCTURAL STEEL

SUB SUBSTITUTE
SUBFL SUBFLOOR(ING)
SURF SURFACE
SURG SURGERY, SURGICAL
SUSP SUSPENDED
SUSP CLG SUSPENDED CEILING
SV SHEET VINYL
SW SWITCH
SW DR SWING DOOR
SYM SYMBOL
SYMM SYMMETRICAL
SYNTH SYNTHETIC
SYS SYSTEM

T
T TOP, TELEPHONE (OUTLET), TREAD
T&B TOP AND BOTTOM
T&G TONGUE AND GROOVE
T&M TIME AND MATERIALS
TB TOWEL BAR, TACK BOARD
TC TRAFFIC COATING
TCA TILE COUNCIL OF AMERICA
TCP TELEPHONE CONTROL PANEL,

TEMPERATURE OR TRAFFIC CONTROL
PLAN

TD TOWEL DISPENSER
TECH TECHNICAL, TECHNICIAN
TEL TELEPHONE
TEMP TEMPERATURE, TEMPORARY
TER TERRAZZO
THD THREAD(ED)
THERM THERMAL, THERMOMETER,

THERMOSTAT
THK THICK(NESS)
THRES THRESHOLD
THRU THROUGH
THRUOUT THROUGHOUT
TK BD TACKBOARD
TMPD TEMPERED
TMPD GL TEMPERED GLASS
TN TRUE NORTH
TO_ TOP OF_
TOB TOP OF BEAM
TOC TOP OF CURB, TOP OF CONCRETE
TOFDN TOP OF FOUNDATION
TOIL TOILET
TOL TOLERANCE
TOM TOP OF MASONRY
TOP TOP OF PARAPET, TOP OF PAVING,

TOPPING
TOS TOP OF STEEL, TOP OF SLAB
TOW TOP OF WALL
TPD TOILET PAPER DISPENSER
TPD&S TOILET PAPER DISPENSER & SHELF
TPH TOILET PAPER HOLDER

PSI POUNDS PER SQUARE INCH
PT POINT, PRESSURE TREATED
PTD PAPER TOWEL DISPENSER
PTDR PAPER TOWEL DISPENSER &

RECEPTACLE
PTN PARTITION
PTR PRINTER
PTS PNEUMATIC TUBE STATION
PVC POLYVINYL CHLORIDE
PVG PAVING
PWC PROTECTIVE WALL COVERING
PWR POWER

Q
QA QUALITY ASSURANCE
QC QUALITY CONTROL
QRY QUARRY
QT QUARRY TILE, QUART
QTB QUARRY TILE BASE
QTF QUARRY TILE FLOOR
QTR QUARTER
QTY QUANTITY
QUAD QUANDRANT, QUADRANGLE
QUAL QUALITY

R
R RADIUS, RISER
RA RETURN AIR
RAD RADIATOR
RB RESILIENT BASE, RUBBER BASE
RB HK ROBE HOOK
RBM REINFORCED BRICK MASONRY
RBR RUBBER
RCP REFLECTED CEILING PLAN
RCVR RECEIVER
RCWY RACEWAY
RD ROOF DRAIN, ROAD
REC RECESS(ED)
RECD RECEIVED
RECIRC RECIRCULATION
RECPT RECEPTACLE, RECEPTION
RECT RECTANGLE, RECTANGULAR
RECVG RECEIVING
REF REFERENCE, REFRIGERATOR
REFR REFRACTORY, REFRIGERATION
REG REGULATOR, REGLET, REGISTER
REINF REINFORCE(D)(ING)
REP REP
REPL REPLACE
REQ(D) REQUIRE, REQUIRED
RES RESINOUS (WALL OR FLOORING)
RESIL RESILIENT
RET RETURN
REV REVERSE, REVISE, REVISION
RF RADIO FREQUENCY
RFG ROOFING
RFI REQUEST FOR INFORMATION
RFP REQUEST FOR PROPOSAL
RH RIGHT HAND, ROOF HATCH
RHMS ROUND HEAD MACHINE SCREW
RHR RIGHT HAND REVERSE
RHWS ROUND HEAD WOOD SCREW
RL ROOF LEADER
RLG RAILING
RM ROOM
RND ROUND
RO ROUGH OPENING
ROW RIGHT OF WAY
RPM REVOLUTIONS PER MINUTE
RS ROUGH SAWN, RESILIENT SHEET
RSD RECESSED SOAP DISH
RT RIGHT, RESILIENT TILE
RV ROOF VENT
RVS REVERSE
RWD REDWOOD
RWL RAINWATER LEADER

S
S SOUTH
SA SUPPLY AIR
SALV SALVAGE
SAMP SAMPLE
SAN SANITARY
SATC SUSPENDED ACOUSTIC TILE CEILING
SB SPLASH BLOCK
SBS STYRENE BETADIEN STYRENE
SBSTR SUBSTRATE
SC SOLID CORE, SHADING COEFFICIENT,

SHOWER CURTAIN
SCD SEAT COVER DISPENSER
SCH SCHOOL
SCHED SCHEDULE
SCHEM SCHEMATIC
SCONC SEALED CONCRETE
SCP SCUPPER
SCR SHOWER CURTAIN ROD
SCRN SCREEN
SCT STRUCTURAL CLAY TILE
SCWD SOLID CORE WOOD
SD SOAP DISPENSER, SOAP DISH, STORM

DRAIN, SMOKE DETECTOR, SHOP
DRAWINGS

SDG SIDING
SE SELF EDGE
SECT SECTION
SEG SEGMENT
SEL SELECT
SEP SEPARATE
SF SQUARE FEET
SFP SPRAY-ON FIREPROOFING
SFTWD SOFTWOOD
SGD SLIDING GLASS DOOR
SGL SINGLE

NL NIGHT LIGHT
NO NUMBER
NOM NOMINAL
NR NOISE REDUCTION
NRC NOISE REDUCTION COEFFICIENT
NRCA NATIONAL ROOFING CONTRACTORS

ASSOCIATION
NRP NON-REMOVABLE
NS NON SLIP, NURSE STATION, NARROW

STILE
NTS NOT TO SCALE
NUM NUMERAL

O
O OXYGEN (OUTLET)
O/O OUT TO OUT
OA OVERALL, OUTSIDE AIR
OC ON CENTER
OCC OCCUPY, OCCUPANT
OCT OCTAGON
OD OUTSIDE DIAMETER, OUTSIDE

DIMENSION
OF OUTSIDE FACE
OF/CI OWNER FURNISHED & CONTRACTOR

INSTALLED
OF/OI OWNER FURNISHED & OWNER

INSTALLED
OFD OVERFLOW DRAIN
OFF OFFICE
OH OVERHEAD, OVERHANG
OH DR OVERHEAD DOOR
OPER OPERATING, OPERATION
OPH OPPOSITE HAND
OPN(G) OPEN(ING)
OPP OPPOSITE
OPR OPERABLE
OPT OPTION(AL)
OR OPERATING ROOM
ORD ORDINANCE, OVERFLOW ROOF DRAIN
ORG ORGANIC, ORGANIZATION
ORIG ORIGIN, ORIGINAL
ORN ORNAMENTAL
ORTHO ORTHOPEDIC
OSHA OCCUPATIONAL SAFETY AND HEALTH

ADMINISTRATION
OUT OUTLET
OZ OUNCE

P
P PHONE, POWER (OUTLET), OR PAINT
P-TUBE PNEUMATIC TUBE
P/THRU PASS-THROUGH
PA PUBLIC ADDRESS
PAR PARALLEL, PARAPET, PARABOLIC
PARA PARAGRAPH
PART PARTIAL
PASS PASSENGER
PAT PATIENT, PATTERN(ED)
PB PANIC BAR, PUSH BUTTON, PEGBOARD
PBD PARTICLE BOARD
PC PULL CHAIN, PIECE, POLYCARBONATE,

PORTLAND CEMENT
PCA PORTLAND CEMENT ASSOCIATION
PCC PRECAST CONCRETE
PCCP PRECAST CONCRETE PANEL
PCD PAPER CUP DISPENSER
PCF POUNDS PER CUBIC FOOT
PCP PORTLAND CEMENT PLASTER
PED PEDIATRICS, PEDESTAL, PEDESTRIAN
PEN PENETRATE
PEND PENDANT, PENDING
PERF PERFORATED
PERIM PERIMETER
PERM PERMANENT
PERP PERPENDICULAR
PG PLATE GLASS
PGBD PEGBOARD
PH PHASE
PHAR PHARMACY
PHOTO PHOTOGRAPH, PHOTOGRAPHY
PHS PHILIPS HEAD SCREW
PKG PACKAGE, PACKING
PL PLATE, PROPERTY LINE
PL GL PLATE GLASS
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLBG PLUMBING
PLEX PLEXIGLASS
PLP PLASTIC LAMINATE PANELING
PLYWD PLYWOOD
PNEU PNEUMATIC
PNL(G) PANEL(ING)
PNT PAINT(ED)
PO POST OFICE, PURCHASE ORDER
POL POLISHED
POLY POLYETHYLENE (PLASTIC)
PORT PORTABLE
PP PUSH PLATE
PR PAIR
PRCST PRECAST
PREFAB PREFABRICATED
PREFIN PREFINISHED
PRELIM PRELIMINARY
PREP PREPARATION
PRESS PRESSURE
PREV PREVIOUS
PRKG PARKING
PRMLD PREMOLD(ED)
PRN PRINTER
PROJ PROJECT(ION)
PROP PROPERTY
PROT PROTECTIVE
PS PRESTRESSED
PSF POUNDS PER SQUARE FOOT

LKR RM LOCKER ROOM
LKWASH LOCKWASHER
LL LEAD-LINED
LLH LONG LEG HORIZONTAL
LLV LONG LEG VERTICAL
LMC LINEAR METAL CEILING
LMST LIMESTONE
LNDSCP LANDSCAPE
LPT LOW POINT
LR LIVING ROOM
LRG LARGE
LRV LOUVERED ROOF VENT
LS LUMP SUM
LT LIGHT
LT GA LIGHT GAUGE
LT WT LIGHT WEIGHT
LTG LIGHTING
LTNG LIGHTNING
LTWT LIGHT WEIGHT
LV LABORATORY VACUUM, LOW VOLTAGE
LVD LOUVERED
LVR LOUVER
LWC LIGHT WEIGHT CONCRETE
LWDC LINEAR WOOD CEILING
LWIC LIGHT WEIGHT INSULATING CONCRETE
LYR LAYER

M
M METER
MA MEDICAL AIR
MACH MACHINE
MACH RM MACHINE ROOM
MAINT MAINTENANCE
MAN MANUAL
MAS MASONRY
MATL MATERIAL
MATV MASTER ANTENNA TELEVISION SYSTEM
MAX MAXIMUM
MB MACHINE BOLT, MARKER BOARD
MBR MEMBER
MC MEDICINE CABINET, MINERAL CORE
MCB METAL CORNER BEAD
MD METAL DECK
MDF MEDIUM DENSITY FIBERBOARD
MDO MEDIUM DENSITY OVERLAY
ME MECHANICAL ENGINEER
MEAS MEASURE
MECH MECHANICAL
MECH RM MECHANICAL ROOM
MED MEDICAL, MEDIUM
MEK METHYL ETHYL KETONE
MEL MELAMINE
MEMB MEMBRANE
MEMO MEMORANDUM
MEZZ MEZZANINE
MF MILL FINISH
MFD MANUFACTURED
MFG MANUFACTURING
MFR MANUFACTURER
MFR REC MANUFACTURER'S RECOMMENDATION
MGR MANAGER
MGT MANAGEMENT
MH MANHOLE
MIC MICROPHONE
MID MIDDLE
MIL STD MILITARY STANDARD(S)
MIN MINIMUM, MINUTE
MISC MISCELLANEOUS
MKR MARKER
ML METAL LATH
MLDG MOULDING
MLWK MILLWORK
mm MILLIMETER
MO MASONRY OPENING
MOD MODULAR, MODIFIED, MODIFICATION,

MODEL
MOD BIT MODIFIED BITUMEN
MON MONITOR
MOPR MOP RACK
MOT MOTOR
MR MOISTURE RESISTANT
MRI MAGNETIC RESONANCE IMAGING
MS MACHINE SCREW, MOP SINK
MT MOUNT
MTD MOUNTED
MTG MOUNTING, OR MEETING
MTL METAL
MULL MULLION
MV MEDICAL VACUUM
MW MICROWAVE
MWP MEMBRANE WATERPROOFING

M\
MIRR MIRROR

N
N NORTH, NEWTON
NA NOT APPLICABLE
NAAMM NATIONAL ASSOCIATION OF

ARCHITECTURAL METAL
MANUFACTURERS

NAT NATURAL
NATL NATIONAL
NC NURSE CALL, NOISE CRITERIA
NCOMBL NON-COMBUSTIBLE
NEC NATIONAL ELECTRIC CODE
NEG NEGATIVE
NEMA NATIONAL ELECTRIC MANUFACTURERS

ASSOCIATION
NEUT NEUTRAL
NFC NATIONAL FIRE CODE
NFPA NATIONAL FIRE PROTECTION ASS
NIC NOT IN CONTRACT

HAZ MAT HAZARDOUS MATERIALS
HB HOSE BIB
HC HOSE CABINET, HOLLOW CORE, OR

HANDICAP
HCWD HOLLOW CORE WOOD
HD HAND DRYER
HDBD HARDBOARD
HDNR HARDENER
HDO HIGH DENSITY OVERLAY
HDR HEADER
HDW HARDWARE
HDWD HARDWOOD
HEPA HIGH EFFICIENCY PARTICULANT AIR

(FILTER)
HEX HEXAGONAL
HF HIGH FREQUENCY
HGR HANGER
HM HOLLOW METAL
HMD HOLLOW METAL DOOR
HMDF HOLLOW METAL DOOR AND FRAME
HMF HOLLOW METAL FRAME
HNDRL HANDRAIL
HO HOLD-OPEN
HORIZ HORIZONTAL
HOSP HOSPITAL
HP HORSE POWER, HIGH PRESSURE, HIGH

POINT
HPDL HIGH PRESSURE DECORATIVE

LAMINATE
HQ HEADQUARTERS
HR HOUR, HUMAN RESOURCES
HS HOOK STRIP, HIGH STRENGTH, OR HEAT

STRENGTHENED
HSE HOUSE
HSKPG HOUSEKEEPING
HST HOIST
HT HEIGHT
HTG HEATING
HTR HEATER
HVAC HEATING / VENTILATION / AIR

CONDITIONING
HVC HOSE VALVE CABINET
HVY HEAVY
HW HOT WATER
HWY HIGHWAY
HYD HYDRANT
HYDR HYDRAULIC

I
I INTERSTATE (HIGHWAY), MOMENT OF

INERTIA
IAQ INDOOR AIR QUALITY
IBC INTERNATIONAL BUILDING CODE
ICB INTEGRAL COVED BASE
ICU INTENSIVE CARE UNIT
ID INSIDE DIAMETER, INSIDE DIMENSION,

IDENTIFICATION
ID NO IDENTIFICATION NUMBER
IE INVERT ELEVATION, THAT IS
ILLUM ILLUMINATION
IN INCH
INCAND INCANDESCENT
INCL INCLUDE(ING)
IND INDUSTRIAL
INFO INFORMATION
INL INLET
INSTL INSTALLATION, INSTALL
INSUL INSULATE(D)(ING)(ION)
INT INTERIOR
INTERCOM INTERCOMMUNICATION
INTL INTERNATIONAL
INV INVERT
IRMA INVERTED ROOF MEMBRANE SYSTEM
ISC INTERIOR SPECIAL COATING
ISOL ISOLATION
IV INTRAVENOUS
IWH INSTANTANEOUS WATER HEATER

J
J-BOX JUNCTION BOX, JOB BOX
JAN JANITOR
JS JANITOR'S SINK
JT JOINT

K
KD KILN DRIED, OR KNOCK DOWN
KIT KITCHEN
KO KNOCK OUT
KPL KICK PLATE
L LEAD, OR LITER

L
L&P LATH AND PLASTER
LA LABORATORY AIR
LAB LABORATORY
LAD LADDER
LAM LAMINATE
LAM GL LAMINATED GLASS
LAU LAUNDRY
LAV LAVATORY
LB LAG BOLT
LBR LUMBER
LBS POUNDS
LD BRG LOAD BEARING
LDR LEADER
LED LIGH EMITTING DIODE
LF LINEAR FOOT
LH LEFT HAND
LHR LEFT HAND REVERSE
LIB LIBRARY
LIN LINEAR
LINO LINOLEUM
LIQ LIQUID
LKR LOCKER

EXST GR EXISTING GRADE
EXT EXTERIOR
EXT GR EXTERIOR GRADE

F
F FAHRENHEIT, FEMALE
F/ F FACE TO FACE
FA FIRE ALARM
FAB FABRICATE, FABRICATOR, FABRIC
FAC FACTOR
FACIL FACILITY
FAS FASCIA
FAS BD FASCIA BOARD
FB FLAT BAR
FBD FIBERBOARD
FCO FLOOR CLEANOUT
FCTY FACTORY
FD FLOOR DRAIN
FDC FIRE DEPARTMENT CONNECTION
FDTN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISH FACE, OR FACTORY FINISH
FF EL FINISH FLOOR ELEVATION
FF&E FURNITURE, FIXTURES, AND EQUIPMENT
FH FIRE HYDRANT, FUME HOOD, FLAT HEAD
FHC FIRE HOSE CABINET
FHEC FIRE HOSE AND EXTINGUISHER CABINET
FHMS FLAT HEAD MACHINE SCREW
FHP FULL HEIGHT PARTITION
FHWS FLAT HEAD WOOD SCREW
FI FILM ILLUMINATOR
FIG FIGURE
FIL FILLET
FIN FINISH(ED)
FIN FLR FINISH FLOOR
FIN GR FINISH GRADE
FIN WD FINISH WOOD
FIXT FIXTURE
FL FLOOR LINE, FLOOR
FLASH FLASHING
FLEX FLEXIBLE
FLG FLOORING
FLR FLOOR
FLR SK FLOOR SINK
FLUOR FLUORESCENT
FLUOR FIX FLUORESENT FIXTURE
FM FACTORY MUTUAL
FM-G FACTORY MUTUAL GLOBAL
FO FINISH OPENING
FOC FACE OF CONCRETE, FACE OF CURB
FOF FACE OF FINISH
FOM FACE OF MASONRY
FOS FACE OF STUD, FACE OF SLAB
FOUNT FOUNTAIN
FOW FACE OF WALL
FP FIREPROOF(ING), FIRE PROTECTION, OR

FULL PENETRATION
FPM FEET PER MINUTE
FPS FEET PER SECOND
FR FRAME
FR SNK FLUSHING RIM SINK
FREQ FREQUENCY
FRMG FRAMING
FRP FIBER REINFORCED POLYESTER, OR

FIBERGLASS REINFORCED PLASTIC
FRTW FIRE RETARDANT TREATED WOOD
FRZ FREEZER
FS FULL SIZE, FLOOR SINK, OR FEDERAL

SPECIFICATION
FS FEDERAL SPECIFICATION, OR FLOOR

SINK
FSS FOLDING SHOWER SEAT
FT FOOT, FEET
FTG FOOTING
FURN FURNITURE
FURR FURRING
FUT FUTURE
FWP FABRIC WALL PANELS

G
G GAS (OUTLET)
GA GAUGE, GAGE, OR GYPSUM

ASSOCIATION
GAL GALLON
GALV GALVANIZE(D)
GALV STL GALVANIZED STEEL
GB GRAB BAR
GC GENERAL CONTRACTOR
GD GUARD
GDR GUARD RAIL
GEN GENERAL
GFRC GLASS FIBER REINFORCED CONCRETE
GFRG GLASS FIBER REINFORCED GYPSUM
GFRP GLASS FIBER REINFORCED PLASTER
GI GALVANIZED IRON
GL GLASS, GLAZING, GLAZED
GL BLK GLASS BLOCK
GLU LAM GLUE LAMINATED
GND GROUND
GOVT GOVERMENT
GR FL GROUND FLOOR
GRTG GRATING
GSB GYPSUM SHEATHING BOARD
GSM GALVANIZED SHEET METAL
GUAR GUARANTEE
GUT GUTTER
GYP GYPSUM
GYP BD GYPSUM BOARD
GYP PLAS GYPSUM PLASTER

H
H HIGH

CTF CERAMIC TILE FLOOR
CTG COATING
CTR CENTER, OR CONTOUR
CTRL CONTROL
CU CUBIC, OR COPPER
CU FT CUBIC FEET
CU IN CUBIC INCH
CU YD CUBIC YARD
CURT CURTAIN
CW COLD WATER, CLOCKWISE
CY CUBIC YARD
CYL CYLINDER
CYL L CYLINDER LOCK

D
D DEEP, DATA (OUTLET), OR PENNY (NAIL
D LABEL CLASS 'D' DOOR
DAT DATUM
DB DECIBEL
DBL DOUBLE
DBL GLZ DOUBLE GLAZED
DC DIRECT CURRENT
DE DOUBLE EGRESS
DEG DEGREE
DEL DELETE
DEMO DEMOLISH, DEMOLITION
DEPT DEPARTMENT
DET DETAIL
DF DRINKING FOUNTAIN
DIA DIAMETER
DIAG DIAGONAL
DIFF DIFFUSER, DIFFERENCE
DIM DIMENSION
DIR DIRECTOR, DIRECTION
DISP DISPENSER
DIST DISTANCE
DIV DIVISION, DIVIDER
DL DEAD LOAD
DN DOWN
DO DITTO (SAME AS)
DOC DOCUMENT
DOUG FIR DOUGLAS FIR
DOZ DOZEN
DPG DECORATIVE PLASTIC GLAZING
DR DOOR, DRAIN, DRIVE
DR CL DOOR CLOSER
DR FR DOOR FRAME
DR OPNG DOOR OPENING
DS DOWNSPOUT
DSGN DESIGN
DSPL DISPOSAL
DTL DETAIL
DW DISHWASHER
DWG DRAWING
DWR DRAWER
DWTR DUMBWAITER
DX DUPLEX

E
E EAST, ELECTRICAL (OUTLET)
E LABEL CLASS 'E' DOOR
EA EACH
EFF EFFICIENCY
EFS EXTERIOR FINISH SYSTEM
EG END GUARD
EIFS EXTERIOR INSULATION AND FINISH

SYSTEM
EJ EXPANSION JOINT
EL ELEVATION (GRADE)
ELAST ELASTOMERIC
ELEC ELECTRIC(AL)
ELEC DR
OP

ELECTRIC DOOR OPENER

ELEV ELEVATOR, ELEVATION
ELIM ELIMINATE
EM ENTRY MAT
EMER EMERGENCY
EMERG
SHR

EMERGENCY SHOWER

EMP EMERGENCY POWER
ENAM ENAMEL(ED)
ENCL ENCLOSED, ENCLOSURE
ENGR ENGINEER
ENTR ENTRANCE
ENVIR ENVIRONMENT
EPA ENVIRONMENTAL PROTECTION AGENCY
EPDM ETHYLENE PROPYLENE DIENE

MONOMER
EPO EMERGENCY POWER OFF
EPRF EXPLOSION PROOF
EPS EXPANDED POLYSTYRENE BOARD

(INSULATION)
EQ EQUAL, EARTHQUAKE
EQ JT EARTHQUAKE JOINT
EQL SP EQUALLY SPACED
EQUIP EQUIPMENT
ERD EXISTING ROOF DRAIN
ESC ESCAPE, OR ESCUTCHEON
ESCAL ESCALATOR
ESMT EASEMENT
ESP ESPECIALLY
EST ESTIMATE
ETC ET CETERA
EW EACH WAY
EWC ELECTRIC WATER COOLER
EWS EYEWASH STATION
EX EXISTING
EXAM EXAMINATION
EXC EXCAVATED, EXCAVATION, EXCAVATE
EXH EXHAUST
EXIST EXISTING
EXP EXPOSED, EXPANSION
EXP BT EXPANSION BOLT

BLK(G) BLOCK(ING)
BLKT BLANKET
BLVD BOULEVARD
BM BENCHMARK, BEAM
BOT BOTTOM
BPC BLOOD PRESSURE CUFF
BR BEDROOM
BRCG BRACING
BRDG BRIDGING
BRDG JST BRIDGING JOIST
BRG BEARING
BRG PL BEARING PLATE
BRKT BRACKET
BSMT BASEMENT
BTU BRITISH THERMAL UNIT
BTWN BETWEEN
BU BUSHEL
BUR BUILT UP ROOFING
BW BOTH WAYS

C
C CELSIUS, CHANNEL
C CONC CAST CONCRETE
C LABEL CLASS 'C' DOOR
C TO C CENTER TO CENTER
CAB CABINET
CAC CEILING ATTENUATION CLASS
CAP CAPACITY
CB CATCH BASIN, CODE BLUE
CBB CEMENTITIOUS (BACKER) BOARD
CC CUBICLE CURTAIN, CUBIC CENTIMETER
CCT CUBICLE CURTAIN TRACK
CCTV CLOSED CIRCUIT TV
CCU CORONARY CARE UNIT
CCW COUNTERCLOCKWISE
CD CONSTRUCTION DOCUMEMTS,

CONTRACT DOCUMENT OR CUP
DISPENSER

CEM CEMENT
CEM PLAST CEMENT PLASTER
CER CERAMIC
CF/CI CONTRACTOR FURNISHED &

CONTRACTOR INSTALLED
CF/OI CONTRACTOR FURNISHED & OWNER

INSTALLED
CFLG COUNTERFLASHING
CFM CUBIC FEET PER MINUTE
CFMF COLD-FORMED METAL FRAMING
CFS CUBIC FEET PER SECOND
CG CORNER GUARD, CENTER OF GRAVITY
CGSFU CERAMIC GLAZED STRUCTURAL FACING

UNITS
CH COAT HOOK
CH BD CHALKBOARD
CHEM CHEMICAL, CHEMISTRY
CHFR CHAMFER
CHK CHECK
CI CAST IRON
CIP CAST IN PLACE (CONCRETE)
CIR CIRCLE
CIRC CIRCULAR, OR CIRCULATION
CJ CONTROL JOINT
CL CENTERLINE, CLEARANCE
CLDG CLADDING
CLG CEILING
CLG HT CEILING HEIGHT
CLO CLOSET
CLR CLEAR, COLOR
CLS CLOSER
CM CONSTRUCTION MANAGEMENT, CUBIC

METER
CM2 SQUARE CENTIMETER
CM3 CUBIC CENTIMETER
CMPTR COMPUTER
CMU CONCRETE MASONRY UNIT
CNR CORNER
CNTR COUNTER
CO CLEAN OUT
CO2 CARBON DIOXIDE
COL COLUMN
COM COMMON
COMB COMBINATION, COMBUSTIBLE
COMM COMMUNICATION
COMP COMPOSITE(ION), COMPOSED
COMP COMPRESS(ED)(ION),

COMPACT(OR)(ED)(ION)
CONC CONCRETE
CONC FLR CONCRETE FLOOR
COND CONDUIT, CONDITION
CONF CONFERENCE
CONN CONNECT(ION)
CONST CONSTRUCTION
CONT CONTINUE, CONTINUOUS
CONTR CONTRACTOR
CONV CONVENTIONAL, CONVECTOR
COORD COORDINATE
CORR CORRIDOR
CP CARPET
CPM CRITICAL PATH METHOD
CPRS COMPRESSIBLE
CPT CARPET TILE
CRL CHAIR RAIL
CRS COLD ROLLED STEEL
CRSI CONCRETE REINFORCING STEEL

INSTITUTE
CSB CONCRETE SPLASH BLOCK
CSG CASING
CSI CONSTRUCTION SPECIFICATIONS

INSTITUTE
CSK COUNTERSUNK, COUNTERSINK
CSMT CASEMENT
CSWK CASEWORK
CT CERAMIC TILE
CTB CERAMIC TILE BASE

A
A LABEL CLASS 'A' DOOR
A/C AIR CONDITION(ING)
A/C UNIT AIR CONDITIONING UNIT
A/E ARCHITECT/ENGINEER
AAMA AMERICAN ARCHITECTURAL

MANUFACTURER'S ASSOCIATION
AB ANCHOR BOLT
ABBRV ABBREVIATION
ABC AGGREGATE BASE COURSE
AC ASBESTOS CEMENT, ASPHALTIC

CONCRETE, OR ALTERNATING CURRENT
ACC ACCESSIBLE
ACD AUTOMATIC DOOR CLOSER
ACI AMERICAN CONCRETE INSTITUTE
ACID RES ACID RESISTANT
ACS DR ACCESS DOOR
ACS FLR ACCESS FLOOR
ACS PNL ACCESS PANEL
ACST ACOUSTIC(AL)
ACST INSUL ACOUSTIC INSULATION
AD AREA DRAIN
ADA AMERICANS WITH DISABILITIES ACT
ADB AUTOMATIC DOOR BOTTOM
ADDL ADDITIONAL
ADDM ADDENDUM
ADDN ADDITION
ADH ADHESIVE
ADJ ADJUSTABLE / ADJACENT, OR

ADJOINING
ADMIN ADMINISTRATION, ADMINISTRATIVE
AF ACCESS FLOORING
AFC ABOVE FINISH COUNTER
AFF ABOVE FINISHED FLOOR
AFG ABOVE FINISH GRADE
AFS ABOVE FINISH SLAB
AGA AMERICAN GAS ASSOCIATION
AGC ASSOCIATED GENERAL CONTRACTORS
AGGR AGGREGATE
AGP ACOUSTIC GYPSUM PLASTER
AHJ AUTHORITY HAVING JURISDICTION
AHR ANCHOR
AHU AIR HANDLING UNIT
AIA AMERICAN INSTITUTE OF ARCHITECTS
AISC AMERICAN INSTITUTE OF STEEL

CONSTRUCTION
ALT ALTERNATE, ALTERATION
ALT NO ALTERNATE NUMBER
ALTRN ALTERATION
ALUM ALUMINUM
AMP AMPERES
AMPL AMPLIFIER
AMT AMOUNT
ANCH ANCHOR(AGE)
ANOD ANODIZER
ANSI AMERICAN NATIONAL STANDARDS

INSTITUTE
ANT ANTENNA
AP ACCESS PANEL
APA AMERICAN PLYWOOD INSTITUTE
APPD APPROVED
APROX APPROXIMATE(LY)
APT APARTMENT
AR AS REQUIRED
ARCH ARCHITECT(URAL)
ASB ASBESTOS
ASI ARCHITECT'S SUPPLEMENTAL

INSTRUCTIONS
ASKLR AUTOMATIC SPRINKLER
ASPH ASPHALT
ASST ASSIST(ANT), ASSISTANCE
ASSY ASSEMBLY
AST ASTRAGAL
ASTM AMERICAN SOCIETY FOR TETSING AND

MATERIALS
AT ACOUSTICAL (CEILING) TILE
ATCH ATTACHMENT
ATM AUTOMATED TELLER MACHINE
ATS AUTOMATIC TRANSFER SWITCH
AUTO AUTOMATIC
AUX AUXILIARY
AV AUDIO VISUAL
AVE AVENUE
AVG AVERAGE
AW ACID WASTE
AWB AIR WEATHER BARRIER
AWI ARCHITECTURAL WOODWORKING

INSTITUTE
AWP ACOUSTIC WALL PANEL
AWPA AMERICAN WOOD PRESERVER'S

ASSOCIATION
AWS AMERICAN WELDING SOCIETY
AWT ACOUSTIC WALL TREATMENT

B
B LABEL CLASS 'B' DOOR
B PL BASE PLATE
B/W BOTTOM OF WALL
BAL BALANCE
BALC BALCONY
BAT BATTEN
BB BULLETIN BOARD
BCS BABY CHANGING STATION
BD BOARD
BD FT BOARD FOOT (BOARD FEET)
BEV BEVELED
BHMA BUILDER'S HARDWARE

MANUFACTURERS ASSOCIATION
BI FLD DR BI-FOLD DOOR
BITUM BITUMINOUS
BKG BACKING
BL BUILDING LINE
BLD BUILD
BLDG BUILDING
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B3

R1 - ADL RESIDENTIAL

2

10AD102B2

EXISTING WALLS TO BE DEMOLISHED

EXISTING WALLS TO REMAIN

EXISTING OPENING THROUGH FLOOR/
STRUCTURE/ CEILING/ ROOF

DIAGONAL HATCH INDICATES EXISTING EXTERIOR
WALL TO BE DEMOLISHED

EXISTING SHIPLAPPED SIDING TO REMAIN

EXISTING WEATHER BOARD SIDING TO REMAIN
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WDG ARCHITECTS ENGINEERS
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BLDG 10 1ST FLOOR, 2ND FLOOR, & ROOF
DEMOLITION PLANS

MD PJHAugust 4, 2015

10629-HS2-401SLVHCS REPLACEMENT MEDICAL
CENTER PROJECT

NEW ORLEANS, LOUISIANA

Department of
Veterans Affairs

OFFICE OF
CONSTRUCTION
AND FACILITIES
MANAGEMENT

SHOTGUN HOUSES

CONSTRUCTION DOCUMENTS 1
FULLY SPRINKLERED

SCALE:  1/8" = 1'-0"
BLDG 10 SECOND FLOOR DEMO PLAN2

GENERAL DEMOLITION PLAN NOTES
1. HAZARDOUS MATERIAL ABATEMENT IS NOT A PART OF THIS PACKAGE

AND WILL BE ISSUED SEPARATELY.  SOME ITEMS SHOWN TO BE
DEMOLISHED MAY REQUIRE REMOVAL AS PART OF ABATEMENT WORK.

2. DEMOLITION NOTES ARE FOR GUIDANCE ONLY AND ARE GENERAL IN
NATURE.  IT IS NOT THE INTENT TO POINT TO EACH AND EVERY ITEM.
THE CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING ALL
ELEMENTS OF EACH ITEM NOTED AND/OR SHOWN AS REQUIRED TO
COMPLY WITH THE DESIGN INTENT IN ACCORDANCE WITH THE
CONTRACT DOCUMENTS.

3. DEMOLISH ALL ROOF SHINGLES AND MEMBRANES TO THE
STRUCTURAL WOOD DECK, RETAIN ALL CLAY RIDGE TILES OR
DECORATIVE FEATURES FOR REINSTALLATION.  REMOVE ALL
GUTTERS, DOWN SPOUTS, BRACKETS, AND AWNINGS.

4. DEMOLISH MISC STEEL HANGERS THAT ARE NOT REQUIRED FOR
NEW CONSTRUCTION.

5. DEMOLISH ALL REMAINING INTERIOR PLASTER OR GYPSUM WALL
BOARD, CEILING FINISHES & NON-ORIGINAL FLOOR FINISHES.

6. DEMOLISH ALL REMAINING MECHANICAL, ELECTRICAL, & PLUMBING
FIXTURES & SYSTEMS.  REMOVE ALL SURFACE MOUNTED MEP ITEMS
FROM BUILDING EXTERIORS.  REMOVE FLOOR MOUNTED HEATERS.

7. EXISTING STAIRS, NEWEL POSTS, HANDRAIL, AND SPINDLES TO
REMAIN,  CARPET AND ALL NON-ORIGINAL ITEMS ATTACHED TO
STAIRCASE TO BE DEMOLISHED - SEE CONSTRUCTION DRAWINGS.

8. ALL DOORS AND FRAMES TO REMAIN UNLESS NOTED OTHERWISE.
ALL THOSE TO BE REMOVED ARE TO BE STORED ON SITE AND
PROTECTED FOR POSSIBLE RE-USE.  ALL WINDOWS TO REMAIN
U.N.O.

9. REFERENCE 01 74 19 CONSTRUCTION WASTE MANAGEMENT
10. COORDINATE FLOOR, WALL, AND ROOF PENETRATIONS  FOR

INSTALLATION OF NEW UTILITIES WITH FIRE PROTECTION, PLUMBING,
MECHANICAL, ELECTRICAL, TELECOMMUNICATION,  AUDIOVISUAL AND
SECURITY DRAWINGS.

11. SECURE AND PROTECT STRUCTURES DURING PROGRESS OF
DEMOLITION WORK.  CONTRACTOR RESPONSIBLE FOR ALL
TEMPORARY SHORING REQUIRED DURING DEMOLITION PROCESS TO
MAINTAIN STRUCTURAL INTEGRITY OF BUILDINGS.

DEMOLITION PLAN SHEET NOTESX

1. WINDOW TO BE PARTIALLY/ FULLY DEMOLISHED.  SEE CONSTRUCTION
DOCUMENTS.

2. RETAIN EXISTING ATTIC ACCESS FRAMING & OPENING.  REMOVE
LADDER IF EXISTING.

3. EXISTING ROOF OPENING TO BE REPAIRED.  SEE CONSTRUCTION
DRAWINGS.

4. DEMOLISH EXISTING COLUMNS.
5. EXISTING TERRA COTTA RIDGE TILES TO BE REMOVED & SAVED FOR

RE-INSTALLATION
6. EXISTING SIDING TO BE FULLY REMOVED.
7. EXISTING EXTERIOR WALL TO BE REFRAMED SEE FLOOR PLANS

DEMOLITION LEGEND

SCALE:  1/8" = 1'-0"
BLDG 10 ROOF DEMO PLAN3SCALE:  1/8" = 1'-0"

BLDG 10 FIRST FLOOR DEMO PLAN1
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10AD102

BLDG 10 DEMO EXTERIOR ELEVATIONS

MD PJHAugust 4, 2015

10629-HS2-401SLVHCS REPLACEMENT MEDICAL
CENTER PROJECT

NEW ORLEANS, LOUISIANA

Department of
Veterans Affairs

OFFICE OF
CONSTRUCTION
AND FACILITIES
MANAGEMENT

SHOTGUN HOUSES

CONSTRUCTION DOCUMENTS 1
FULLY SPRINKLERED

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R1 - WB4

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R2 - WC4

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R3 - WE4

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R4 - WF4

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R1 - NB6 SCALE:  1/8" = 1'-0"

BLDG 10 DEMO ELEVATION R1 - SB3

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R2 - NC6 SCALE:  1/8" = 1'-0"

BLDG 10 DEMO ELEVATION R2 - SC3

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R3 - NE6 SCALE:  1/8" = 1'-0"

BLDG 10 DEMO ELEVATION R3 -SE3

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R4 - NF6 SCALE:  1/8" = 1'-0"

BLDG 10 DEMO ELEVATION R4 - SF3

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R2 - EC2

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R3 - EE2

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R4 - EF2

GENERAL DEMOLITION PLAN NOTES
1. HAZARDOUS MATERIAL ABATEMENT IS NOT A PART OF THIS PACKAGE

AND WILL BE ISSUED SEPARATELY.  SOME ITEMS SHOWN TO BE
DEMOLISHED MAY REQUIRE REMOVAL AS PART OF ABATEMENT WORK.

2. DEMOLITION NOTES ARE FOR GUIDANCE ONLY AND ARE GENERAL IN
NATURE.  IT IS NOT THE INTENT TO POINT TO EACH AND EVERY ITEM.
THE CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING ALL
ELEMENTS OF EACH ITEM NOTED AND/OR SHOWN AS REQUIRED TO
COMPLY WITH THE DESIGN INTENT IN ACCORDANCE WITH THE
CONTRACT DOCUMENTS.

3. DEMOLISH ALL ROOF SHINGLES AND MEMBRANES TO THE
STRUCTURAL WOOD DECK, RETAIN ALL CLAY RIDGE TILES OR
DECORATIVE FEATURES FOR REINSTALLATION.  REMOVE ALL
GUTTERS, DOWN SPOUTS, BRACKETS, AND AWNINGS.

4. DEMOLISH MISC STEEL HANGERS THAT ARE NOT REQUIRED FOR
NEW CONSTRUCTION.

5. DEMOLISH ALL REMAINING INTERIOR PLASTER OR GYPSUM WALL
BOARD, CEILING FINISHES & NON-ORIGINAL FLOOR FINISHES.

6. DEMOLISH ALL REMAINING MECHANICAL, ELECTRICAL, & PLUMBING
FIXTURES & SYSTEMS.  REMOVE ALL SURFACE MOUNTED MEP ITEMS
FROM BUILDING EXTERIORS.  REMOVE FLOOR MOUNTED HEATERS.

7. EXISTING STAIRS, NEWEL POSTS, HANDRAIL, AND SPINDLES TO
REMAIN,  CARPET AND ALL NON-ORIGINAL ITEMS ATTACHED TO
STAIRCASE TO BE DEMOLISHED - SEE CONSTRUCTION DRAWINGS.

8. ALL DOORS AND FRAMES TO REMAIN UNLESS NOTED OTHERWISE.
ALL THOSE TO BE REMOVED ARE TO BE STORED ON SITE AND
PROTECTED FOR POSSIBLE RE-USE.  ALL WINDOWS TO REMAIN
U.N.O.

9. REFERENCE 01 74 19 CONSTRUCTION WASTE MANAGEMENT
10. COORDINATE FLOOR, WALL, AND ROOF PENETRATIONS  FOR

INSTALLATION OF NEW UTILITIES WITH FIRE PROTECTION, PLUMBING,
MECHANICAL, ELECTRICAL, TELECOMMUNICATION,  AUDIOVISUAL AND
SECURITY DRAWINGS.

11. SECURE AND PROTECT STRUCTURES DURING PROGRESS OF
DEMOLITION WORK.  CONTRACTOR RESPONSIBLE FOR ALL
TEMPORARY SHORING REQUIRED DURING DEMOLITION PROCESS TO
MAINTAIN STRUCTURAL INTEGRITY OF BUILDINGS.

DEMOLITION PLAN SHEET NOTESX

1. WINDOW TO BE PARTIALLY/ FULLY DEMOLISHED.  SEE CONSTRUCTION
DOCUMENTS.

2. RETAIN EXISTING ATTIC ACCESS FRAMING & OPENING.  REMOVE
LADDER IF EXISTING.

3. EXISTING ROOF OPENING TO BE REPAIRED.  SEE CONSTRUCTION
DRAWINGS.

4. DEMOLISH EXISTING COLUMNS.
5. EXISTING TERRA COTTA RIDGE TILES TO BE REMOVED & SAVED FOR

RE-INSTALLATION
6. EXISTING SIDING TO BE FULLY REMOVED.
7. EXISTING EXTERIOR WALL TO BE REFRAMED SEE FLOOR PLANS

DEMOLITION LEGEND

SCALE:  1/8" = 1'-0"
BLDG 10 DEMO ELEVATION R1 - EB2
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SITE WORK NOT IN SCOPE OF WORK.

SITE WORK NOT IN SCOPE OF WORK.

ADJACENT BUILDING NOT IN SCOPE OF
WORK. REFERENCE MEP DRAWINGS FOR

UITILITY CONNECTIONS TO BUILDING.

CONCRETE HVAC PAD
NOT IN SCOPE OF WORK

CONCRETE HVAC PAD
NOT IN SCOPE OF WORK

CONCRETE FRONT PORCHES
NOT IN SCOPE OF WORK (TYP.).

CONCRETE STAIRS NOT IN
SCOPE OF WORK (TYP.).

CAST IRON RAILINGS NOT IN
SCOPE OF WORK (TYP.).

SITE RETAINING WALL/ BUILDING SILL
SUPPORT NOT INCLUDED IN SCOPE OF WORK.
RE: BUILDING DETAILS FOR CONSTRUCTION.

LINE OF EXTRUDED ALUMINUM CANOPY
ABOVE NOT IN SCOPE OF WORK.

ALIGN EDGE OF CANOPY WITH ADJACNET BUILDING.
MATCH HEIGHT, COLOR, AND DIMENSIONS OF FASCIA.

PILES, GRADE BEAMS, CMU PIERS, WOOD SILL
BEAMS, AND STRUCTURAL CONNECTIONS NOT
INCLUDED IN SCOPE OF WORK. HOUSES TO BE SET
IN PLACE PRIOR TO WORK COMMENCING.

PILES, GRADE BEAMS, CMU/BRICK PIERS, WOOD
SILL BEAMS, AND STRUCTURAL CONNECTIONS
NOT INCLUDED IN SCOPE OF WORK. HOUSES TO
BE SET IN PLACE PRIOR TO WORK COMMENCING.

SITE WORK NOT IN
SCOPE OF WORK.

SITE WORK NOT IN
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SITE WORK NOT IN
SCOPE OF WORK.

CONTRACTOR TO WIRE POWER & LOW
VOLTAGE SYTEMS TO PANELS PROVIDED IN

ADJACENT BUILDING

SITE WORK NOT IN
SCOPE OF WORK.

SITE WORK NOT IN
SCOPE OF WORK.

SITE WORK NOT IN
SCOPE OF WORK.
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EXISTING WALLS TO BE DEMOLISHED

EXISTING WALLS TO REMAIN

NEW WALLS TO BE CONSTRUCTED, PARTITION
TYPES LISTED BELOW

2X4 STUD W/(1) LAYER  5/8" GYP. WB. EA. SIDE.

2X4 STUD W/(1) LAYER  5/8" GYP. WB. EA. SIDE.
ACC. BLANKET, FULL HT. OF PARTITION
2X6 STUD W/(1) LAYER  5/8" GYP. WB. EA. SIDE.
ACC. BLANKET, FULL HT. OF PARTITION
(2) 2X4 STUD W/(1) LAYER  5/8" GYP. WB. EA. SIDE.
ACC. BLANKET, FULL HT. OF PARTITION

P1
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P3

P4

(2) 2X4 STUD W/(1) LAYER  5/8" GYP. WB. EA. SIDE.
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BUILDING NUMBER

WDG ARCHITECTS ENGINEERS

10AS101

BLDG 10 FLOOR PLANS

MD PJHAugust 4, 2015

10629-HS2-401SLVHCS REPLACEMENT MEDICAL
CENTER PROJECT

NEW ORLEANS, LOUISIANA

Department of
Veterans Affairs

OFFICE OF
CONSTRUCTION
AND FACILITIES
MANAGEMENT

SHOTGUN HOUSES

CONSTRUCTION DOCUMENTS 1
FULLY SPRINKLERED

SCALE:  1/8" = 1'-0"
BLDG 10 FIRST FLOOR PLAN1

SCALE:  1/8" = 1'-0"
BLDG 10 SECOND FLOOR PLAN2

GENERAL FLOOR PLAN NOTES

ALIGN PARTITIONS
ELECTRICAL PANEL - REF ELECTRICAL DWGS
WALL MOUNTED HAND SINK - REF PLUMBING DWGS
COAT HOOK TO BE FURNISHED & INSTALLED BY CONTRACTOR - REF
SPECIFICATIONS
EXISTING STAIRS TO BE REFURBISHED. TREADS, NEWEL POSTS,
HANDRAILS, AND SPINDLES TO REPAIRED/ REPLACED AS NEEDED.
FRAMING AND FLOORING TO BE PROVIDED TO INFILL PREVIOUS CHIMNEY
PENETRATION AND TO MATCH EXISTIN FLOOR CONSTRUCTION. REFER TO
FINISH FLOOR PLAN FOR FINAL FINISH.
PROVIDE PAINTED WOODEN SHELVING IN STORAGE CLOSET.

100.
101.
102.
103.

104.

105.

106.

FLOOR PLAN SHEET NOTE SERIES BEGINS WITH NOTE 100
NOT ALL SHEET NOTES APPEAR ON EVERY SHEET

100

1. REFER TO SHEET 10AS602 FOR PARTITION SCHEDULE AND GENERAL
PARTITION TYPE NOTES.

2. REFER TO 10AS400 SERIES FOR ENLARGED FLOOR PLAN VIEWS
INCLUDING MEDICAL EQUIPMENT NOT SHOWN IN 10AS100 SERIES PLANS.

3. REFER TO LIFESAFETY DRAWINGS (LS SERIES) FOR LOCATION OF RATED
WALL CONSTRUCTION, SMOKE PARTITIONS, SUITE DESIGNATIONS AND
EXIT DISCHARGE INFORMATION. PARTITION RATINGS ON LS DRAWINGS
TAKE PRECEDENCE OVER WALL TYPES INDICATED IN AI SERIES PLANS.

4. PARTITION TYPES AS NOTED BY THE SYMBOL CONTINUE BETWEEN
ROOM/SPACE CORNERS OR ANY INTERSECTING PARTITION.

5. DIFFERING PARTITION TYPES SHALL ALIGN SO THAT WALL PLANES
CONTINUE UNBROKEN WITHIN/ACROSS ROOMS AND/OR SPACES.

6. UNLESS OTHERWISE NOTED, DIMENSIONS ARE TO FINISH FACE.
7. REFER TO 10AS600 SERIES DRAWINGS FOR DOOR & RELITE SCHEDULES.
8. DISTANCE FROM HINGE SIDE OF DOOR TO INTERSECTING STUD WALL

SHALL BE 6" UNLESS NOTED OR DETAILED OTHERWISE (MEASURED
FROM OUTSIDE OF FRAME).

9. CONTRACTOR SHALL VERIFY ALL DIMENSIONS NOTED AS "CLEAR" OR
"MIN".  DIMENSIONS NOTED AS "HOLD" ARE CRITICAL TO COORDINATE
OTHER WORK (E.G. CEILING GRIDS, LIGHTING, FINISHES).

10. CONTRACTOR SHALL VERIFY ALL DIMENSIONS PRIOR TO INITIATING
CONSTRUCTION AND REPORT DISCREPENCIES TO ARCHITECT PRIOR TO
COMMENCING WORK.

11. CONTRACTOR SHALL PROVIDE ALL BLOCKING REQUIRED TO ANCHOR ALL
WALL AND CLG MOUNTED ITEMS, INCLUDING BUT NOT LIMITED TO TOILET
ROOM ACCESSORIES, MILLWORK, CASEWORK, HANDRAILS, DOOR STOPS
ETC..

12. REPAIR/REPLACE ALL TERMITE DAMAGED BUILDING ELEMENTS.
13. REFER TO FINISH SCHEDULES AF600 SERIES SHEETS FOR CASEWORK

FINISHES.
17. UNDER CABINET LIGHTING NOT SHOWN.  REFER TO LIST BELOW FOR

DIRECTION OF SCOPE.
A. PROVIDE AT ALL LOCATIONS WITH A     
    WORKSURFACE UNDER WALL CABINETS.
B. FOR 30" TO 36" RUN PROVIDE: 24" FIXTURE
C. FOR 60" TO 72" RUN PROVIDE: 48" FIXTURE
D. FOR 96" RUN PROVIDE:  (1) 24" + (1) 48" FIXTURES

18. HURRICANE PROTECTION:  PROVIDE AND INSTALL HURRICANE CLIPS
AND TIES AT ALL ROOF FRAMING IN ACCORDANCE WITH ALL CODES
AND STANDARDS.  CONTINUOUS CONNECTION TO BE PROVIDED
FROM ROOF TO FOUNDATIONS.

19. TERMITE TREATMENT:  GROUND UNDER ALL BUILDING SLAB/GRADE
BEAM/FOOTING AREAS, AS WELL AS GROUND WITHIN 5'-0" OF EXTERIOR
WALLS SHALL BE TREATED FOR TERMITES IN ACCORDANCE WITH THE
LOCAL LOUISIANA STRUCTURAL PEST CONTROL COMMISION.  TREAT
SOIL USING EMULSIBLE CONCENTRATE TERMICIDE FOR DILUTION
WITH WATER FOR SUBTERRANEAN TERMITES.

20. REPAIR EXISTING OPENING THROUGH FLOOR/ STRUCTURE/ CEILING/
ROOF.  SEE FINISH PLAN FOR FLOORING TYPE.  USE ARCHITECTURAL
GRADE SHINGLES AT ROOF.

21. REPAIR/ REFRAME EXISTING EXTERIOR WALL AS REQUIRED.

FLOOR PLAN SHEET NOTES

KEY PLAN

FLOOR PLAN LEGEND

10 44 13 FIRE EXTINGUISHER CABINETFEC

NOT ALL SYMBOLS/NOTES APPEAR ON EVERY SHEET
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BUILDING NUMBER

WDG ARCHITECTS ENGINEERS

10AS102

BLDG 10 REFLECTED CEILING PLANS

MD PJHAugust 4, 2015

10629-HS2-401SLVHCS REPLACEMENT MEDICAL
CENTER PROJECT

NEW ORLEANS, LOUISIANA

Department of
Veterans Affairs

OFFICE OF
CONSTRUCTION
AND FACILITIES
MANAGEMENT

SHOTGUN HOUSES

CONSTRUCTION DOCUMENTS 1
FULLY SPRINKLERED

SCALE:  1/8" = 1'-0"
BLDG 10 FIRST FLOOR REFLECTED CEILING PLAN1

SCALE:  1/8" = 1'-0"
BLDG 10 SECOND FLOOR REFLECTED CEILING PLAN2

DIMENSIONS: DIMS ARE TO FINISH FACE OF WALL OR SOFFIT UON
WHEN FLOOR HEIGHT VARIES IN A ROOM, THE CEILING HT SHOWN IS HT
ABOVE FLOOR AT ENTRY.
TASK LTG UNDER WALL CABS INDICATED, SEE LEGEND. REFER TO INT ELEVS
AND/OR ENLARGED VIEWS FOR ALL WALL, CABINET, AND MILLWORK LIGHTING
NOT SHOWN ON RCPS  (XAI200 AND/OR XAI400 SERIES)
DIMS TO CENTERLINE OF LIGHT FIXTURE UON.
EXIT SIGNAGE/LIGHTING SHOWN ON ELECTRICAL LIGHTING DRAWINGS. REFER
TO XEL100 SERIES DRAWINGS.
LIGHT FIXTURE TAGS SHOWN ON RCPs TO DISTINGUISH LIGHT         FIXTURE
SYMBOL FROM HVAC GRILL SYMBOL. LIGHT FIXTURE SCHEDULE & XEL
SERIES DWGS GOVERN FOR FIXTURE SPECIFICATION. ARCHITECTURAL RCPs
GOVERN FOR LIGHT FIXTURE LOCATION.
SPRINKLER HEADS, SMOKE DETECTORS, NURSE CALL DEVICES, OTHER
MISC. ELECTRICAL DEVICES ARE SHOWN & DIMENSIONED ON
ARCHITECTURAL RCPS FOR PUBLIC AREAS TYPICALLY.
FOR ABOVE NAMED ITEMS NOT SHOWN, ORGANIZE DEVICES IN CENTER OF
TILE OF SUSPENDED CLGS &  ALIGN MULTIPLE DEVICES DOWN CORRIDORS
AND THROUGHOUT LARGE ROOMS, COORDINATING WITH OTHER TRADES
DEVICES.
SLOPED TOP SOFFITS OVER CASEWORK NOT SHOWN ON RCP. REFER TO
INTERIOR ELEVATIONS.  TASK LIGHITNG LIGHITNG SHOWN ON RCP FOR
REFERENCE - SEE RCP SYMBOLS LEGEND.

GENERAL RCP NOTES
1.
2.

3.

4.
5.

6.

7.

8.

RCP LEGEND
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BLDG 10 ROOF PLANS
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10629-HS2-401SLVHCS REPLACEMENT MEDICAL
CENTER PROJECT

NEW ORLEANS, LOUISIANA

Department of
Veterans Affairs

OFFICE OF
CONSTRUCTION
AND FACILITIES
MANAGEMENT

SHOTGUN HOUSES

CONSTRUCTION DOCUMENTS 1
FULLY SPRINKLERED

SCALE:  1/8" = 1'-0"
BLDG 10 ROOF PLAN1

GENERAL ROOF PLAN NOTES

ROOF PLAN LEGEND
NOT ALL SYMBOLS/NOTES APPEAR ON EVERY SHEET

1. REPAIR/REPLACE ALL TERMITE DAMAGED BUILDING ELEMENTS.
2. HURRICANE PROTECTION:  PROVIDE AND INSTALL HURRICANE

CLIPS AND TIES AT ALL ROOF FRAMING IN ACCORDANCE WITH ALL
CODES AND STANDARDS.  CONTINUOUS CONNECTION TO BE
PROVIDED FROM ROOF TO FOUNDATIONS.

3. COORDINATE WORK FOR WINDOWS TAGGED IN ROOF PLAN WITH
WINDOW SCHEDULE.

REPAIR EXISTING OPENING THROUGH
FLOOR/STRUCTURE/CEILING/ROOF.  SEE SPECIFICATION FOR ROOFING
MATERIALS.
TERRA COTTA RIDGE TILES NEW & EXISTING.  GROUT END TILE.  SEE
SPECIFICATION FOR COORDINATION.
MECHANICAL TURBINE VENTILATOR (2) EA. ROOF TO BE LOCATED IN 1/3
LENGTHS OF ROOF WITH KIT FOR VERTICAL INSTALLATION.
METAL CANOPY, SEE SHEET 10AS205 AND SPECIFICATIONS.

100.

101.

102.

103.

ROOF PLAN SHEET NOTE SERIES BEGINS WITH NOTE 100
NOT ALL SHEET NOTES APPEAR ON EVERY SHEET

100 ROOF PLAN SHEET NOTES

KEY PLAN
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NEW VINYL COMPOSITE TILE FLOORING.
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WALL FINISH DESIGNATION.
RE: FINISH LEGEND & SCHEDULE

NEW WOOD FLOORING.
RE: FINISH LEGEND & SCHEDULE

EXPOSED CONCRETE. WORK NOT IN CONTRACT

CG-1 CORNER GUARD.
RE: WALL PROTECTION DETAILS
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FULLY SPRINKLERED

SCALE:  1/8" = 1'-0"
BLDG 10 FIRST FLOOR FINISH PLAN1

SCALE:  1/8" = 1'-0"
BLDG 10 SECOND FLOOR FINISH PLAN3

SCALE:  1/8" = 1'-0"
BLDG 10 FIRST FLOOR FURNITURE PLAN2

SCALE:  1/8" = 1'-0"
BLDG 10 SECOND FLOOR FURNITURE PLAN4

1. SEE SPECIFICATIONS IN CONJUNCTION WITH FINISH LEGEND FOR
FINISH INFORMATION

2. ALL WALLS TO BE PAINTED P-2 UON
3. METAL DOOR FRAMES AND DOOR TO MATCH COLOR OF THE

ADJACENT WALL
4. REFER TO WALL PROTECTION TYPICAL SHEET FOR FINISH

APPLICATION
5. TYPICAL FLOOR TRANSITION OCCUR UNDER OR AT CENTER LINE OF

DOORS UON
6. WALL PROTECTION LOCATION  AS SHOWN ON AF SERIES DRAWINGS

AND EXTENT AS INDICATED ON ELEVATIONS
7. FOR ALL COUNTERTOPS, REFER TO SHEET 0AI532 FOR COUNTERTOP

FINISH APPLICATION DETAIL, UON
8. CROSS CORRIDOR DOOR HEADERS TO BE P-2 UON
9. ALL INTERSTITIAL FLOORS TO BE SCONC FLOORING, NO BASE OR

WALL FINISH & EXPOSED
10. PAINT TO BE SEMI-GLOSS IN ALL TOILET ROOMS
11. CARPET TO BE FLUSH WITH ADJACENT FLOOR MATERIAL
12. GROUT JOINTS TO ALIGN WITH FINISHED BASE OF WALL
13. DRAWINGS PROVIDE FINISH CODE FOR ACCENTS IN FLOORING AND

WALL AND TYPICAL FINISH ROOM APPLICATIONS.
14. REFER TO SCHEDULE AND LEGEND IN CONJUNCTION WITH FINISH

PLANS
15. ALL FULL HEIGHT CORNER GUARDS SHOULD BE COORDINATED WITH

ELEVATIONS AND REFLECTED CEILING PLANS
16. CRASH RAILS AND HANDRAILS TO TERMINATE 2" FROM METAL DOOR

FRAMES AND CORNER GUARDS UON
17. ALL TOILET PARTITIONS TO MATCH P-1 UON
18. REFER TO REFLECTED CEILING PLANS FOR ACCENT CEILING PAINT

LOCATIONS
19. INTERIOR OF OPEN CABINETRY TO BE FINISHED WITH SAME

MATERIAL LISTED UNDER VERTICAL WOOD/CASEWORK
20. REFER TO SHEETS 0AI515 & 0AI516FOR INTERIOR FINISH DETAILS

GENERAL INTERIOR FINISH PLAN  NOTES

XX INTERIOR FINISH PLAN CODED NOTES

1. REFER TO AI500 SERIES SHEETS FOR MILLWORK FINISH
DESIGNATIONS

2. MULTIPLE FINISHES ON WALL. REFER TO ELEVATION
3. ALIGN FLOOR TRANSITIONS WITH WALL / ADJACENT FINISHED FACE
4. WTS AT CURTAIN WALL ONLY
5. ALIGN FLOORING TO CELING EXTENTS
6. WDPNL-1 CONTINUOUS WRAPPER FROM WALL TO CEILING
7. SOFFIT TO BE PAINTED P-1

FINISH FLOOR PLAN LEGEND

FINISH PLAN GENERAL NOTES

No Description

1 SEE SPECIFICATION IN CONJUNCTION WITH FINISH LEGEND FOR FINISH INFORMATION
2 ALL WALLS TO BE PAINTED P-2 UON
3 FRAMES AND DOOR AT ELECTRIC, HK, MEDS, STAFF TOILETS & STORAGE ROOMS TO MATCH COLOR OF THE

ADJACENT WALL
4 REFER TO WALL PROTECTION TYPICAL SHEET FOR FINISH APPLICATION
5 TYPICAL FLOOR TRANSITION OCCUR UNDER OR AT CENTER LINE OF DOORS UON
6 PAINT TO BE SEMI-GLOSS IN ALL TOILET. HK & STORAGE ROOMS
7 REFER TO SCHEDULE AND LEGEND IN CONJUNCTION WITH FINISH PLANS
8 ALL FULL HEIGHT CORNER GUARDS SHOULD BE COORDINATED WITH ELEVATIONS AND REFLECTED CEILING PLANS
9 FOR COUNTERTOPS, REFER TO SHEET 10AS501 FOR COUNTERTOP FINISH APPLICATION DETAIL, UON
10 REFER TO SHEET 10AS500 FOR INTERIOR FINISH FLOOR DETAILS
11 OFFSET WALL PROTECTION 8" FROM FACE OF CABINETS
12 REUSE EXISTING WOOD BASE MOLDING WHERE POSSIBLE
13 REUSE WOOD DOOR FRAMES STORED ON SITE WHENEVER POSSIBLE



WALL PROTECTION: WP-2
HOUSE KEEPING
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FULLY SPRINKLERED

SCALE:  1/4" = 1'-0"
WALL PROTECTION TYPICAL DETAILSE3

FINISH MATERIAL LEGEND

FINISH CODE FINISH TYPE MANUFACTURER MODEL NUMBER COLOR COMMENTS

CABINET PULL
H-2 CABINET PULL EPCO ENGINEERED

PRODUCT
COMPANY

MC402-3-ALUMIN
UM BAR PULL,
LENGTH +/- 3"

MOUNTS HORIZONTAL AT CABINET DOORS, CASEWORK AT CLINICAL AREAS AND BACK OF
HOUSE

GYPSUM WALLBOARD CEILING
GWB GYPSUM

WALLBOARD
CEILING

P-1 EGGSHELL PAINT

PAINT
P-1 PAINT BENJAMIN MOORE OC-65 CHANTILLY LACE BRIGHT WHITE - CEILINGS
P-2 PAINT SHERWIN

WILLIAMS
SW7042 SHOJI WHITE OFF WHITE - WALLS/TRIM

P-3 PAINT SHERWIN
WILLIAMS

SW6129 RESTRAINED GOLD YELLOW - ACCENT WALLS

PLASTIC LAMINANT
PLAM-1 PLASTIC LAMINANT FORMICA MATTE

COLLECTION
7197-58  DOVER WHITE

RUBBER BASE
RB-1 RUBBER BASE JOHNSONITE 4" COVE BASE #179 STEEL SHEET

SHOWER CURTAIN
SC SHOWER CURTAIN

SOLID SURFACE
S-1 SOLID SURFACE CORIAN CAMEO WHITE

VINYL COMPOSITION TILE
VCT-1 VINYL COMPOSITION

TILE
MANNINGTON SOLID POINT

PREMIUM TILE
12" X 12" VCT

319 PRAIRIE

WALL PROTECTION
WP-1 WALL PROTECTION
WP-2 WALL PROTECTION

WOOD BASE
WDB-1 WOOD BASE WOOD BASE 6" PAINTED TO MATCH WALL

WOOD FLOOR
WDF-1 WOOD FLOOR EXISTING SAND/SCREEN/REFINISH
WDF-2 WOOD FLOOR NEW TO MATCH

EXISTING
TO MATCH EXISTING SCREEN/REFINISH TO MATCH EXISTING

FINISH PLAN ABBREVIATIONS

Interior Plan Abbreviations Description

CG CORNER GUARD
GB GRAB BAR
GLVB GLOVES
GWB GYPSUM WALLBOARD PAINTED
H CABINET PULL
HS HAND SANITIZER
MR MIRROR
P PAINT
PLAM PLASTIC LAMINATE
PTD PAPER TOWEL DISPENSER
RB RUBBER BASE
S SOLID SURFACE
SD SOAP DISPENSER
SHDB SHARPS
TBD TOILET PAPER DISPENSER
VCT VINYL COMPOSITION TILE
WDB WOOD BASE
WDF WOOD FLOOR
WP WALL PROTECTION
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MANAGEMENT
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CONSTRUCTION DOCUMENTS 1
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FINISH SCHEDULE

ROOM NAME NUMBER
TYP ROOM

FINISH FLOOR BASE WALL
ACCENT

WALL CEILING
MILLWORK

HORIZ
MILLWORK

VERT
WALL

PROTECTION
MISCELLA

NEOUS CODED NOTES

ENTRY 1R001 CORR101 WDF-2 WDB-1 P-2 P-3 GWB
ELEC 1R002 G100 VCT-1 RB-1 P-2 GWB
T 1R004 T100 VCT-1 RB-1 P-2 P-3 GWB
KITCHEN 1R005 C105 WDF-1 WDB-1 P-2 P-3 GWB PLAM-1 PLAM-1 H-2
HALL 1R006 CORR100 WDF-1 WDB-1 P-2 P-3 GWB
LIVING 1R007 B100 WDF-1 WDB-1 P-2 P-3 GWB
STOR 1R008 C104 WDF-2 WDB-1 P-2 GWB WP-2
ELEC 1R009 G100 VCT-1 RB-1 P-2 GWB
ENTRY 1R010 CORR101 WDF-1 WDB-1 P-2 P-3 GWB
T 1R011 T100 VCT-1 RB-1 P-2 P-3 GWB
HK 1R012 C103 VCT-1 RB-1 P-2 GWB PLAM-1 PLAM-1 WP-1 H-2
HALL 1R013 CORR101 WDF-2 WDB-1 P-2 P-3 GWB
MULTI 1R014 S100 WDF-1 WDB-1 P-2 P-3 GWB
STOR 1R015 C106 VCT-1 RB-1 P-2 GWB WP-1
DINER 1R016 B100 WDF-1 WDB-1 P-2 P-3 GWB
OFFICE 1R017 S100 WDF-1 WDB-1 P-2 P-3 GWB
STORE/ BANK/ ATM 1R018 P124 WDF-1 WDB-1 P-2 P-3 GWB PLAM-1 PLAM-1
VESTIBULE 1R020 CORR102 VCT-1 RB-1 P-2 P-3 GWB
TR 1R021 T101 VCT-1 RB-1 P-2 P-3 GWB
T 1R022 S105 VCT-1 RB-1 P-2 GWB PLAM-1 PLAM-1 H-2
LOUNGE 1R023 CORR102 VCT-1 RB-1 P-2 P-3 GWB
WORK SPACE 1R024 S100 WDF-1 WDB-1 P-2 P-3 GWB
WORK SPACE 1R025 S100 WDF-1 WDB-1 P-2 P-3 GWB
COPY/FAX 1R025A S100 WDF-1 WDB-1 P-2 GWB PLAM-1 PLAM-1
WORK SPACE 1R026 S100 WDF-1 WDB-1 P-2 P-3 GWB
WORK SPACE 1R027 S100 WDF-1 WDB-1 P-2 P-3 GWB
OFFICE 1R028 S101 WDF-1 WDB-1 P-2 GWB
SMALL CONF 1R029 S101 WDF-1 WDB-1 P-3 GWB
WAITING 1R030 CORR102 VCT-1 RB-1 P-2 P-3 GWB
WORK STATION/ RECEPTION 1R031 CORR102 VCT-1 RB-1 P-2 P-3 GWB
CORRIDOR 1R032 CORR102 VCT-1 RB-1 P-2 P-3 GWB
TL PATIENT 1R033 T100 VCT-1 RB-1 P-2 P-3 GWB
EXAM 1R034 C101 VCT-1 RB-1 P-2 P-3 GWB PLAM-1 PLAM-1 WP-2
MEDS 1R035 C100 VCT-1 RB-1 P-2 GWB PLAM-1 PLAM-1 WP-1 H-2
GROUP ROOM 1R036 S103 VCT-1 RB-1 P-2 GWB
INJECTION 1R037 C102 VCT-1 RB-1 P-2 P-3 GWB WP-2
OFFICE 1R038 S104 VCT-1 RB-1 P-2 GWB
TL STAFF 1R039 T101 VCT-1 RB-1 P-2 P-3 GWB
HK 1R040 C103 VCT-1 RB-1 P-2 GWB PLAM-1 PLAM-1 WP-1 H-2
T 2R001 T100 VCT-1 RB-1 P-2 P-3 GWB SC
LAUN 2R002 T103 VCT-1 RB-1 P-2 GWB
BEDROOM 2R003 B101 VCT-1 RB-1 P-2 P-3 GWB WP-2
HALL 2R004 C0RR103 WDF-1 WDB-1 P-3 GWB
BEDROOM 2R005 B101 WDF-1 WDB-1 P-2 P-3 GWB
ALCOVE 2R006 T103 VCT-1 RB-1 P-2 GWB
CL. 2R007 CORR102 WDF-2 WDB-1 P-2 GWB

NOTES:
1.   RE-USE ALL EXISTING WOOD FLOORS WHERE POSSIBLE. REPAIR/
REPLACE WOOD FLOOR AS REQ'D BY EXISTING CONDITIONS.
2.   RE-USE OF EXISTING DECORATIVE BASE MOLDING TO BE DISCUSSED ON
A CASE BY CASE BASIS.
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GRAB BAR - 42"
10 28 00
GB-42 & GB-MH42
REF DTL B1/0AI506

SAN NAP RECEPTACLE
10 28 00
SN-1
SURFACE MTD

TOILET PAPER DISP
10 28 00
TPD-1
SURFACE MTD

SHOWER CURTAIN ROD
10 28 00
SR-1

PAPER TOWEL DISP
10 28 00
PTD-2, SURFACE MTD
 BY OWNER (VV)

DOMELIGHT
DIV 27
DL-1
WALL MTD

TYPICAL HC TOILET DEVICES
TPD, SN & GB
(SIDEWALL ELEVATION)
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COAT HOOK
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CH-1
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HANDWASHING STATION
UPPER CABINET LOCATIONS

MIRROR
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MR-1
REF DTL F/10AS501
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1. REFER TO FINISH PLANS IN AF600 SERIES SHEETS FOR WALL PROTECTION
TYPES, CORNER GUARDS, AND DETAILS.

2. FOR TOILET ACCESSORIES, REFER TO TOILET ACCESSORY TYPE LEGEND
0AI202, AND SCHEDULES 0AI2xx-0A2xx.

3. PRODUCT NUMBERS:  ACCESSORIES LABELED ON THIS SHEET WITH "B-
XXX" NUMBERS REFER TO CATALOG NOS OF BOBRICK COMPANY
PRODUCTS. ADDITIONAL ACCEPTABLE MANUFACTURERS ARE LISTED IN
SPECIFICATIONS.

4. TYPICAL MOUNTING HEIGHTS:  MOUNT ITEMS AT HEIGHTS ABOVE FLOOR
LEVEL AS SHOWN ON THIS SHEET, UNLESS OTHERWISE NOTED ON
INTERIOR ELEVATIONS OR OTHER DRAWINGS. NOTIFY ARCHITECT OF
POTENTIAL CONFLICTS PRIOR TO PURCHASE OR INSTALLATION.

TYPICAL MOUNTING HEIGHT NOTES
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UC LIGHT SWITCH
LOCATION AT SIDE WALL
REF CODED NOTE 254

WALL
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BASE
CABINET
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 - 

2"

TOILET ACCESSORIES GENERAL NOTES
1. ALL SINGLE HANDWASH SINKS TO USE ACCESSORY GROUP TA-7 U.O.N.
2. REFER TO FINISH LEGEND FOR TOILET ACCESSORY DESIGN INTENT ONLY, REFER TO SPECIFICATION FOR FULL SPEC.
3. REFER TO 0AI202 FOR TYPICAL MOUNTING HEIGHTS OF ACCESSORIES U.O.N.
4. COAT HOOKS LOCATED ON DOORS AND STALL DOORS IN TOILET ROOMS TO BE CENTERED ON DOOR AT WATER CLOSET SIDE.
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HOUSE KEEPING - ACCESSORIES

TYPE DESCRIPTION MANUF MODEL NUM COMMENT

CH-2 COAT HOOK BOBRICK B-232 HOOK STRIP IN SATIN FINISH CC
PTD-2 PAPER TOWEL DISPENSER VA FURNISHED AND

INSTALLED
VV

PUBLIC/STAFF TOILET ROOMS - ACCESSORIES

TYPE DESCRIPTION MANUF MODEL NUM COMMENT

TPD-1 TOILET PAPER DISPENSER AMERICAN SPECIALTIES INC ASI 0040 JUMBO ROLL IN BRUSHED STAINLESS STEEL CC
SD-2 SOAP DISPENSER VA FURNISHED AND INSTALLED VV
PTD-2 PAPER TOWEL DISPENSER VA FURNISHED AND INSTALLED VV
MR-1 MIRROR EPCO 2013-A 18" W X 48" H TOP/BOTTOM RAIL, SATIN CLEAR ANODIZED CC
GB-36 GRAB BAR AMERICAN SPECIALTIES INC ASI 3100-SERIES CONCEALED MOUNTING IN SATIN FINISH WITH PEENED GRIPPING SURFACE CC/36" LENGTH
GB-42 GRAB BAR AMERICAN SPECIALTIES INC ASI 3100-SERIES CONCEALED MOUNTING IN SATIN FINISH WITH PEENED GRIPPING SURFACE CC/42" LENGTH
BCS-HORIZ-1 BABY CHANGING STATION AMERICAN SPECIALTIES INC ASI 9013 RECESSES STAINLESS STEEL CC (PUBLIC TOILET ROOMS ONLY)
CH-1 COAT/PURSE HOOK BOBRICK B-232 HOOK STRIP IN SATIN FINISH CC
SCD-1 TOILET SEAT COVER AMERICAN SPECIALTIES INC ASI 9477 PROFILE COLLECTION IN BRUSHED STAINLESS STEEL CC
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ELEVATION GENERAL NOTES

1. NEW WOOD SIDING IS INTENDED TO MATCH
EXISTING WHERE INFILL BOARDS  REQUIRE
REPLACEMENT. FIELD VERIFY PRIOR TO
DEMOLITION.  WHERE AN ENTIRE FACADE
REQUIRES NEW SIDING, HARDI-PLANK TO BE
USED AS NOTED.

2.  CLEAN, SEAL AND RESEAL JOINTS IN ALL
WOOD WORK WHERE EXISTING TO REMAIN.

3. REPLACE ALL EXISTING ROOF SHINGLES,
MEMBRANES, INSULATION, ROOF
ACCESSORIES, AND FLASHING.  REPLACE
WOOD DECKING AS REQUIRED.

4.  REPLACE ALL DRIP MOLDS AND FLASHING AT
ALL DOOR AND WINDOW LOCATIONS.  CAULK
AND INTEGRATE VAPOR BARRIER.

ELEVATION KEYNOTES

1. EXISTING IRON WORK TO REMAIN.  STRIP, PRIME
WITH RUST INHIBITOR AND REPAINT.

2. ARCHITECTURAL GRADE ASPHALT SHINGLES
3. CLAY RIDGE TILES TO MATCH EXISTING
4. PAINTED 1/2 ROUND ALUMINUM GUTTERS &

ROUND DOWN SPOUTS
5. FASCIA & SOFFIT TO MATCH EXISTING.
6. REFRAME STRUCTURE, REBUILD ROOF

DECKING, PROVIDE MEMEBRANE AND
ARCHITECTURAL GRADE ASPHALT SHINGLES AT
OPENINGS FROM DEMOLISHED CHIMNEYS.

7. EXISTING WOOD WINDOW, REFURBISH &
REGLAZE

8. WOOD WINDOW TO MATCH EXISTING
9. EXISTING WOOD DOOR/WINDOW TRIM TO

REMAIN, REPAIR
10. WOOD DOOR/WINDOW TRIM TO MATCH

EXISTING
11. EXISTING WOOD DOOR, REFURBISH/REFINISH
12. WOOD DOOR,  TO MATCH EXISTING
13. FIRE DEPARTMENT CONNECTION DIV 21
14. WOOD DECKING TO BE REPAIRED/REPLACED
15. EXISTING WOOD SIDING, SAND, REPAIR, CAULK,

& PAINT
16. WOOD SIDING TO MATCH EXISTING
17. FIBER CEMENT SIDING
18. WOOD COLUMN SURROUNDS, REPAIR/REPLACE
19. EXISTING DECORATIVE WOOD TRIM,

REPAIR/REPLACE TO MATCH
20. NEW 2'-0"x2'-0" VINYL HORIZONTAL LOUVER
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SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R1 - NB6 SCALE:  1/8" = 1'-0"

BLDG 10 ELEVATION R1 - WB5 SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R1 - SB4

SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R2 - NC6 SCALE:  1/8" = 1'-0"

BLDG 10 ELEVATION R2 - WC5 SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R2 - SC4

SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R3 - NE6 SCALE:  1/8" = 1'-0"

BLDG 10 ELEVATION R3 - WE5 SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R3 -SE4

SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R4 - NF6 SCALE:  1/8" = 1'-0"

BLDG 10 ELEVATION R4 - WF5 SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R4 - SF4

SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R1 - EB2

SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R2 - EC2

SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R3 - EE2

SCALE:  1/8" = 1'-0"
BLDG 10 ELEVATION R4 - EF2

MATERIAL TYPES

SYMBOLS LEGEND

WOOD FRAMING. PAINTED AS
SCHEDULED.

FIBER CEMENT SIDING/ WEATHER
BOARD. PAINTED AS SCHEDULED.

ASPHALT ROOF SHINGLES

EXPOSED, SEALED CONCRETE

EXTERIOR MATERIALS LEGEND

SHIPLAP WOOD SIDING. PAINTED AS
SCHEDULED.

EXIT EXIT LIGHT

BRICK VENEER

W.H WALL HYDRANT
E.R ELECTRICAL RECEPTACLE

C.R CARD READER
SEC SECURITY CAMERA

PRE-FINISHED EXTRUDED ALUMINUM

VISION GLASS

PAINTED WOOD LATTICE BETWEEN
BRICK PIERS (TYP.)

B6

C6

E6

F6

C4

E4

F4

F3

F2

E3

E2

C3

C2

B3

B2B4
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SCALE:
BUILDING AXON - SOUTHWEST VIEW1 SCALE:

BUILDING AXON - NORTHWEST VIEW2

SCALE:
BUILDING AXON - NORTHEAST VIEW3 SCALE:

BUILDING AXON - SOUTHEAST VIEW4
1 4

2 3
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STEEL BASE PLATE COLUMN
CONNECTION. RE: EWP 5

CONCRETE GRADE BEAM. RE: EWP 5
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SCALE:  1/8" = 1'-0"
BLDG 10 CANOPY RCPE5

SCALE:  1/2" = 1'-0"
CANOPY SECTION - 2D2SCALE:  1/2" = 1'-0"

CANOPY SECTION - 1D3

SCALE:  1/8" = 1'-0"
BLDG 10 FIRST FLOOR CANOPY PLANE6

SCALE:  1/8" = 1'-0"
BLDG 10 CANOPY ELEVATION - EB3

SCALE:  1/8" = 1'-0"
BLDG 10 ROOF CANOPY PLANE4

SCALE:  1/2" = 1'-0"
CANOPY SECTION - 3F3

NOTE: CANOPY INFORMATION IS SHOWN FOR REFERENCE ONLY.
ALL WORK ASSOCIATED WITH THE CANOPY IS NOT IN CONTRACT.
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SCALE:  1/4" = 1'-0"
BUILDING SECTION - HOUSE R11

MATERIAL TYPES

PRECAST CONCRETE

CMU GROUTED SOLID & REINFORCED
         IN ALL LOCATIONS

EXTERIOR MATERIALS LEGEND

RIGID INSULATION

GENERAL NOTES
1. ALL DIMENSIONS TAKEN FROM C/L OF JT. OR C/L OF
MULLION U.N.O.

2. REFER TO PLANS FOR CW. VERT. FRAMING LOCATIONS.
REFER TO ELEVATIONS FOR HORIZ. FRAMING LOCATIONS
AND FRIT PATTERN EXTENT

3. REFER TO PLANS FOR WINDOW LOCATIONS IN METAL
PANEL & PRECAST SYSTEMS. REFER TO ELEVATIONS FOR
LOCATIONS OF JOINTS IN THESE SYSTEMS.

4. REFER TO PLANS FOR MP-2 SYSTEM LOCATIONS  WITH
C.M.U BACKUP.  REFER TO EWP-5 DWGS SHEET 0ASF503
AND 0SF504 FOR MASONRY REINFORCING.

5. CONTINUOUS FIRESTOPPING TYPICAL AT ALL EXTERIOR
WALL TO FLOOR SLAB AND INTERSTITIAL SLAB
CONDITIONS.  REFER TO SPECIFICATIONS AND SHEET
0AS500 FOR REQUIRED ASSEMBLIES

6. INTUMESCENT PAINT TYPICAL AT EXPOSED STEEL
STRUCTURE WITHIN STAIRS.  REFER TO SPECIFICATIONS
AND STRUCTURAL DWGS.

SCALE:  1/4" = 1'-0"
BUILDING SECTION - HOUSE R22

SCALE:  1/4" = 1'-0"
STAIR SECTION - HOUSE R13

SCALE:  1/4" = 1'-0"
STAIR SECTION - HOUSE R24
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Department of
Veterans Affairs
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AND FACILITIES
MANAGEMENT

SHOTGUN HOUSES

CONSTRUCTION DOCUMENTS 1
FULLY SPRINKLERED

SCALE:  1/4" = 1'-0"
BUILDING SECTION - HOUSE R31

SCALE:  1/4" = 1'-0"
BUILDING SECTION - HOUSE R42

SCALE:  1/4" = 1'-0"
STAIR SECTION - HOUSE R33

SCALE:  1/4" = 1'-0"
STAIR SECTION - HOUSE R44

MATERIAL TYPES

PRECAST CONCRETE

CMU GROUTED SOLID & REINFORCED
         IN ALL LOCATIONS

EXTERIOR MATERIALS LEGEND

RIGID INSULATION

GENERAL NOTES
1. ALL DIMENSIONS TAKEN FROM C/L OF JT. OR C/L OF
MULLION U.N.O.

2. REFER TO PLANS FOR CW. VERT. FRAMING LOCATIONS.
REFER TO ELEVATIONS FOR HORIZ. FRAMING LOCATIONS
AND FRIT PATTERN EXTENT

3. REFER TO PLANS FOR WINDOW LOCATIONS IN METAL
PANEL & PRECAST SYSTEMS. REFER TO ELEVATIONS FOR
LOCATIONS OF JOINTS IN THESE SYSTEMS.

4. REFER TO PLANS FOR MP-2 SYSTEM LOCATIONS  WITH
C.M.U BACKUP.  REFER TO EWP-5 DWGS SHEET 0ASF503
AND 0SF504 FOR MASONRY REINFORCING.

5. CONTINUOUS FIRESTOPPING TYPICAL AT ALL EXTERIOR
WALL TO FLOOR SLAB AND INTERSTITIAL SLAB
CONDITIONS.  REFER TO SPECIFICATIONS AND SHEET
0AS500 FOR REQUIRED ASSEMBLIES

6. INTUMESCENT PAINT TYPICAL AT EXPOSED STEEL
STRUCTURE WITHIN STAIRS.  REFER TO SPECIFICATIONS
AND STRUCTURAL DWGS.



STREET
95' - 0"

10-L1
100' - 0"

10AS303
F5

PAINTED 1/2 ROUND ALUMINUM
GUTTERS

10AS303
C5

CONCRETE GRADE BEAM AND WOOD PILE. RE: EWP 5.

CMU BLOCK/ BRICK PIER. RE: EWP 5.

REPAIRED/ REPLACED SILL BEAM. RE: EWP 5.

EXISTING FLOOR CONSTRUCTION. REPAIR AS NEEDED.

EXISTING EXTERIOR WALL. EXISTING SIDING TO BE
REPAIRED/ REPLACED AS NECESSARY AND REFINISHED.

NEW FORMALDEHYDE-FREE INSULATION AS SPECIFIED.

NEW GYPSUM BOARD CEILING ON EXISTING WOOD FRAMING.

NEW INSULATION AS SPECIFIED.

NEW ROOFING SYSTEM ON EXISTING RAFTERS.
REPAIR/ REPLACE DECKING AS REQUIRED.

NEW TYPE-X GYPSUM BOARD ON INTERIOR
FACE OF STUD FRAMING (TYP.).

SPRAY FOAM INSULATION PER SPECIFICATION.

BRICK VENEER PROVIDED BY OWNER AND INSTALLED
BY CONTRACTOR. SET IN 1/2" MORTAR BED.
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STREET
95' - 0"

10-L1
100' - 0"

CONCRETE GRADE BEAM AND WOOD PILE. RE: EWP 5.

CONCRETE RETAINING WALL. RE: EWP 5.

REPAIRED/ REPLACED SILL BEAM. RE: EWP 5.

EXISTING FLOOR CONSTRUCTION. REPAIR AS NEEDED.

NEW 3/4" PLYWOOD SHEATHING WITH WEATHER BARRIER.

NEW 2"X4" WOOD STUD FRAMING @ 16" O.C.

NEW FORMALDEHYDE-FREE INSULATION AS SPECIFIED.

NEW EXTRUDED ALUMINUM CANOPY SYSTEM

NEW ROOFING SYSTEM ON EXISTING RAFTERS.
REPAIR/ REPLACE DECKING AS REQUIRED.

NEW AND EXISTING TERRA COTTA RIDGE CAP TILES.

NEW FORMALDEHYDE-FREE INSULATION AS SPECIFIED.

5'
 - 

0"
R

EF
ER
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O
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EF
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D

 C
EI

LI
N

G
 P
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N

NEW TYPE-X GYPSUM BOARD ON INTERIOR
FACE OF STUD FRAMING (TYP.).

NEW GYPSUM BOARD CEILING ON EXISTING WOOD FRAMING.

NEW CONTINUOUS 2"X4" BOTTOM PLATE.

NEW CONTINUOUS (2) 2"X4"  TOP PLATE.

NEW 2"X4" WOOD STUD FRAMING @ 16" O.C.

10
' -

 3
"

NEW FIBER CEMENT SIDING AS SPECIFIED.

SPRAY FOAM INSULATION PER SPECIFICATION.

10AS304
C2

10AS304
C3

STREET
95' - 0"

10-L1
100' - 0"

CONCRETE WALL. RE: EWP 5.

CMU BLOCK/ BRICK PIER. RE: EWP 5.

REPAIRED/ REPLACED SILL BEAM. RE: EWP 5.

CONCRETE SLAB SLOPED TO DRAIN. RE: EWP 5.

EXISTING FLOOR CONSTRUCTION. REPAIR AS NEEDED.

NEW CAST IRON RAILING. RE: D2/10AS304. (N.I.C.)

EXISTING EXTERIOR WALL. EXISTING SIDING TO BE
REPAIRED/ REPLACED AS NECESSARY AND REFINISHED.

NEW FORMALDEHYDE-FREE INSULATION AS SPECIFIED.

EXISTING EAVE TRIM TO BE REFINISHED. RE:
10AS602 FOR INDIVIDUAL HOUSE DETAILS.

EXISTING WOOD CEILING TO BE REFINISHED. REPAIR/
REPLACE AS NECESSARY TO MATCH EXISTING.

NEW ROOFING SYSTEM ON EXISTING RAFTERS.
REPAIR/ REPLACE DECKING AS REQUIRED.

NEW AND EXISTING TERRA COTTA RIDGE CAP TILES.

NEW GYPSUM BOARD CEILING ON EXISTING WOOD FRAMING.

NEW ROOFING SYSTEM ON EXISTING RAFTERS.
REPAIR/ REPLACE DECKING AS REQUIRED.

5'
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0"
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NEW TYPE-X GYPSUM BOARD ON INTERIOR
FACE OF STUD FRAMING (TYP.).

SPRAY FOAM INSULATION PER SPECIFICATION.

CONCRETE GRADE BEAM AND WOOD PILE. RE: EWP 5.

NEW FORMALDEHYDE-FREE INSULATION AS SPECIFIED.

CONCRETE GRADE BEAM BEYOND

10AS304
C6

10AS304
C5

EXISTING WEATHER BOARD.
REPAIR AS NEEDED.

GALVANIZED METAL
EAVE FLASHING

EXISTING 2x4 STUD WALL
W/ NEW FORMALDEHYDE
FREE INSULATION

EXTERIOR SHEATHING. VERIFY
CONSTRUCTION PER HOUSE.

2x8 RAFTER 24" O.C. (V.I.F.)

5/8" CDX PLYWOOD
SHEATHING W/ 15# FELT
UNDERLAYMENT

PAINTED 1/2 ROUND
ALUMINUM GUTTERS

TERRACOTTA RIDGE TILES
TO MATCH EXISTING
BEYOND. RE: ROOF PLAN
FOR TILE LOCATIONS.

ARCHITECTURAL GRADE
ASPHALT SHINGLES

NEW 5/8" TYPE X GYPSUM
BOARD. PAINTED PER FINISH
SCHEDULE.

CONCRETE GRADE BEAM
AND WOOD PILE. RE: EWP 5.

CMU BLOCK/ BRICK
PIER. RE: EWP 5.

REPAIRED/ REPLACED
SILL BEAM. RE: EWP 5.

EXISTING FLOOR CONSTRUCTION.
REPAIR AS NEEDED.

SPRAY FOAM INSULATION
PER SPECIFICATION.

BRICK VENEER PROVIDED
BY OWNER AND INSTALLED
BY CONTRACTOR. SET IN
1/2" MORTAR BED.

COMPRESSIBLE FILLER BY
MASONRY CONTRACTOR.
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SCALE:  1/2" = 1'-0"
WALL SECTION - TYP EXT SIDE WALLD5 SCALE:  1/2" = 1'-0"

WALL SECTION - TYP EXT REAR WALLD3 SCALE:  1/2" = 1'-0"
WALL SECTION - TYP EXT FRONT WALLD2

SCALE:  1 1/2" = 1'-0"
SECTION DETAIL - TYP RAFTER/ WALL INTERSECTIONC5

SCALE:  1 1/2" = 1'-0"
SECTION DETAIL - TYP PIERF5



1/4" X 1" PAINTED STEEL
FLAT BAR  PICKETS
PUNCH THROUGH

1" X 1" PAINTED STEEL
POST, 4'-0" O.C. TYPICAL

C
LE

AR
 M

AX

0'
 - 

4"

1/4" X 1" PAINTED STEEL
FLAT BAR  PICKETS
PUNCH THROUGH

5/8" X 5/8" PAINTED
STEEL PICKETS, 4"
O.C.

0'
 - 

6"

3'
 - 

6"

1/4" X 1" PAINTED STEEL
FLAT BAR  PICKETS
PUNCH THROUGH

O.C.

4' - 0"

10-L1
100' - 0"

COLBOND VYCOR (RIPCORD SPLIT) TO 18"
AFF CONTINUOUS WRAP TO UNDERSIDE
OF SILL. BLOCK AS NECESSARY.

CONCRETE RETAINING WALL. RE: EWP 5.

REPAIRED/ REPLACED SILL BEAM.
RE: EWP 5.

EXISTING FLOOR CONSTRUCTION.
REPAIR AS NEEDED. RE: EWP 5.

NEW 3/4" PLYWOOD SHEATHING WITH
WEATHER BARRIER.

NEW 2"X4" WOOD STUD FRAMING @ 16" O.C.

NEW FORMALDEHYDE-FREE INSULATION
AS SPECIFIED.

NEW TYPE-X GYPSUM BOARD ON INTERIOR
FACE OF STUD FRAMING (TYP.).

NEW CONTINUOUS 2"X4" BOTTOM PLATE.

NEW FIBER CEMENT SIDING AS SPECIFIED.

SPRAY FOAM INSULATION PER
SPECIFICATION.

CEMENTITIOUS BOARD FROM
BOTTOM OF SILL TO 18" AFF.

AKZO NOBEL ENKA DRAIN 9000 SERIES.

FINISH GRADE PER SITE
GRADING BY OTHERS

BACKER ROD AND SEALANT.
EXPANSION JOINT.

10AS304
E3

0' - 2"

CUT SIDING TO SIZE TO CONTINUE
VERTICAL SPACING

BLOCKING AS REQ'D

EXPANSION JOINT COVER

DEFS SOFFIT
7/8" FURRING CHANNELS @ 16" O.C.

METAL FLASHING

3" EXTRUDED ALUMINUM DECK

3/4" PLYWOOD SHEATHING

2"X4" WOOD STUD FRAMING @ 16" O.C.

NEW 5/8" GYPSUM BOARD

NEW FIBER CEMENT BOARD SIDING

EXTRUDED ALUMINUM TUBE

WEATHER BARRIER TO
OVERLAP METAL FLASHING

NEW INSULATION AS SPECIFIED

10-L1
100' - 0"

V
.I.

F.
0'

 - 
1"

EXISTING WOOD LAP BOARD

SET ELEVATION OF CONCRETE PORCH
BELOW BOTTOM LAP BOARD AND TRIM

CAST-IN-PLACE CONCRETE PORCH

EXISTING WOOD FRAMING

WOOD SILL BEAM

GALVANIZED STEEL ANGLE

FACE OF CMU PIER BEYOND

VARIES

PRESSURE TREATED
2X WOOD FILLER

QUARTER ROUND WOOD TRIM

SEALANT

EXPANSION JOINT FILLER MATERIAL

10-L1
100' - 0"

V
.I.

F.
0'

 - 
1"

EXISTING WOOD LAP BOARD

SET ELEVATION OF CONCRETE PORCH
BELOW BOTTOM LAP BOARD AND TRIM

CAST-IN-PLACE CONCRETE PORCH

EXISTING WOOD FRAMING

WOOD SILL BEAM

GALVANIZED STEEL ANGLE

FACE OF CMU PIER BEYOND

QUARTER ROUND WOOD TRIM

EXP JT
0' - 0 3/4"

SEALANT

EXPANSION JOINT FILLER MATERIAL

WOOD SILL BEAM

COLBOND VYCOR WATERPROOFING

SPRAY FOAM INSULATION

CEMENTITIOUS BOARD

AKZO NOBEL ENKA DRAIN 9000 SERIES

BACKER ROD AND SEALANT.

METAL FLASHING SET IN MASTIC.
OVERLAP WATERPROOFING

CONCRETE RETAINING WALL

4"EXPANSION JOINT COVER

DEFS SOFFIT - EXTP-1

CANOPY ALUMINUM BEAM

INSULATED METAL PANEL
ON MAIN BUILDING

0' - 2"
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SCALE:  1" = 1'-0"
RAILING DETAILE2

SCALE:  1 1/2" = 1'-0"
SECTION DETAIL - TYP REAR WALLC2SCALE:  3" = 1'-0"

SECTION DETAIL - CANOPY/WALL EXPANSION JOINTC3SCALE:  1 1/2" = 1'-0"
SECTION DETAIL - TYP FRONT WALL SILL_ALTC5SCALE:  1 1/2" = 1'-0"

SECTION DETAIL - TYP FRONT WALL SILLC6

SCALE:  3" = 1'-0"
SECTION DETAIL - REVISED SILL FLASHINGE3

NOTE: RALING INFORMATION IS SHOWN FOR REFERENCE ONLY. ALL
WORK ASSOCIATED WITH THE RAILING IS NOT IN CONTRACT.

SCALE:  3" = 1'-0"
SECTION DETAIL - CANOPY EXPANSION JOINTE5
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SCALE:  1/4" = 1'-0"
ENTRY 1R001,KITCHEN 1R005 & HALL 1R006B6

SCALE:  1/4" = 1'-0"
BEDROOM 2R003 & BEDROOM 2R005E5

SCALE:  1/4" = 1'-0"

ENTRY 1R001,KITCHEN 1R005 & HALL 1R006 REFLECTIVE
CEILING PLANSB4

SCALE:  1/4" = 1'-0"

BEDROOM 2R003 & BEDROOM 2R005 REFLECTED CEILING
PLANE3

SCALE:  1/4" = 1'-0"
KITCHEN 1R005 - EC4 SCALE:  1/4" = 1'-0"

KITCHEN 1ROO5 - SC3

SCALE:  1/4" = 1'-0"
BEDROOM 2R005 - NF3.2

SCALE:  1/4" = 1'-0"
BEDROOM 2R005 - WF3.1SCALE:  1/4" = 1'-0"

BED 2R003 - NF5
SCALE:  1/4" = 1'-0"
BED 2R003 - WF4

SCALE:  1/4" = 1'-0"
HALL 1R006 - NC5

SCALE:  1/4" = 1'-0"
LAUN 2R002D4.2 SCALE:  1/4" = 1'-0"

LAUN 2R002 REFELCTIVE CEILING PLAND4.1 SCALE:  1/4" = 1'-0"
LAUN 2R002D3

1. REFER TO FINISH SCHEDULE ON SHEET 10AS113 FOR WALL,
CASEWORK, AND MILLWORK FINISHES.

2. REFER TO FINISH PLANS ON SHEET 10AS111 FOR WALL PROTECTION
TYPES, CORNER GUARDS, AND DETAILS.

3. REFER TO TYPICAL MOUNTING HEIGHT SHEET 10AS114 FOR A
GRAPHIC LEGEND OF WALL DEVICES AND STANDARD MOUNTING
HEIGHTS UNO.

4. FOR TOILET ACCESSORIES, REFER TO TYPICAL MOUNTING HEIGHT
SHEET 10AS114 FOR MOUNTING HEIGHTS AND TOILET ACCESSORY
LEGEND AND TOILET ACCESSORY GROUPS.

5. REFER TO SHEET 10AS501 FOR TYPICAL CABINET SECTIONS AND
DETAILS.

6. REFER TO SHEET SERIES 10AS600-602 FOR DOOR AND WINDOW
SCHEDULE AND DETAILS.

7. REFER TO RCPs ON SHEET 10AS102 FOR CEILING HEIGHTS.
8. REFER TO NURSE CALL SHEETS FOR LOCATIONS AND TYPES OF

RELATED EQUIPMENT.
9. PROVIDE MINIMUM 1” FILLER PANEL AGAINST FINISHED WALLS AT

WALL AND BASE CABINETS.
10. ALL COUNTERTOPS 25” DEEP UNO.
11. ALL WALL CABINETS TO HAVE PLAM SOFFIT UNO.
12. PROVIDE FINISH PANELS ON ALL EXPOSED SIDES AND BACKS.
13. PROVIDE SIDE SPLASHES ON ALL SIDE WALLS AND WHERE

INDICATED.
14. ALL ELECTRICAL OR DATA OULETS LOCATED BELOW WALL CABINETS

SHOULD BE ALIGNED TO CENTER OF CABINET.
15. ALL SINKS TO HAVE SSPNL WALL PANEL AT SINK LOCATION.  REFER

TO MOUNTING HEIGHT SHEET FOR MORE INFORMATION.
16. REFER TO ELECTRICAL LIGHTING SHEETS 10E202 FOR LIGHTING

INFORMATION. SEE FIXTURE LEGEND ON SHEET 10E000 AND
LUMINARE SCHEDULE IN SPECS.

GENERAL INTERIOR ELEVATION NOTES

INTERIOR ELEVATION SHEET NOTES

10 26 00- WALL PROTECTION.  REFER TO FINISH PLANS.
09 29 00- GWB SOFFIT.  SEE DETAIL D1/0AI532.
12 34 10- PLASTIC LAMINATE SOFFIT.  SEE DETAIL C1/0AI532.
NOT USED.
OPEN TO BEYOND/ KNEE SPACE.
ALIGN SURFACES/EDGES.
12 36 00- PLAM COUNTERTOP AND BACKSPLASH.  SEE DETAIL
A3/0AI532.
12 36 00- SOLID SURFACE COUNTERTOP AND BACKSPLASH.  SEE
DETAIL A5/0AI532.
NOT USED.
ROOM AIR RETURN.  REFER TO  HVAC SHEET.
PROVIDE LOCKING CABINET DOOR.
NOT USED.
UPPER CABINET. ALL UPPER CABINETS TO RECEIVE SLOPED TOP.
NOT USED.
WALL MOUNTED A/V EQUIPMENT.  REFER TO A/V EQUIPMENT
DRAWINGS FOR MORE INFORMATION.
NOT USED.
HAND SANITIZER. NIC.
NOT USED.
PLAM PANEL WITH INTEGRATED SIGNAGE.  REFER TO EGD
DRAWINGS.
NOT USED.
SEE WALL MOUNTING REQUIREMENTS PROVIDED BY MEDICAL
EQUIPMENT.

2XX

201.
202.
203.
204. - 209.
210.
211.
212.

213.

214. - 215.
216.
217.
218. - 220.
221.

222. - 227.
228.

229.
230.
231. - 238.
239.

240. - 243.
244.

FLOOR PLAN SHEET NOTE SERIES BEGINS WITH NOTE 100
NOT ALL SHEET NOTES APPEAR ON EVERY SHEET

XX3030 CASEWORK TYPE TAG

HEIGHT
WIDTH
TYPE- REFER TO DETAILS ON SHEET 0AI530-0AI531

F.F.

LOW

MED

HIGH

NOTE:  ALIGN LOW / HIGH
DEVICES AT CENTER LINE,
TYP. THROUGHOUT WHERE
DEVICES ARE IN CLOSE
PROXIMITY

F.F.

NOTE:  ALIGN DEVICES AT
BOTTOM, TYP. THROUGHOUT
WHERE DEVICES ARE IN CLOSE
PROXIMITY

DEVICE PROXIMITY GUIDLINES

VERTICAL DEVICE ALIGNMENT

HORIZONTAL DEVICE ALIGNMENT

COUNTERTOP BRACKETS

SURFACE MTD BRACKET.  SEE DETAIL E3/0AI532.

CONCEAL MTD BRACKET.  SEE DETAIL C3/0AI532.

INTERIOR ELEVATIONS LEGEND
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CENTER PROJECT

NEW ORLEANS, LOUISIANA

Department of
Veterans Affairs

OFFICE OF
CONSTRUCTION
AND FACILITIES
MANAGEMENT

SHOTGUN HOUSES

CONSTRUCTION DOCUMENTS 1
FULLY SPRINKLERED

SCALE:  1/4" = 1'-0"
MEDS 1R025, INJECTION 1R027 & HK 1R031E5

SCALE:  1/4" = 1'-0"
STOR/BANK/ATM 1R018B4 SCALE:  1/4" = 1'-0"

STOR/BANK/ATM 1R018 REFLECTED CEILING PLANB3

SCALE:  1/4" = 1'-0"

MEDS 1R025, INJECTION 1R027 & HK 1R031 REFLECTED
CEILING PLANE3

SCALE:  1/4" = 1'-0"
STORE/BANK ATM 1R018 - NC6 SCALE:  1/4" = 1'-0"

STORE/BANK ATM 1R018 - EC5 SCALE:  1/4" = 1'-0"
STORE/BANK ATM 1R018 - E2C4.2 SCALE:  1/4" = 1'-0"

STORE/BANK ATM 1R018 - SC4.1 SCALE:  1/4" = 1'-0"
STORE/BANK ATM 1R018 - WC3

SCALE:  1/4" = 1'-0"
INJECTION 1R027 - NF3.2SCALE:  1/4" = 1'-0"

MEDS 1R025 - EF5 SCALE:  1/4" = 1'-0"
INJECTION 1R027 - WF4

SCALE:  1/4" = 1'-0"
HK 1R012A6

SCALE:  1/4" = 1'-0"
HK 1R031 - WF2SCALE:  1/4" = 1'-0"

HK 1R031 - EF3.1

SCALE:  1/4" = 1'-0"
HK 1R012 - NB6 SCALE:  1/4" = 1'-0"

HK 1R012 - SB5

SCALE:  1/4" = 1'-0"
HK 1R0012 REFLECTIVE CEILING PLANA5

1. REFER TO FINISH SCHEDULE ON SHEET 10AS113 FOR WALL,
CASEWORK, AND MILLWORK FINISHES.

2. REFER TO FINISH PLANS ON SHEET 10AS111 FOR WALL PROTECTION
TYPES, CORNER GUARDS, AND DETAILS.

3. REFER TO TYPICAL MOUNTING HEIGHT SHEET 10AS114 FOR A
GRAPHIC LEGEND OF WALL DEVICES AND STANDARD MOUNTING
HEIGHTS UNO.

4. FOR TOILET ACCESSORIES, REFER TO TYPICAL MOUNTING HEIGHT
SHEET 10AS114 FOR MOUNTING HEIGHTS AND TOILET ACCESSORY
LEGEND AND TOILET ACCESSORY GROUPS.

5. REFER TO SHEET 10AS501 FOR TYPICAL CABINET SECTIONS AND
DETAILS.

6. REFER TO SHEET SERIES 10AS600-602 FOR DOOR AND WINDOW
SCHEDULE AND DETAILS.

7. REFER TO RCPs ON SHEET 10AS102 FOR CEILING HEIGHTS.
8. REFER TO NURSE CALL SHEETS FOR LOCATIONS AND TYPES OF

RELATED EQUIPMENT.
9. PROVIDE MINIMUM 1” FILLER PANEL AGAINST FINISHED WALLS AT

WALL AND BASE CABINETS.
10. ALL COUNTERTOPS 25” DEEP UNO.
11. ALL WALL CABINETS TO HAVE PLAM SOFFIT UNO.
12. PROVIDE FINISH PANELS ON ALL EXPOSED SIDES AND BACKS.
13. PROVIDE SIDE SPLASHES ON ALL SIDE WALLS AND WHERE

INDICATED.
14. ALL ELECTRICAL OR DATA OULETS LOCATED BELOW WALL CABINETS

SHOULD BE ALIGNED TO CENTER OF CABINET.
15. ALL SINKS TO HAVE SSPNL WALL PANEL AT SINK LOCATION.  REFER

TO MOUNTING HEIGHT SHEET FOR MORE INFORMATION.
16. REFER TO ELECTRICAL LIGHTING SHEETS 10E202 FOR LIGHTING

INFORMATION. SEE FIXTURE LEGEND ON SHEET 10E000 AND
LUMINARE SCHEDULE IN SPECS.

GENERAL INTERIOR ELEVATION NOTES

INTERIOR ELEVATION SHEET NOTES

10 26 00- WALL PROTECTION.  REFER TO FINISH PLANS.
09 29 00- GWB SOFFIT.  SEE DETAIL D1/0AI532.
12 34 10- PLASTIC LAMINATE SOFFIT.  SEE DETAIL C1/0AI532.
NOT USED.
OPEN TO BEYOND/ KNEE SPACE.
ALIGN SURFACES/EDGES.
12 36 00- PLAM COUNTERTOP AND BACKSPLASH.  SEE DETAIL
A3/0AI532.
12 36 00- SOLID SURFACE COUNTERTOP AND BACKSPLASH.  SEE
DETAIL A5/0AI532.
NOT USED.
ROOM AIR RETURN.  REFER TO  HVAC SHEET.
PROVIDE LOCKING CABINET DOOR.
NOT USED.
UPPER CABINET. ALL UPPER CABINETS TO RECEIVE SLOPED TOP.
NOT USED.
WALL MOUNTED A/V EQUIPMENT.  REFER TO A/V EQUIPMENT
DRAWINGS FOR MORE INFORMATION.
NOT USED.
HAND SANITIZER. NIC.
NOT USED.
PLAM PANEL WITH INTEGRATED SIGNAGE.  REFER TO EGD
DRAWINGS.
NOT USED.
SEE WALL MOUNTING REQUIREMENTS PROVIDED BY MEDICAL
EQUIPMENT.

2XX

201.
202.
203.
204. - 209.
210.
211.
212.

213.

214. - 215.
216.
217.
218. - 220.
221.

222. - 227.
228.

229.
230.
231. - 238.
239.

240. - 243.
244.

FLOOR PLAN SHEET NOTE SERIES BEGINS WITH NOTE 100
NOT ALL SHEET NOTES APPEAR ON EVERY SHEET

XX3030 CASEWORK TYPE TAG

HEIGHT
WIDTH
TYPE- REFER TO DETAILS ON SHEET 0AI530-0AI531

F.F.

LOW

MED

HIGH

NOTE:  ALIGN LOW / HIGH
DEVICES AT CENTER LINE,
TYP. THROUGHOUT WHERE
DEVICES ARE IN CLOSE
PROXIMITY

F.F.

NOTE:  ALIGN DEVICES AT
BOTTOM, TYP. THROUGHOUT
WHERE DEVICES ARE IN CLOSE
PROXIMITY

DEVICE PROXIMITY GUIDLINES

VERTICAL DEVICE ALIGNMENT

HORIZONTAL DEVICE ALIGNMENT

COUNTERTOP BRACKETS

SURFACE MTD BRACKET.  SEE DETAIL E3/0AI532.

CONCEAL MTD BRACKET.  SEE DETAIL C3/0AI532.

INTERIOR ELEVATIONS LEGEND
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WDG ARCHITECTS ENGINEERS

10AS403

BLDG 10 ENLARGED VIEW

MD PJHAugust 4, 2015

10629-HS2-401SLVHCS REPLACEMENT MEDICAL
CENTER PROJECT

NEW ORLEANS, LOUISIANA

Department of
Veterans Affairs

OFFICE OF
CONSTRUCTION
AND FACILITIES
MANAGEMENT

SHOTGUN HOUSES

CONSTRUCTION DOCUMENTS 1
FULLY SPRINKLERED

SCALE:  1/4" = 1'-0"
EXAM 1R024B4

SCALE:  1/4" = 1'-0"
EXAM 1R024 - EC4 SCALE:  1/4" = 1'-0"

EXAM 1R024 - SC3.2 SCALE:  1/4" = 1'-0"
EXAM 1R024 - WC3.1

SCALE:  1/4" = 1'-0"
EXAM 1R024 REFLECTED CEILING PLANB3

1. REFER TO FINISH SCHEDULE ON SHEET 10AS113 FOR WALL,
CASEWORK, AND MILLWORK FINISHES.

2. REFER TO FINISH PLANS ON SHEET 10AS111 FOR WALL PROTECTION
TYPES, CORNER GUARDS, AND DETAILS.

3. REFER TO TYPICAL MOUNTING HEIGHT SHEET 10AS114 FOR A
GRAPHIC LEGEND OF WALL DEVICES AND STANDARD MOUNTING
HEIGHTS UNO.

4. FOR TOILET ACCESSORIES, REFER TO TYPICAL MOUNTING HEIGHT
SHEET 10AS114 FOR MOUNTING HEIGHTS AND TOILET ACCESSORY
LEGEND AND TOILET ACCESSORY GROUPS.

5. REFER TO SHEET 10AS501 FOR TYPICAL CABINET SECTIONS AND
DETAILS.

6. REFER TO SHEET SERIES 10AS600-602 FOR DOOR AND WINDOW
SCHEDULE AND DETAILS.

7. REFER TO RCPs ON SHEET 10AS102 FOR CEILING HEIGHTS.
8. REFER TO NURSE CALL SHEETS FOR LOCATIONS AND TYPES OF

RELATED EQUIPMENT.
9. PROVIDE MINIMUM 1” FILLER PANEL AGAINST FINISHED WALLS AT

WALL AND BASE CABINETS.
10. ALL COUNTERTOPS 25” DEEP UNO.
11. ALL WALL CABINETS TO HAVE PLAM SOFFIT UNO.
12. PROVIDE FINISH PANELS ON ALL EXPOSED SIDES AND BACKS.
13. PROVIDE SIDE SPLASHES ON ALL SIDE WALLS AND WHERE

INDICATED.
14. ALL ELECTRICAL OR DATA OULETS LOCATED BELOW WALL CABINETS

SHOULD BE ALIGNED TO CENTER OF CABINET.
15. ALL SINKS TO HAVE SSPNL WALL PANEL AT SINK LOCATION.  REFER

TO MOUNTING HEIGHT SHEET FOR MORE INFORMATION.
16. REFER TO ELECTRICAL LIGHTING SHEETS 10E202 FOR LIGHTING

INFORMATION. SEE FIXTURE LEGEND ON SHEET 10E000 AND
LUMINARE SCHEDULE IN SPECS.

GENERAL INTERIOR ELEVATION NOTES

INTERIOR ELEVATION SHEET NOTES

10 26 00- WALL PROTECTION.  REFER TO FINISH PLANS.
09 29 00- GWB SOFFIT.  SEE DETAIL D1/0AI532.
12 34 10- PLASTIC LAMINATE SOFFIT.  SEE DETAIL C1/0AI532.
NOT USED.
OPEN TO BEYOND/ KNEE SPACE.
ALIGN SURFACES/EDGES.
12 36 00- PLAM COUNTERTOP AND BACKSPLASH.  SEE DETAIL
A3/0AI532.
12 36 00- SOLID SURFACE COUNTERTOP AND BACKSPLASH.  SEE
DETAIL A5/0AI532.
NOT USED.
ROOM AIR RETURN.  REFER TO  HVAC SHEET.
PROVIDE LOCKING CABINET DOOR.
NOT USED.
UPPER CABINET. ALL UPPER CABINETS TO RECEIVE SLOPED TOP.
NOT USED.
WALL MOUNTED A/V EQUIPMENT.  REFER TO A/V EQUIPMENT
DRAWINGS FOR MORE INFORMATION.
NOT USED.
HAND SANITIZER. NIC.
NOT USED.
PLAM PANEL WITH INTEGRATED SIGNAGE.  REFER TO EGD
DRAWINGS.
NOT USED.
SEE WALL MOUNTING REQUIREMENTS PROVIDED BY MEDICAL
EQUIPMENT.

2XX

201.
202.
203.
204. - 209.
210.
211.
212.

213.

214. - 215.
216.
217.
218. - 220.
221.

222. - 227.
228.

229.
230.
231. - 238.
239.

240. - 243.
244.

FLOOR PLAN SHEET NOTE SERIES BEGINS WITH NOTE 100
NOT ALL SHEET NOTES APPEAR ON EVERY SHEET

XX3030 CASEWORK TYPE TAG

HEIGHT
WIDTH
TYPE- REFER TO DETAILS ON SHEET 0AI530-0AI531

F.F.

LOW

MED

HIGH

NOTE:  ALIGN LOW / HIGH
DEVICES AT CENTER LINE,
TYP. THROUGHOUT WHERE
DEVICES ARE IN CLOSE
PROXIMITY

F.F.

NOTE:  ALIGN DEVICES AT
BOTTOM, TYP. THROUGHOUT
WHERE DEVICES ARE IN CLOSE
PROXIMITY

DEVICE PROXIMITY GUIDLINES

VERTICAL DEVICE ALIGNMENT

HORIZONTAL DEVICE ALIGNMENT

COUNTERTOP BRACKETS

SURFACE MTD BRACKET.  SEE DETAIL E3/0AI532.

CONCEAL MTD BRACKET.  SEE DETAIL C3/0AI532.

INTERIOR ELEVATIONS LEGEND

SCALE:  1/4" = 1'-0"
COPY/FAX 1RO42 - ED2
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SCALE:  1" = 1'-0"
CHECK OUT COUNTER - AL

GENERAL ARCH WOODWORK NOTES

ARCH WOODWORK LEGEND

WOOD GRAIN DIRECTION

CIRCULAR DESK GROMMET

LINEAR DESK GROMMET
(MAIN RECEPTION & SECURITY DESKS)

1. REF SHT 0AI201 FOR GRAPHIC LEGEND OF WALL DEVICES AND TYP MTG
HT, UON.

2. REF AF600 SERIES FIN SCHED FOR WALL AND CSWK FIN.
3. REF AF600 SERIES FOR WALL PROTECTION TYPES, CNR GD AND DET.
4. FOR TOIL ACCESSORIES, REF SHT 0AI201 FOR TYP MTG HT, UON; SHT

0AI202 FOR TOIL ACCESSORY LEGEND AND TOIL ACCESSORY GROUPS;
AND AI600 SERIES FOR TOIL ACCESSORY SCHED.

5. REF SHT 0A530-0AI534 FOR TYP CAB SECT AND DET.
6. REF AI600 SERIES FOR DR SCHEDULE, RELITE LEGEND AND DET.
7. REF AI140 SERIES FOR CLG HT.
8. REF AV DWG FOR DISPLAY EQUIP TYPES, SCHED, ELEV AND DET.
9. REF NURSE CALL DWG FOR LOCATION AND NURSE CALL EQUIP TYPES.
10. PROVIDE MIN 1” FILLER PNL(G) AGAINST FIN WALL PTN AND WHERE

CSWK TURNS CNR @ WALL AND BASE CAB, UON.
11. ALL CNTR TOP 25” DEEP UON.
12. ALL WALL CAB TO HAVE PLAM SOFFIT, UON.
13. PROVIDE FIN PNL(G) ON ALL EXPOSED SIDES AND BACKS OF BASE AND

WALL CAB.
14. PROVIDE SIDE SPLASH ON ALL SIDE WALLS AND WHERE INDICATED.
15. ALIGN ALL PWR/DATA OULETS LOCATED BELOW WALL CAB  W/ CENTER

OF CAB AS SHOWN ON INT ELEV .
16. PROVIDE SSPNL ABOVE ALL SINKS.  REF SHEET 0AI201 FOR MTG HT,

SIZE AND DET REF, UON.
17. LTNG FIXT TYPES NOTED ON INT ELEV.  REF ELEC LTNG DWG AND

LUMINARE SCHED.
18. WALL DEVICES IN MENTAL HEALTH ROOMS TO BE TAMPER PROOF AND

SECURED TO WALL.

SCALE:  1" = 1'-0"
CHECK OUT COUNTER - BK SCALE:  1" = 1'-0"

CHECK OUT COUNTER - CJ SCALE:  1" = 1'-0"
CHECK OUT COUNTER - DH SCALE:  1" = 1'-0"

CHECK OUT COUNTER - EG

SCALE:  1" = 1'-0"
WALL CABINET - 2DR/1DRD

SCALE:  1" = 1'-0"
TOP MOUNT SINK WITH APRONBSCALE:  1" = 1'-0"

BASE CABINET - 2DR/1DRC SCALE:  1" = 1'-0"
BASE CABINET - 4 DRAWERSA

SCALE:  1" = 1'-0"
BASE CABINET - 4 DRAWERSESCALE:  3" = 1'-0"

MIRROR INSTALLATION DETAILF
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DOOR TYPES FRAME TYPES

DOOR SCHEDULE LEGEND

GENERAL SCHEDULE INFORMATION
A. STANDARD DOOR UNDERCUT 1/2" ABOVE FINISH FLOOR

UNLESS NOTED OR INDICATED OTHERWISE.
B. MAXIMUM UNDERCUT AT RATED DOORS IS 3/4" AFF.
C. STANDARD DOOR THICKNESS IS 1-3/4" UNLESS NOTED

OR INDICATED OTHERWISE.
D. "LEAF" COLUMN REFERS TO TYPE OF DOOR OPERATION

AS FOLLOWS:
S = SINGLE LEAF (SWING)
PR = PAIR (SWING)
DA = DOUBLE ACTING (BISWING)
D = DUTCH DOOR (SWING)
SH = SHUTTER (OVERHEAD)
SL = SLIDE
RL = RELITE (GLAZED OPENING - NO DOOR

E. SEE FRAME TYPE SCHEDULE FOR INDICATION OF
WHAT CONSTITUTES THE SCHEDULED WIDTH AND
HEIGHT OF OPENING.  SEE DWG 0AI600 FOR DOOR AND
FRAME TYPES.

SCHEDULE ABBREVIATIONS
AL = ALUMINUM
D = DUTCH (DOOR)
DE = DOUBLE EGRESS
EPR = ECCENTRIC PAIR (UNEQUAL LEAFS)
GSTL = GALVANIZED STEEL
F = FLUSH
HDW = HARDWARE GROUP
HM = HOLLOW METAL
HMG = HOLLOW METAL GALVANIZED
INT = INTEGRAL (FRAME)(PACKAGED ASSEMBLY)
LGL-1 = LAMINATED GLASS (CLEAR VISION)
LGL-2 = LAMINATED GLASS (FROSTED)
(NA) = NOT APPLICABLE
OCS = OVERHEAD (SHUTTER)
OHG = OVERHEAD GRILLE
P = PANELIZED
PR = PAIR (EQUAL LEAFS ASSUMED)
S = SINGLE LEAF (DOOR)
S/BGL= SECURITY-BALLISTIC GLAZING (SEE PLANS)
SL = SLIDING (DOOR)
WD = WOOD

SEE FLOOR PLANS FOR
PARTITION TYPE

WOOD TRIM TO MATCH
EXISTING FRAMES
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BUILDING 10 DOOR SCHEDULE

Mark Width Height Thickness

Door
Panel

Material

Door Panel
Glass

Material

Door
Transom
Material

Door
Hardware

Set

Door
Panel
Type

Door
Frame

Material

Door
Frame
Type

Head Detail
Number

Jamb Detail
Number

Sill Detail
Number Phase Comments

1R000 3' - 0" 8' - 0" 0' - 1 3/8" WD GL GL HW-22B FG WD 2 EXIST EXIST EXISTING REFINISH, REPAIR TRANSOM, REGLAZE. RE:
DT-3/10AS601

1R001 3' - 0" 8' - 0" 0' - 1 3/8" WD GL GL HW-22S FG WD 2 EXIST EXIST EXISTING REFINISH, REPAIR JAMB/ FRAME/ TRANSOM. REGLAZE.
RE: DT-2/10AS601

1R002 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22C F WD 3 D3/10AS600 D2/10AS600 NEW
1R003 4' - 5" 7' - 6" 0' - 0" N/A N/A WD 3 EXIST EXIST EXISTING REFINISH. RE: DT-4/10AS601
1R004 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22M F WD 3 D3/10AS600 D2/10AS600 NEW
1R006 3' - 10" 8' - 2" 0' - 1 3/8" WD GL GL HW-22 FG WD 1 EXIST EXIST EXISTING/ NEW REFINISH EXISTING FRAME. NEW DOOR TO MATCH

ORIGINAL DESIGN. RE: DT-1/10AS601
1R007 3' - 0" 9' - 3" 0' - 0" N/A N/A WD 3 EXIST EXIST EXISTING REFINISH. RE:DT-4/10AS601
1R008 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22D F WD 3 D3/10AS600 D2/10AS600 NEW
1R009 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22C F WD 3 D3/10AS600 D2/10AS600 NEW
1R010.1 3' - 0" 8' - 0" 0' - 1 3/8" WD GL GL HW-22B FG WD 2 NEW NEW DOOR/ FRAME/ TRANSOM TO MATCH ORIGINAL

DESIGN. RE: DT-2/10AS601
1R010.2 2' - 9 1/2" 7' - 6" 0' - 0" N/A N/A WD 3 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME TO CASED OPENING.
1R011 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22M F WD 3 D3/10AS600 D2/10AS600 NEW
1R012 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22D F WD 3 D3/10AS600 D2/10AS600 NEW
1R013 2' - 9 1/2" 0' - 0" 0' - 0" N/A GL N/A WD 2 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME/ TRANSOM TO

CASED OPENING. RE: DT-8/10AS601
1R014 2' - 9 1/2" 0' - 0" 0' - 0" N/A GL N/A WD 2 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME/ TRANSOM TO

CASED OPENING. RE: DT-8/10AS601
1R015 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22C F WD 3 D3/10AS600 D2/10AS600 NEW
1R016 2' - 9 1/2" 0' - 0" 0' - 0" N/A GL N/A WD 2 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME/ TRANSOM TO

CASED OPENING. RE: DT-8/10AS601
1R017 2' - 9 1/2" 0' - 0" 0' - 0" N/A GL N/A WD 2 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME/ TRANSOM TO

CASED OPENING. RE: DT-8/10AS601
1R017.2 3' - 6" 8' - 0" 0' - 0" N/A N/A WD 3 E3/10AS600 E2/10AS600 NEW
1R018.1 3' - 0" 0' - 0" 0' - 1 3/8" WD GL GL HW-22S FG WD 1 EXIST EXIST EXISTING/ NEW REFINISH/ REPAIR EXISTING FRAME/ TRANSOM. NEW

DOOR TO MATCH ORIGINAL DESIGN. RE: DT-7/10AS601
1R018.2 3' - 0" 0' - 0" 0' - 1 3/8" WD GL GL HW-22S FG WD 1 EXIST EXIST EXISTING/ NEW REFINISH/ REPAIR EXISTING FRAME/ TRANSOM. NEW

DOOR TO MATCH ORIGINAL DESIGN. RE: DT-7/10AS601
1R020.1 3' - 0" 8' - 0" 0' - 1 3/8" WD GL GL HW-22B FG WD 2 NEW NEW DOOR/ FRAME/ TRANSOM TO MATCH ORIGINAL

DESIGN. RE: DT-2/10AS601
1R020.2 2' - 7" 8' - 11" 0' - 0" N/A N/A WD 3 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME/ TRANSOM TO

CASED OPENING.
1R021 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22A F WD 3 D3/10AS600 D2/10AS600 NEW
1R022 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22M F WD 3 D3/10AS600 D2/10AS600 NEW
1R023 2' - 7" 8' - 11" 0' - 0" N/A N/A WD 3 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME/ TRANSOM TO

CASED OPENING.
1R024.1 2' - 7" 8' - 11" 0' - 0" N/A GL N/A WD 2 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME/ TRANSOM TO

CASED OPENING. RE: DT-11/10AS601
1R024.2 4' - 0" 8' - 0" 0' - 0" N/A N/A WD 3 E3/10AS600 E2/10AS600 NEW
1R025 2' - 7" 8' - 11" 0' - 0" N/A GL N/A WD 2 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME/ TRANSOM TO

CASED OPENING. RE: DT-11/10AS601
1R026.1 5' - 10 1/2" 8' - 0" 0' - 0" N/A N/A WD 3 EXIST EXIST EXISTING REFINISH DOOR FRAME. RE: WT-10/10AS601
1R026.2 4' - 0" 8' - 0" 0' - 0" N/A N/A WD 3 E3/10AS600 E2/10AS600 NEW
1R027 5' - 9" 6' - 8" 0' - 1 3/8" WD HW-22Q P WD 3 EXIST EXIST EXISTING REFINISH, REHANG EXISTING PCOKETING DOORS. RE:

WT-10/10AS601
1R028 2' - 9 1/2" 0' - 0" 0' - 1 3/8" WD GL GL HW-22S FG WD 1 EXIST EXIST EXISTING/ NEW REFINISH/ REPAIR EXISTING FRAME/ TRANSOM. NEW

DOOR TO MATCH ORIGINAL DESIGN. RE: DT-9/10AS601
1R029 2' - 9 1/2" 0' - 0" 0' - 1 3/8" WD GL GL HW-22S FG WD 1 EXIST EXIST EXISTING/ NEW REFINISH/ REPAIR EXISTING FRAME/ TRANSOM. NEW

DOOR TO MATCH ORIGINAL DESIGN. RE: DT-9/10AS601
1R030 3' - 0" 8' - 0" 0' - 1 3/8" WD GL GL HW-22B FG WD 2 NEW NEW DOOR/ FRAME/ TRANSOM TO MATCH ORIGINAL

DESIGN. RE: DT-2/10AS601
1R031 3' - 6" 8' - 0" 0' - 0" N/A N/A WD 3 E3/10AS600 E2/10AS600 NEW
1R032 2' - 9 1/2" 0' - 0" 0' - 1 3/8" WD GL GL HW-22S FG WD 1 EXIST EXIST EXISTING/ NEW REFINISH/ REPAIR EXISTING FRAME/ TRANSOM. NEW

DOOR TO MATCH ORIGINAL. RE: WT-12/10AS602
1R033 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22M F WD 3 D3/10AS600 D2/10AS600 NEW
1R034.1 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22M F WD 3 D3/10AS600 D2/10AS600 NEW
1R035.1 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22C F WD 3 D3/10AS600 D2/10AS600 NEW
1R035.2 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22C F WD 3 D3/10AS600 D2/10AS600 NEW
1R036 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22E F WD 3 D3/10AS600 D2/10AS600 NEW
1R037 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22F F WD 3 D3/10AS600 D2/10AS600 NEW
1R038.1 2' - 9 1/2" 0' - 0" 0' - 1 3/8" WD GL GL HW-22 FG WD 1 EXIST EXIST EXISTING/ NEW REFINISH/ REPAIR EXISTING FRAME/ TRANSOM. NEW

DOOR TO MATCH ORIGINAL. RE: WT-12/10AS602
1R038.2 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22E F WD 3 D3/10AS600 D2/10AS600 NEW
1R039 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22M F WD 3 D3/10AS600 D2/10AS600 NEW
1R040 3' - 0" 7' - 0" 0' - 1 3/4" WD HW-22C F WD 3 D3/10AS600 D2/10AS600 NEW
2R001 2' - 6" 7' - 8" 0' - 1 3/4" WD HW-22Q F WD 3 D3/10AS600 D2/10AS600 NEW POCKET SLIDING DOOR
2R001.1 3' - 1" 7' - 8" 0' - 1 3/8" WD GL HW-22C P WD 2 D3/10AS600 D2/10AS600 NEW
2R002 2' - 10 1/2" 8' - 0" 0' - 0" N/A N/A WD 3 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING FRAME TO CASED OPENING.
2R003 3' - 1" 7' - 8" 0' - 1 3/8" WD GL HW-22T P WD 2 EXIST EXIST EXISTING/ NEW REFINISH EXISTING FRAME. NEW DOOR TO MATCH

ORIGINAL DESIGN. RE: DT-6/10AS601
2R005.1 3' - 1" 7' - 8" 0' - 1 3/8" WD GL HW-22E P WD 2 EXIST EXIST EXISTING/ NEW REFINISH EXISTING FRAME. NEW DOOR TO MATCH

ORIGINAL DESIGN. RE: DT-6/10AS601
2R005.2 3' - 8" 8' - 7" 0' - 1 3/8" WD GL HW-22N FG-DL WD 4 EXIST EXIST EXISTING/ NEW REFINISH/ REPAIR EXISTING DOOR & FRAME. RE:

DT-5/10AS601
2R006 3' - 8" 8' - 7" 0' - 1 3/8" WD GL HW-22N FG-DL WD 4 EXIST EXIST EXISTING REFINISH/ REPAIR EXISTING DOOR & FRAME. RE:

DT-5/10AS601
2R007 4' - 0" 6' - 9" 0' - 1 3/8" WD HW-22R BI WD 3 EXIST EXIST EXISTING REFINISH. BIFOLD DOORS.

BUILDING 10 WINDOW SCHEDULE

Mark Width Height Sill Height Window Style Window Frame Material Phase Comments

1 2' - 10 1/2" 5' - 5" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED.
2 2' - 10 1/2" 5' - 5" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED.
3 3' - 4" 7' - 1" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-1/10AS601
4 3' - 4" 7' - 1" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REPAIR SILL. RE: WT-1/10AS601
5 3' - 4" 7' - 1" 3' - 0" Double Hung with Trim WD NEW MATCH EXISTING WINDOWS. RE:WT-1/10AS601
6 3' - 4" 7' - 1" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-1/10AS601
7 2' - 9 1/2" 6' - 6" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-3/10AS601
8 2' - 9 1/2" 6' - 6" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-3/10AS601
9 2' - 9 1/2" 6' - 6" 3' - 0" Double Hung with Trim WD EXISTING NEW SASHES IN EXISTING FRAME. RE: WT-4/10AS061
10 2' - 9 1/2" 6' - 6" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-4/10AS601
11 2' - 9 1/2" 6' - 6" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-4/10AS601
12 2' - 9 1/2" 6' - 6" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-4/10AS601
13 2' - 9 1/2" 6' - 6" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-4/10AS601
14 2' - 9 1/2" 6' - 6" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-4/10AS601
15 2' - 10 1/2" 9' - 0" 0' - 0" Archtop with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-5/10AS601
16 2' - 10 1/2" 9' - 0" 0' - 0" Archtop with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-5/10AS601
17 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-6/10AS601
18 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-6/10AS601
19 2' - 9 1/2" 5' - 9 1/2" 3' - 3" Double Hung with Trim WD NEW MATCH EXISTING WINDOWS. RE: WT-6/10AS601
20 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-6/10AS601
21 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REPAIR SILL. RE: WT-6/10AS601
22 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING/ NEW NEW SASHES IN EXISTING FRAME. RE: WT-6/10AS601
23 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-6/10AS601
24 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-6/10AS601
25 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING/ NEW NEW SASHES IN EXISTING FRAME. RE: WT-6/10AS601
26 2' - 10 1/2" 9' - 0" 0' - 0" Archtop with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED.
27 2' - 10 1/2" 9' - 0" 0' - 0" Archtop with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED.
28 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING NEW SASHES IN EXISTING FRAME.
29 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED.
30 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING NEW SASHES IN EXISTING FRAME.
31 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD NEW MATCH EXISTING WINDOWS. RE: WT-8/10AS602
32 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD NEW MATCH EXISTING WINDOWS. RE: WT-8/10AS602
33 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED.
34 2' - 9 1/2" 5' - 9 1/2" 3' - 0" Double Hung with Trim WD NEW MATCH EXISTING WINDOWS. RE: WT-8/10AS602
35 3' - 4" 6' - 3" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-2/10AS601
36 3' - 4" 6' - 3" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-2/10AS601
37 3' - 4" 6' - 3" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-2/10AS601
38 3' - 4" 6' - 3" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-2/10AS601
39 3' - 4" 6' - 3" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-2/10AS601
40 3' - 4" 6' - 3" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REGLAZE AS REQUIRED. RE: WT-2/10AS601
41 3' - 4" 6' - 3" 3' - 0" Double Hung with Trim WD EXISTING REFINISH, REPAIR SILL & BOTTOM SASH. RE: WT-2/10AS601
42 4' - 0" 2' - 2" 15' - 0" Fixed WD EXISTING REPAIR EXISTING WINDOW.
43 4' - 0" 1' - 6" 3' - 6" Fixed WD EXISTING REPAIR EXISTING WINDOW.
44 4' - 0" 1' - 6" 3' - 6" Fixed WD EXISTING REPAIR EXISTING WINDOW.

SCALE:  3" = 1'-0"
DOOR FRAME HEADER DETAILD3 SCALE:  3" = 1'-0"

DOOR FRAME JAMB DETAILD2

SCALE:  3" = 1'-0"
CASED OPENING HEADER DETAILE3 SCALE:  3" = 1'-0"

CASED OPENING JAMB DETAILE2
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SCALE:

SCALE:

PLAN NOTES: (THIS SHEET ONLY)
1 PROTECT FOR LIGHT HAZARD OCCUPANCY, 0.10 GPM/SF.

SPRINKLER DENSITY FLOW RATE.

3 FIRE PROTECTION RISER

NO SCALE

4 FIRE DEPARTMENT CONNECTION DETAIL

NO SCALE

OS & Y GATE VALVE

ZONE CONTROL VALVE ASSEMBLY

BUILDING WALL

4" UL CHECK VALVE

FIN. FLOOR

F

F

F
F

F F

36"

FIN. FLOOR

4" FIRE LINE

EXTERIOR WALL

4" U.L. CHECK VALVE

4" X 2 1/2 ", 2-WAY FIRE

DEPT. SIAMESE

CONNECTION

3/4" BALL DRIP VALVE, PIPE

THRU WALL & TERMINATE

WITH 45° NIPPLE AND

ESCUTCHEON PLATE

UL CHECK VALVE

4" ALARM CHECK VALVE

4" FIRE LINE TO

WET PIPE  SYSTEM

SLEEVE & SEAL WITH

WATERPROOF MASTIC

THRUST BLOCK

4 " FIRE LINE FROM SITE

MAIN

1" BALL DRIP, PIPE THRU

WALL

4" FIRE LINE TO FIRE

DEPARTMENT CONNECTION

WORK SHALL BE PERFORMED BY A LOUISIANA STATE LICENSED SPRINKLER CONTRACTOR. CONTRACTOR

SHALL DESIGN, FURNISH AND INSTALL  NEW, 100%   HYDRAULICALLY CALCULATED, FULLY OPERATIONAL

SPRINKLER SYSTEMS.

CONTRACTOR SHALL VISIT THE SITE AND BECOME FAMILIAR WITH THE PROJECT SCOPE AND CONSTRAINTS,

UTILITY CONNECTIONS, AND ALL BUILDING SERVICES, PRIOR TO SUBMITTING BID.

DETAILS ILLUSTRATED ON THE DRAWINGS SHALL BE APPLIED IN ALL CASES WHERE THE FEATURE OCCURS IN THE

SYSTEM DESIGN.

CONTRACTOR SHALL COORDINATE WITH ARCHITECT PRIOR TO CUTTING ANY OPENING IN THE STRUCTURE.

ALL PENETRATIONS THROUGH RATED WALLS, FLOORS, AND PARTITIONS MUST BE INSTALLED AND FIRESAFED TO

MEET UL FIRE RESISTANCE LISTING DETAILS FOR THE PENETRATION.

DRAWINGS ARE SCHEMATIC IN NATURE AND SHALL NOT BE SCALED. THE CONTRACTOR IS RESPONSIBLE FOR

COORDINATING EXACT ROUTING OF ALL SERVICES WITH SITE CONDITIONS AND WITH WORK OF ALL OTHER

TRADES.

ALL WORK SHALL COMPLY WITH THE INTERNATIONAL MECHANICAL CODE - 2009 EDITION, LOUISIANA STATE

PLUMBING CODE - 2000 EDITION, NFPA 13-2010 EDITION, NFPA 70-2008 EDITION, NFPA 72-2010 EDITION,  THE

CONTRACT DOCUMENTS, ALL REQUIREMENTS OF THE STATE FIRE MARSHAL, INSURING AGENCY, AND ALL

OTHER AUTHORITIES HAVING JURISDICTION.

CONTRACTOR SHALL SECURE AND PAY FOR ALL REQUIRED STATE AND LOCAL PERMITS.

CONTRACTOR SHALL COORDINATE WORK WITH STRUCTURE AND WORK OF ALL DISCIPLINES FOR COMPLETE

COMPLIANCE WITH REQUIREMENTS OF NFPA 13-2010 AND THE REQUIREMENTS OF THE AUTHORITIES HAVING

JURISDICTION.

DO NOT LOCATE PIPE JOINTS OVER ELECTRICAL EQUIPMENT.

SYSTEM SHALL INCLUDE ALL REQUIRED FLOW, TAMPER, AND PRESSURE SWITCHES, INCLUDING WIRING TO

BUILDING FIRE ALARM SYSTEM.

ALL SPRINKLER HEADS SHALL BE CENTERED IN CEILING TILES IN BOTH DIRECTIONS.

ALL SPRINKLER PIPING SHALL BE CONCEALED ABOVE CEILINGS, WHERE CEILINGS ARE INSTALLED.

SPRINKLER HEADS PROTECTING OFFICES, TOILET/SHOWER, AND STORAGE ROOM SHALL BE VIKING

MICROFAST OR EQUAL, QUICK RESPONSE, PENDENT TYPE, K-5.6, WITH ESCUTCHEON.

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

F

TO OTHER BLDGS.

FIRE PROTECTION GENERAL NOTES

LEGEND

UP DN

ENTRYENTRYENTRYENTRY

1R010

HALLHALLHALLHALL

1R013

STORSTORSTORSTOR

1R015

TTTT

1R011

HKHKHKHK

1R012

MULTIMULTIMULTIMULTI

1R014

OFFICEOFFICEOFFICEOFFICE

1R017

STORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATM

1R018

OFFICEOFFICEOFFICEOFFICE

1R028 WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R026

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R024

TTTT

1R022

TRTRTRTR

1R021

VESTIBULEVESTIBULEVESTIBULEVESTIBULE

1R020

LOUNGELOUNGELOUNGELOUNGE

1R023

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R025
WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R027

SMALL CONFSMALL CONFSMALL CONFSMALL CONF

1R029

HKHKHKHK

1R040

TL STAFFTL STAFFTL STAFFTL STAFF

1R039

INJECTIONINJECTIONINJECTIONINJECTION

1R037 MEDSMEDSMEDSMEDS

1R035 TL PATIENTTL PATIENTTL PATIENTTL PATIENT

1R033 WAITINGWAITINGWAITINGWAITING

1R030

WORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTION

1R031

EXAMEXAMEXAMEXAM

1R034GROUP ROOMGROUP ROOMGROUP ROOMGROUP ROOM

1R036

OFFICEOFFICEOFFICEOFFICE

1R038

CORRIDORCORRIDORCORRIDORCORRIDOR

1R032

CONNECT 4" FIRE PROTECTION

TO PIV, SEE CIVIL

ROUTE 4" FIRE PROTECTION LINE UP IN WALL TO

RISER FOR BUILDING SPRINKLER SYSTEM,

INSTALL LINE IN WALL, SHOWN HERE FOR

CLARIFICATION ONLY

ROUTE 4" FIRE PROTECTION LINE

UP IN WALL TO ATTIC FOR

BUILDING SPRINKLER SYSTEM,

INSTALL LINE IN WALL, SHOWN

HERE FOR CLARIFICATION ONLY

ROUTE 4" FIRE PROTECTION

LINE UP IN WALL TO ATTIC FOR

BUILDING SPRINKLER SYSTEM,

INSTALL LINE IN WALL, SHOWN

HERE FOR CLARIFICATION ONLY

ROUTE 4" FIRE PROTECTION LINE

UP IN WALL TO ATTIC FOR

BUILDING SPRINKLER SYSTEM,

INSTALL LINE IN WALL, SHOWN

HERE FOR CLARIFICATION ONLY

FDC

KITCHENKITCHENKITCHENKITCHEN

1R005
LIVINGLIVINGLIVINGLIVING

1R007

ENTRYENTRYENTRYENTRY

1R001

ELECELECELECELEC

1R002

HALLHALLHALLHALL

1R006

TTTT

1R004

DINERDINERDINERDINER

1R016

ROUTE 4" FIRE PROTECTION LINE

UP IN WALL TO ATTIC FOR

BUILDING SPRINKLER SYSTEM,

INSTALL LINE IN WALL, SHOWN

HERE FOR CLARIFICATION ONLY

BEDROOMBEDROOMBEDROOMBEDROOM

2R005

BEDROOMBEDROOMBEDROOMBEDROOM

2R003

LAUNLAUNLAUNLAUN

2R002

HALLHALLHALLHALL

2R004ALCOVEALCOVEALCOVEALCOVE

2R006

TTTT

2R001
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SCALE: SCALE: SCALE: SCALE:

1 SANITARY WASTE & VENT ISOMETRIC

NO SCALE

2 SANITARY WASTE & VENT ISOMETRIC

NO SCALE

3 SANITARY WASTE & VENT ISOMETRIC

NO SCALE

4 SANITARY WASTE & VENT ISOMETRIC

NO SCALE

ELECTRIC WATER HEATER SCHEDULE

MARK SERVICE TYPE
ELECTRICAL DATA

KW VOLTS PHASE AMPS
MANUFACTURER

TANK 3 208 1 14.4
AP

PLUMBING ABBREVIATIONS

AFF

BOP

BMS

BTUH

COYB

ECO

EWC

EWH

F

FD

FMS

HB

HP

MBH

OD

OSD

PD

PRV

PSIG

RD

RPM

SAN

TP

VFD

WB

WCO

W.G.

WH

WHA

ACCESS PANEL

ABOVE FINISHED FLOOR

BOTTOM OF PIPE

BUILDING MANAGEMENT SYSTEM

BRITISH THERMAL UNITS PER HOUR

CLEANOUT IN YARD BOX

ELECTRIC WATER COOLER

ELECTRIC WATER HEATER

FAHRENHEIT

FLOOR DRAIN

FACILITY MANAGEMENT SYSTEM

FEET

HOSE BIB

HORSEPOWER

1000 BRITISH THERMAL UNITS PER HOUR

OVERFLOW DRAIN

OPEN SITE DRAIN

PRESSURE DROP

PRESSURE REDUCING VALVE

POUNDS PER SQUARE INCH GAGE

ROOF DRAIN

REVOLUTIONS PER MINUTE

SANITARY SEWER

VARIABLE FREQUENCY DRIVE

WET BULB

WALL CLEANOUT

WATER GAGE

WALL HYDRANT

WATER HAMMER ARRESTOR

EXTERIOR CLEANOUT TRAP PRIMER

FCO FLOOR CLEANOUT

FPWH FREEZE PROOF WALL HYDRANT

FT

AD AREA DRAIN

SD STORM DRAIN

COTG CLEAN OUT TO GRADE

UNO UNLESS NOTED OTHERWISE

TW TEMPERED WATER

WPD WATER PRESSURE DROP

ES/EW EMERGENCY SHOWER / EYEWASH

CW DOMESTIC COLD WATER

BEH BEHIND

TYP. TYPICAL

MECH. MECHANICAL

CONT. CONTINUATION

OFCI OWNER FURNISHED CONTRACTOR INSTALLED

PLUMBING LEGENDPLUMBING GENERAL NOTES

KW KILOWATT

GAS PRESSURE REGULATORGPR

AV ACID VENT

AW ACID WASTE

4.1 208 1 19.7EWH-2

EWH-1 BUILDING A.O. SMITH

AW ACID WASTE ABOVE

SANITARY SEWER ABOVE

120°F

CD

GW

AW

AV

G

VENT PIPING

EMERGENCY EYEWASHEEW

NATURAL GAS OUTLET

VACUUM INLET

GAS PRESSURE REGULATOR

1.      ALL WORK TO BE PERFORMED SHALL BE IN ACCORDANCE WITH INTERNATIONAL MECHANICAL CODE - 2009,

        LOUISIANA STATE PLUMBING CODE - 2000, NATIONAL ELECTRICAL CODE - 2008,  AND ALL

        REQUIREMENTS OF THE AUTHORITIES HAVING JURISDICTION.

2.     CONTRACTOR SHALL COORDINATE EQUIPMENT CONNECTIONS WITH EQUIPMENT DRAWINGS AND SUPPLIER.

        INSTALL EQUIPMENT AND MAKE FINAL CONNECTIONS, FURNISHING CUTOFF VALVES, P-TRAPS, P.R.V'S,

        BACKFLOW PREVENTERS, AND PIPING AS REQUIRED.  CONTRACTOR SHALL BE RESPONSIBLE FOR IDENTIFYING

        ANY CONFLICTS BETWEEN THESE DOCUMENTS AND EQUIPMENT CUT SHEETS PRIOR TO CLOSING IN WALLS

        AND CEILINGS.

3.     COORDINATE WATER, WASTE, VENT, AND STORM WATER PIPING WITH OTHER TRADES TO AVOID SPACING OR

        ROUTING PROBLEMS.

4.     FIXTURES, EQUIPMENT, CONNECTIONS, AND PIPING SHALL BE FURNISHED AND INSTALLED TO MEET OR EXCEED

        STATE AND LOCAL CODES AND REQUIREMENTS.

5.     FURNISH AND INSTALL WATER HAMMER ARRESTORS IN COLD WATER LINES AT CONNECTIONS TO FLUSH

        VALVES, QUICK CLOSING VALVES, AND AT ALL HOT AND COLD WATER CONNECTIONS TO FIXTURES.

2.     PLUMBING VENTS AND STACKS THROUGH ROOF SHALL BE INSTALLED A MINIMUM OF 10'-0" CLEAR OF A/C

        OUTSIDE AIR INTAKES, CLINICAL AIR COMPRESSOR INTAKES, OR WINDOWS IN STRUCTURE.

3.     PENETRATIONS THROUGH PARTITIONS AND FLOORS SHALL BE SLEEVED AND SEALED TO MAINTAIN INTEGRITY

        OF PARTITION AND FLOOR RATING.

4.     DRAWINGS ARE SCHEMATIC IN NATURE.  CONTRACTOR IS RESPONSIBLE FOR COORDINATING EXACT ROUTING

        OF ALL SERVICES WITH EXISTING CONDITIONS AND WITH ALL OTHER TRADES.

5.     ORIENT FLUSH VALVE HANDLES ASSOCIATED WITH BARRIER-FREE WATER CLOSETS ON WIDE SIDE OF STALL

        TO COMPLY WITH ADA REQUIREMENTS.

6.     PROVIDE INSULATION KIT FOR SUPPLIES, DRAIN PIPING AND TRAP FOR ALL HANDICAP ACCESSIBLE

        LAVATORIES AND SINKS.  INSULATION KIT SHALL BE EQUAL TO TRUEBRO MODEL 103 (WHITE).  WHERE

        PROTECTIVE SKIRT UNDER FIXTURES IS PROVIDED, INSULATION OF PIPING IS NOT REQUIRED.

7.     CONTRACTOR SHALL COORDINATE WITH PHASING REQUIREMENTS PROVIDED BY ARCHITECT/OWNER.

        TEMPORARY SERVICES SHALL BE PROVIDED FOR ANY AREA SERVED BY ANOTHER AREA IF DEMOLITION OF

        EXISTING SERVICE IS NECESSARY.  COORDINATE ALL PLUMBING WORK WITH PHASING PLAN AS REQUIRED TO

        COMPLETE  COMPLETE WORK.

8.     EXISTING SERVICES INDICATED ON THESE DRAWINGS WERE DERIVED FROM EXISTING DRAWINGS AND LIMITED

        FIELD OBSERVATIONS.  THESE DRAWINGS MAY NOT BE ALL INCLUSIVE OF SERVICES THAT EXIST IN THE

        PROJECT AREA.  CONTRACTOR SHALL VERIFY SERVICES, LOCATIONS, TYPE, AND SIZE PRIOR TO ANY BIDDING,

        PRICING, OR CONSTRUCTION.  CONTRACTOR SHALL BE RESPONSIBLE FOR ALL WORK INVOLVING DEMOLITION

        TIE-INS AND ROUTING CONFLICTS WITH EXISTING CONDITIONS.  ANY DEVIATIONS IMPACTING WORK

        SHOWN ON THESE DOCUMENTS SHALL BE REPORTED TO THE ARCHITECT FOR COORDINATION PRIOR TO

        CONSTRUCTION.

9.     PROVIDE ISOLATION BALL VALVES AT BRANCH LINES SERVING EACH ROOM WITH PLUMBING FIXTURES SUCH

        THAT EACH ROOM MAY BE INDIVIDUALLY ISOLATED. ACCESS SHALL BE PROVIDED.

10.    PROVIDE CLEANOUTS AT ALL 90° SANITARY SEWER ELBOWS AND IN ACCORDANCE WITH APPLICABLE CODES.

11.    EXISTING TIE-IN POINTS ARE APPROXIMATE, FIELD VERIFY ACTUAL TIE-IN POINTS AND PROVIDE PIPING RUNS

AS  REQUIRED FOR TIE-INS, PRIOR TO BIDDING.

12.    ALL SANITARY SEWER, STORM DRAIN, AND GREASE WASTE PIPING SHOWN SHALL BE RUN BELOW FLOOR,

        UNLESS NOTED OTHERWISE.

13.    ALL CW, HW, HWR, NATURAL GAS, FIRE PROTECTION, AND VENT PIPING SHOWN SHALL BE RUN ABOVE

CEILING, UNLESS NOTED OTHERWISE.

BACKFLOW PREVENTER

SHEET ON WHICH

DETAIL IS LOCATED

DETAIL NO.

WATER HAMMER ARRESTOR

TRAP PRIMER

CLEAN OUT IN YARD BOX

FLOOR CLEAN OUT

INDIRECT WASTE RECEPTOR

FLOOR SINK

OVERFLOW ROOF DRAIN

ROOF DRAIN

GREASE WASTE

FLOOR OR AREA DRAIN

SANITARY SEWER BELOW

CONDENSATE DRAIN PIPING

ACID VENT

EXTERIOR CLEANOUT (SEE

SCHEDULE SPECIFICATIONS)

WALL CLEANOUT

WALL CLEANOUT

TEMPERED WATER

NATURAL GAS PIPING

ACID WASTE BELOW

DOMESTIC HOT WATER RECIRCULATION

DOMESTIC HOT WATER PIPING AT

INDICATED SERVICE TEMPERATURE

DOMESTIC HOT WATER PIPING

DOMESTIC COLD WATER PIPING

NEW PIPING

EXISTING PIPING TO BE REMOVED

EXISTING PIPING TO REMAIN

POINT OF CONNECTION, NEW

TO EXISTING

POINT OF DISCONNECT

SPECIFIC NOTE DESIGNATION

THERMOSTATIC EXPANSION VALVE

THERMOMETER

VALVE WITH BLIND FLANGE

GAUGE AND GAUGE COCK

STEAM TRAP

PIPE CAP

FLEXIBLE CONNECTOR

UNION

PRESSURE REDUCING VALVE

CIRCUIT SETTER

PLUG COCK/ BALANCING VALVE/

GAS COCK

STRAINER AND BLOWDOWN VALVE

STRAINER

CHECK VALVE

CONTROL VALVE, 3 WAY

CONTROL VALVE, 2 WAY

BALL VALVE

BUTTERFLY VALVE

GLOBE VALVE

GATE VALVE

PIPE REDUCER

TEE-OUTLET UP

TEE-OUTLET DOWN

BRANCH PIPE CONNECTION

ELBOW DOWN

ELBOW UP

PUMP

NEW EQUIPMENT

WITH IDENTIFICATION

EXISTING EQUIPMENT

TO BE DEMOLISHED

EXISTING EQUIPMENT

TO REMAIN

EMERGENCY SHOWER / EYEWASHES/EW

FIXTURE CONNECTION SCHEDULE

FIXTURE DESCRIPTIONMARK VENTDRAIN

WC-1

L-1

L-2

S-1

MB-1

BT-1

BT-2

1/2" --- 4"

2"

2"

2"

3"

2"

2"

2"

2"

2"

2"

2"

2"

2"

1/2" 1/2"

1/2" 1/2"

1/2" 1/2"

1/2" 1/2"

1/2" 1/2"

1/2" 1/2"

L-1

2"

2"

2"
4"

2"

2"

2"

2"

3"

2"

2"

2"

4"

4"
3"

2"

4"

4" VENT THRU

ROOF3" VENT THRU

ROOF

3" VENT THRU

ROOF

3" VENT THRU

ROOF

4"

4"

2"
2"

4"

3"

2"

2"

2"

2"

2"

2"

2" 2"

3" VENT THRU

ROOF

2"

2"

4"

2"

2"

2"

3 208 1EWH-3

3 208 1EWH-4

INSTANTANEOUS

INSTANTANEOUS

TANK

S-2 2" 2"1/2" 1/2"

WB-1 2" 2"1/2" 1/2"

IMB-1 --- ---1/2" ---

BUILDING

BUILDING

BUILDING

EEMAX

EEMAX

A.O. SMITH

GPM

---

1.5

0.5

---

MODEL

DEL-30

SP4208

EX190-TCDR

REMARKS

14.4

DEL-3014.4

S-2

WC-1 L-1

END OF MAIN

CLEANOUT

END OF MAIN

CLEANOUT

END OF MAIN

CLEANOUT

CLEANOUTCLEANOUTCLEANOUTCLEANOUT

4" SANITARY, COORDINATE

INVERT ELEVATION WITH SITE

CONTRACTOR

4" SANITARY, COORDINATE

INVERT ELEVATION WITH SITE

CONTRACTOR

4" SANITARY, COORDINATE

INVERT ELEVATION WITH SITE

CONTRACTOR

4" SANITARY, COORDINATE

INVERT ELEVATION WITH SITE

CONTRACTOR

L-1

L-1WC-1

MB-1
END OF MAIN

CLEANOUT

L-1

WC-1

WC-1

L-1

2"

4"

4"

2"

MB-1

S-1

WC-1

BT-1

BT-2

WB-1

L-1

WC-1

VITREOUS CHINA, TWO-PIECE, FLOOR MOUNT, TANK TYPE,17" (WITH SEAT)

HIGH ELONGATED BOWL, SIPHON JET ACTION, CLOSE COUPLED TANK, 3 BOLT

SYSTEM, FULLY GLAZED 2" TRAP-WAY, 1.6 GAL PER FLUSH, POLISHED

CHROME TRIP LEVER, 12" ROUGH IN, ADA COMPLIANT WITH OLSONITE 96

WHITE PLASTIC SEAT LIKE AMERICAN STANDARD CADET 2377.100

VITREOUS CHINA WALL HUNG, FRONT OVERFLOW, D-SHAPED BOWL,

CONCEALED ARM SUPPORTS, 4" OC FAUCET HOLES, FAUCET LEDGE, SELF

DRAIN DECK AREA CONTOURED SIDE AND BACK SPLASH SHIELDS, LEVER

HANDLE FAUCET, WITH ZURN Z-81101 FAUCET, McGUIRE 165 TRIM, AND

TRUEBRO MODEL 102 TRAP WRAP KIT. LIKE AMERICAN STANDARD AQUALYN

0355.012

STAINLESS STEEL RECESSED ICE MAKER OUTLET BOX. LIKE GUY GRAY BIM875

STAINLESS STEEL RECESSED WASHING MACHINE OUTLET BOX. WASHING

MACHINE OUTLET BOX SHALL BE FURNISHED WITH A SINGLE LEVER VALVE AND

WILL HAVE 2" DRAIN OUTLET, LIKE GUY GRAY WB200

18 GAUGE STAINLESS STEEL SINGLE COMPARTMENT COUNTER TOP SINK,

SELF-RIMMING, HAND BLENDED SATIN FINISH, 3-1/.2" DRAIN OPENING, 3

HOLE PUNCH, 8" O.C. HEAVY DUTY SOUND COATED UNDERSIDE, WITH ZURN

Z-831A1 LEVER HANDLES FAUCET, LIKE ELKAY LR-1720

PORCELAIN ENAMELED CAST IRON, RECESS BATH WITH INTEGRAL APRON AND

TILING FLANGE, SLIP RESISTANT BOTTOM, DRAIN OUTLET, 60 X 30 OUTSIDE

DIMENSIONS WITH SYMMONS TEMPTROL 2000 BP-25-2-LR SHOWER VALVE,

LIKE AMERICAN STANDARD 2390.202 (LEFT HAND)

60"x30" PORCELAIN OVER CAST IRON CLAW TUB, WITH LIKE RANDOLPH

LG60RT3WRBC WITH COMPLETE FAUCET PACKAGE WITH TELEPHONE RECEIVER

TYPE SPRAYER.

TERRAZZO COMPOSED OF PEARL GRAY MARBLE CHIPS SET IN WHITE

PORTLAND CEMENT, CAST INTEGRAL BRASS BODY DRAIN WITH FLAT

STAINLESS STEEL STRAINER, ONE PIECE STAINLESS STEEL SHOULDER CAP,

32" X 32" X 12" DEEP, WITH AMERICAN STANDARD 8345.110, LIKE

STERN-WILLIAMS SERVICEPTOR SB-700

18 GAUGE STAINLESS STEEL DOUBLE COMPARTMENT COUNTER TOP SINK,

SELF-RIMMING, HAND BLENDED SATIN FINISH, 3-1/.2" DRAIN OPENING, 3

HOLE PUNCH, 8" O.C. HEAVY DUTY SOUND COATED UNDERSIDE, WITH ZURN

Z-82300-CP8 SWING SPOUT FAUCET, LIKE ELKAY LR-3322

VITREOUS CHINA, COUNTER TOP, 20 X 18 OVAL BOWL, SELF RIMMING,

FRONT OVERFLOW, 4" O.C. FAUCET HOLES, FAUCET LEDGE, LEVER HANDLE

FAUCET TEMPLATE WITH COLOR MATCHING SEALANT WITH ZURN Z-81101

FAUCET, McGuire 165 TRIM, AND TRUEBRO MODEL 102 TRAP WRAP KIT. LIKE

AMERICAN STANDARD AQUALYN  0476.028

HOT

WATER
COLD

WATER

3" VENT THRU

ROOF

#

X###
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SCALE: SCALE:

2 INSTATANEOUS DOMESTIC WATER HEATER

NO SCALE

1 TANK TYPE DOMESTIC WATER HEATER

NO SCALE

IN
ST
AN
EO
US

WA
TE
R

HE
AT
ER

DC
W

DH
W

PIPE TO EVE OF ROOF

TANK TYPE

WATER HEATER

PIPE TO TEE UPSTREAM

OF TRAP ON LAVATORY

DC
W

DH
W

UP UP UP2" SANITARY UP TO

SINK (1st FLOOR)

4" SANITARY

4" SANITARY UP TO WATER CLOSET

2" SANITARY UP TO

LAVATORY

4" SANITARY UP TO WATER

CLOSET

3" SANITARY UP TO MOP BASIN

2" SANITARY UP TO

LAVATORY (1st FLOOR)

4" SANITARY UP TO WATER

CLOSET (1st FLOOR)

2" SANITARY UP TO BATH TUB

(2nd FLOOR)

2" SANITARY UP TO BATH TUB

(2nd FLOOR)

2" SANITARY UP TO WASHER

BOX (2nd FLOOR)

4" UP TO DOUBLE

CLEANOUT

2" SANITARY UP TO LAVATORY

4" END OF MAIN CLEANOUT

2" SANITARY UP TO LAVATORY

3" SANITARY UP TO MOP BASIN

4" SANITARY UP TO WATER CLOSET

2" SANITARY UP TO LAVATORY

4" SANITARY, COORDINATE

INVERT ELEVATION WITH SITE

CONTRACTOR AND CONNECT

TO 6" SITE SANITARY

4" UP TO DOUBLE

CLEANOUT

4" SANITARY, COORDINATE

INVERT ELEVATION WITH SITE

CONTRACTOR AND CONNECT

TO 6" SITE SANITARY

4" UP TO DOUBLE

CLEANOUT

4" SANITARY, COORDINATE

INVERT ELEVATION WITH SITE

CONTRACTOR AND CONNECT

TO 6" SITE SANITARY

4" UP TO DOUBLE

CLEANOUT

4" SANITARY, COORDINATE

INVERT ELEVATION WITH SITE

CONTRACTOR AND CONNECT

TO 6" SITE SANITARY

4" SANITARY UP TO

WATER CLOSET

2" SANITARY UP

TO LAVATORY

4" END OF MAIN

CLEANOUT4" SANITARY

4" SANITARY

4" SANITARY

4" END OF MAIN CLEANOUT

4" END OF MAIN CLEANOUT

4" SANITARY UP TO

SECOND FLOOR

3/4" DCW UP, SEE

FIRST FLOOR FOR

CONTINUATION

3/4" DCW UP, SEE

FIRST FLOOR FOR

CONTINUATION

4" DOMESTIC WATER UNDERGROUND

COORDINATE AND CONNECT TO SITE

DOMESTIC WATER , SEE CIVIL FOR

CONTINUATION

3/4" DCW UP, SEE FIRST

FLOOR FOR CONTINUATION

1" UNDERGROUND

1-1/2"

UNDERGROUND

1-1/4"

UNDERGROUND

3/4"

UNDERGROUND

1" DCW UP, SEE FIRST

FLOOR FOR CONTINUATION

2" SANITARY UP TO WASHER

BOX (2nd FLOOR)

2" OPEN SITE DRAIN UP FOR

FURNACE

2" OPEN SITE DRAIN UP FOR

FURNACE

2" OPEN SITE DRAIN UP

FOR FURNACE

2" OPEN SITE DRAIN UP

FOR FURNACE

1" CONDENSATE

FROM 1st FLOOR

1" CONDENSATE

FROM 1st FLOOR

1" CONDENSATE

FROM 1st FLOOR

1" CONDENSATE

FROM 1st FLOOR

1" CONDENSATE

FROM 1st FLOOR

2" VENT DOWN TO

SINK (1st FLOOR)

2" VENT DOWN TO WATER

CLOSET

2" VENT DOWN TO

LAVATORY (1st FLOOR)

2" SANITARY UP TO

LAVATORY (2nd FLOOR)

2" VENT DOWN TO WATER

CLOSET (1st FLOOR)

2" SANITARY UP TO BATH TUB

(2nd FLOOR)

2" SANITARY UP TO BATH TUB

(2nd FLOOR)

2" SANITARY UP TO WASHER

BOX (2nd FLOOR)

4" SANITARY UP TO WATER

CLOSET (2nd FLOOR)

4" CLEANOUT

2" VENT UP & 2" SANITARY

DOWN

2" VENT UP

2" VENT UP TO 2nd FLOOR

ATTIC SPACE

4" SANITARY DOWN TO UNDER

1st FLOOR FROM 2nd FLOOR

2" VENT UP & 2" SANITARY

DOWN

4" CLEANOUT

2" VENT DOWN TO MOP

BASIN

2" VENT DOWN TO WATER

CLOSET

2" VENT DOWN TO

LAVATORY

4" CLEANOUT

STORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATM

1R018

OFFICEOFFICEOFFICEOFFICE

1R017

ELECELECELECELEC

1R009

HALLHALLHALLHALL

1R013

MULTIMULTIMULTIMULTI

1R014

STORSTORSTORSTOR

1R015

HKHKHKHK

1R012

ENTRYENTRYENTRYENTRY

1R010

TTTT

1R011

OFFICEOFFICEOFFICEOFFICE

1R028

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R026

SMALL CONFSMALL CONFSMALL CONFSMALL CONF

1R029

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R027

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R024

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R025

LOUNGELOUNGELOUNGELOUNGE

1R023

VESTIBULEVESTIBULEVESTIBULEVESTIBULE

1R020

TRTRTRTR

1R021

TTTT

1R022

OFFICEOFFICEOFFICEOFFICE

1R038

GROUP ROOMGROUP ROOMGROUP ROOMGROUP ROOM

1R036

EXAMEXAMEXAMEXAM

1R034

TL PATIENTTL PATIENTTL PATIENTTL PATIENT

1R033
MEDSMEDSMEDSMEDS

1R035

INJECTIONINJECTIONINJECTIONINJECTION

1R037TL STAFFTL STAFFTL STAFFTL STAFF

1R039
HKHKHKHK

1R040CORRIDORCORRIDORCORRIDORCORRIDOR

1R032

CORRIDORCORRIDORCORRIDORCORRIDOR

1R032

WAITINGWAITINGWAITINGWAITING

1R030

WORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTION

1R031

3" VENT THRU ROOF

2" VENT DOWN TO

LAVATORY

3" VENT THRU ROOF

2" VENT DOWN TO WATER

CLOSET

2" VENT DOWN TO

LAVATORY

3" VENT THRU ROOF

2" VENT DOWN TO WATER

CLOSET

2" VENT DOWN TO

LAVATORY

3" VENT THRU ROOF

2" VENT DOWN TO MOP BASIN

2" VENT DOWN TO

LAVATORY, 3" VENT UP

THRU ROOF

4" CLEANOUT

ROUTE 3/4" CONDENSATE

DRAIN FROM FURNACE

2" OPEN SITE DRAIN UP TO

ATTIC, ROUTE 3/4"

CONDENSATE DRAIN FROM

FURNACE

2" OPEN SITE DRAIN UP TO

ATTIC, ROUTE 3/4"

CONDENSATE DRAIN FROM

FURNACE

2" OPEN SITE DRAIN UP TO

ATTIC, ROUTE 3/4"

CONDENSATE DRAIN FROM

FURNACE

DINERDINERDINERDINER

1R016

LIVINGLIVINGLIVINGLIVING

1R007

KITCHENKITCHENKITCHENKITCHEN

1R005

ENTRYENTRYENTRYENTRY

1R001

HALLHALLHALLHALL

1R006

TTTT

1R004

ELECELECELECELEC

1R002

1" CONDENSATE DOWN TO

UNDERSLAB

1" CONDENSATE

FROM FC-2

 1" CONDENSATE FROM

FC-1DOWN TO

UNDERSLAB

1" CONDENSATE

FROM FC-3

1" CONDENSATE

FROM FC-4

1" CONDENSATE

FROM FC-5

2" VENT DOWN TO WATER

CLOSET

2" VENT DOWN TO BATH

TUB

3" VENT UP THRU ROOF

2" VENT DOWN TO

LAVATORY

2" VENT DOWN TO BATH

TUB

2" VENT DOWN TO

WASHER BOX

2" VENT DOWN TO 1st

FLOOR

1" CONDENSATE DRAIN

DOWN TO 1st FLOOR

1" CONDENSATE TO

FCU-2
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SCALE:  1/8" = 1'-0"1
PLUMBING UNDERFLOOR PLAN - SANITARY

SCALE:  1/8" = 1'-0"2
PLUMBING FIRST FLOOR PLAN - SANITARY

SCALE:  1/8" = 1'-0"3
PLUMBING SECOND FLOOR PLAN - SANITARY



SCALE: SCALE:

SCALE:SCALE:

6 DOMESTIC WATER ISOMETRIC

NO SCALE

5 DOMESTIC WATER ISOMETRIC

NO SCALE

3 DOMESTIC WATER ISOMETRIC

NO SCALE

4 DOMESTIC WATER ISOMETRIC

NO SCALE

EWH-4

L-1

L-1

WC-1

L-2

L-1

WC-1

MB-1

1/2"

1/2"

1/2"

3/4"

3/4"

3/4"

1/2"

1/2"

3/4"

WC-1

L-1 1/2"

1/2"

3/4"

1" INCOMING

DOMESTIC WATER

3/4" INCOMING

DOMESTIC WATER

3/4" INCOMING

DOMESTIC WATER

WC-1

WC-1

S-1

BT-1

BT-2

WB-1

L-2

L-1

1/2"

1/2"

1/2"

3/4"

3/4"

1/2"

1/2"

3/4"

1/2"

1/2"

1/2"

3/4"

EWH-2

3/4" INCOMING

DOMESTIC WATERMB-1

WC-1

L-11/2"

1/2"

3/4"

3/4"
1/2"

EWH-3

EWH-1

UP

DN

1/2" DCW DOWN TO WATER

CLOSET

1/2" DCW & DHW UP TO

LAVATORY (2nd FLOOR)

1/2" DCW DOWN TO WATER

CLOSET (1st FLOOR)

1/2" DCW & DHW UP TO

WASHER BOX (2nd FLOOR)

1/2" DCW & DHW UP TO BATH

TUB (2nd FLOOR)

1/2" DCW UP TO WATER

CLOSET (2nd FLOOR)

1/2" DCW & DHW UP TO BATH

TUB (2nd FLOOR)

3/4" DCW UP TO EWH-1 IN

ATTIC

1" INCOMING DOMESTIC

WATER

1/2" DCW & DHW DOWN TO

LAVATORY & SINK

1/2" DCW & DHW DOWN TO

LAVATORY

WC-1

S-2

L-1

L-1

WC-1

L-1

MB-1

EWH-4 UP ABOVE IN ATTIC,

SEE SCHEMATIC

3/4" DCW & 1/2" DHW DOWN, 1/2"

DCW TO WATER CLOSET & 1/2"

DCW & 1/2" DHW TO MOP BASIN

1/2" DCW & DHW DOWN TO

LAVATORY

3/4" DCW &

3/4" DHW

3/4" DCW & DHW UP TO

WATER HEATER IN ATTIC

3/4" INCOMING DOMESTIC

WATER

OFFICEOFFICEOFFICEOFFICE

1R038

GROUP ROOMGROUP ROOMGROUP ROOMGROUP ROOM

1R036

EXAMEXAMEXAMEXAM

1R034

WORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTION

1R031

CORRIDORCORRIDORCORRIDORCORRIDOR

1R032

WAITINGWAITINGWAITINGWAITING

1R030

HKHKHKHK

1R040

TL STAFFTL STAFFTL STAFFTL STAFF

1R039

INJECTIONINJECTIONINJECTIONINJECTION

1R037

MEDSMEDSMEDSMEDS

1R035
TL PATIENTTL PATIENTTL PATIENTTL PATIENT

1R033

SMALL CONFSMALL CONFSMALL CONFSMALL CONF

1R029

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R027

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R025

LOUNGELOUNGELOUNGELOUNGE

1R023

TTTT

1R022

TRTRTRTR

1R021

VESTIBULEVESTIBULEVESTIBULEVESTIBULE

1R020

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R024

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R026OFFICEOFFICEOFFICEOFFICE

1R028

STORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATM

1R018

OFFICEOFFICEOFFICEOFFICE

1R017 ELECELECELECELEC

1R009

HALLHALLHALLHALL

1R013

MULTIMULTIMULTIMULTI

1R014

HKHKHKHK

1R012

STORSTORSTORSTOR

1R015

TTTT

1R011

ENTRYENTRYENTRYENTRY

1R010

WC-1

L-1

WC-1

1/2" DCW & DHW DOWN TO

MOP BASIN

3/4" DCW & DHW DOWN TO

WATER HEATER

3/4" INCOMING DOMESTIC

WATER

EWH-2

1/2" DCW & DHW

DOWN TO LAVATORY

1/2" DCW DOWN

TO WATER CLOSET

3/4" DCW

MB-1

L-1

1/2" DCW & DHW DOWN

TO WATER HEATER
3/4" INCOMING DOMESTIC

WATER

EWH-3

1/2" DCW & DHW  DOWN TO

LAVATORY

1/2" DCW DOWN TO

WATER CLOSET

IMB-1
S-1

WC-1

L-1

3/4" DHW DOWN FROM

EWH-1 IN ATTIC

LIVINGLIVINGLIVINGLIVING

1R007

KITCHENKITCHENKITCHENKITCHEN

1R005

ENTRYENTRYENTRYENTRY

1R001

HALLHALLHALLHALL

1R006

ELECELECELECELEC

1R002

1/2" DCW & DHW UP TO

DISHWASHER

1/2" DCW TO ICE MAKER

DINERDINERDINERDINER

1R016

TTTT

1R004

1/2" DCW & DHW FROM

BELOW TO BATH TUB

WC-1

L-2

BT-1

BT-2

1/2" DCW FROM BELOW

TO WATER CLOSET

1/2" DCW & DHW FROM

BELOW TO LAVARTORY

1/2" DCW & DHW FROM

BELOW TO BATH TUB

1/2" DCW & DHW FROM

BELOW TO WASHER BOX

BEDROOMBEDROOMBEDROOMBEDROOM

2R003

BEDROOMBEDROOMBEDROOMBEDROOM

2R005

ALCOVEALCOVEALCOVEALCOVE

2R006

LAUNLAUNLAUNLAUN

2R002

TTTT

2R001

HALLHALLHALLHALL

2R004 ROUTE 1/2" DCW & DHW OVER TO THIS

LOCATION AND INSTALL WASHER BOX HERE
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Department of

Veterans Affairs

SCALE:  1/8" = 1'-0"1
PLUMBING FIRST FLOOR PLAN - UTILITIES

SCALE:  1/8" = 1'-0"2
PLUMBING SECOND FLOOR PLAN - UTILITIES
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13.
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15.

16.
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ALL WORK SHALL COMPLY WITH THE INTERNATIONAL MECHANICAL CODE - 2009, LOUISIANA STATE PLUMBING CODE - 2000,

NFPA 90A - 2009, NFPA 70-2008, NFPA 72-2010 AND ALL REQUIREMENTS OF THE AUTHORITIES HAVING JURISDICTION.

CONTRACTOR SHALL VISIT THE SITE AND BECOME FAMILIAR THE WITH PROJECT SCOPE AND CONSTRAINTS, UTILITY

CONNECTIONS, AND ALL BUILDING SERVICES, PRIOR TO SUBMITTING BID.

DRAWINGS ARE SCHEMATIC IN NATURE AND SHALL NOT BE SCALED.  THE CONTRACTOR IS RESPONSIBLE FOR COORDINATING

EXACT ROUTING OF ALL SERVICES WITH SITE CONDITIONS, EXISTING CONDITIONS AND WITH WORK OF ALL OTHER TRADES.

EQUIPMENT SHOWN ON THE PLANS AND ELEVATIONS ILLUSTRATE THE GENERAL ARRANGEMENT AND SPACE ALLOCATIONS.  THE

CONTRACTOR SHALL VERIFY THE SPACE REQUIREMENTS FOR EACH SYSTEM COMPONENT USING MANUFACTURER'S CERTIFIED

SHOP DRAWINGS AND MAKE THE NECESSARY ADJUSTMENTS IN EQUIPMENT PLACEMENT AND CONNECTION IN ORDER TO

ACCOMMODATE THE EXACT EQUIPMENT TO BE INSTALLED.  CONTRACTOR SHALL LOCATE EQUIPMENT FOR READY AND SAFE

ACCESS FOR FUTURE MAINTENANCE AND REPAIRS.

DETAILS ILLUSTRATED ON THE DRAWINGS SHALL BE APPLIED IN ALL CASES WHERE THE FEATURE OCCURS IN THE SYSTEM

DESIGN.

COORDINATE ANY DEVICE REQUIRING AN ACCESS PANEL WITH THE ARCHITECT.

SUPPORTS, ANCHOR BOLTS, AND HANGERS FOR ALL EQUIPMENT SPECIFIED IN DIVISION 15 OR 23 SHALL CONFORM TO THE

SPECIFICATIONS.  MISCELLANEOUS STEEL BRACING SUPPORTS AND REINFORCING STEEL NEEDED TO SUPPORT EQUIPMENT

SPECIFIED IN DIVISION 15 OR 23 SHALL BE FURNISHED AS PART OF SCOPE OF WORK OF DIVISION 15 OR 23.

ALL PENETRATIONS THROUGH RATED WALLS, FLOORS, AND PARTITIONS MUST BE INSTALLED AND FIRES TO MEET URL FIRE

RESISTANCE LISTING DETAILS FOR THE PENETRATION.

FIRE DAMPERS AND FIRE/SMOKE DAMPERS SHALL BE INSTALLED IN ALL DUCTWORK PENETRATIONS THROUGH FIRE-RATED WALLS

OR FLOORS AND THROUGH FIRE/SMOKE-RATED WALLS OR FLOORS, RESPECTIVELY.  DAMPERS SHALL MEET THE REQUIREMENTS

OF THE FIRE OR FIRE/SMOKE WALL OR FLOOR RATING AND SHALL BE UL-LISTED.  REFER TO ARCHITECTURAL DRAWINGS FOR THE

LOCATIONS OF ALL FIRE-RATED AND FIRE/SMOKE-RATED WALLS OR FLOORS.

SMOKE DETECTORS SHALL BE LOCATED AS INDICATED ON THE MECHANICAL PLANS AND IN CONFORMANCE WITH NAPA

90A-2009, NAPA 72 - 2010, INTERNATIONAL MECHANICAL CODE-2009 AND ALL OTHER REQUIREMENTS OF THE AUTHORITIES

HAVING JURISDICTION.

CONTRACTOR SHALL VERIFY CLEARANCE REQUIREMENTS AND ROUTING OF DUCTWORK BEFORE FABRICATION BEGINS, AS DUCT

RISES AND DROPS MAY BE NECESSARY DUE TO FIELD CONDITIONS.  GENERAL CONTRACTOR TO COORDINATE VARIOUS TRADES

FOR SCOPE OF WORK ABOVE CEILING LEVELS.  PROVIDE ABOVE-CEILING COORDINATION DRAWING FOR ARCHITECT REVIEW

PRIOR TO START OF CEILING, MECHANICAL, ELECTRICAL, AND PLUMBING WORK.

ALL DUCTWORK SIZES SHOWN ARE INSIDE CLEAR DIMENSIONS IN INCHES.  REFER TO SPECIFICATIONS FOR INSULATION

REQUIREMENTS.

PROVIDE ALL SUPPLY AIR AND RETURN AIR DUCT ELBOWS WITH SINGLE THICKNESS TURNING VANES.

CEILING DIFFUSERS, REGISTERS AND GRILLES SHALL BE LOCATED AS SHOWN ON THE ARCHITECTURAL REFLECTED CEILING PLAN.

DIFFUSERS, REGISTERS AND GRILLES SHALL BE FURNISHED WITH MOUNTING FRAMES AND FEATURES IN ACCORDANCE WITH THE

CEILING TYPE.

UNLESS OTHERWISE NOTED ON PLANS, LOW RETURN AIR AND LOW EXHAUST AIR GRILLES OR REGISTERS ARE TO BE LOCATED

MINIMUM 8-INCHES ABOVE THE FINISHED FLOOR TO BOTTOM OF REGISTER OR GRILLE.

AIR INTAKES SHALL BE MINIMUM 10 FEET FROM ALL EXHAUST FAN OUTLETS AND PLUMBING VENTS THROUGH ROOF.

PIPING CONNECTIONS TO AIR HANDLING UNIT COILS AND MAJOR EQUIPMENT SHALL BE FABRICATED WITH ISOLATION VALVES,

FLANGES, AND/OR UNIONS POSITIONED TO ALLOW REMOVAL AND SERVICE OF THE COMPONENT PARTS.

ALL WALL-MOUNTED THERMOSTATS SHALL BE MOUNTED AT 48 INCHES AFF.

19. CONTRACTOR TO VERIFY ALL REFRIGERANT PIPE SIZES PRIOR TO INSTALLATION.

SPLIT  SYSTEM  A/C  UNIT  SCHEDULE

FAN  SCHEDULE

MECHANICAL GENERAL NOTES

AIR DEVICE  SCHEDULE

GRAVITY INTAKE VENT  SCHEDULE

IDENT.
MODEL NO.

EVAP. COND. UNIT

INDOOR UNIT

CFM
MANUFACTURER

NOTE: THIS LEGEND IS GENERAL IN NATURE. SOME OF THE LISTED SYMBOLS MAY NOT APPEAR IN THIS SET OF DRAWINGS.

MECHANICAL LEGEND

SYMBOL DESCRIPTION SYMBOL DESCRIPTION

DG

VAV/CV

200ID

MVD MVD

24x12 24x12

OR 8-

OR OR

R/D

OR

OR

RHC-XX

R/D

NAME

NO.

FD

SD

FSD

SD

TS

HS

T

H

M

SD

FD

SD

FSD

M

D DRAIN LINE

SHEET ON WHICH

DETAIL IS LOCATED

DETAIL NO.

POINT OF CONNECTION, NEW TO EXISTING

SPECIFIC NOTE DESIGNATION

BRANCH DUCT CONNECTION, CONICAL TEE

AND ROUND TRUNK.

BRANCH DUCT CONNECTION, STRAIGHT

TEE AND ROUND TRUNK.

TRANSITION

RADIUS ELBOW

SQUARE THROAT ELBOWS WITH TURNING

VANES

BRANCH DUCT CONNECTION,

RECTANGULAR OR ROUND BRANCH WITH

MANUAL VOLUME DAMPER AND

RECTANGULAR TRUNK.

RISE OR DROP IN ELEVATION

SPLITTER WITH SPLIT SIZES SHOWN

SPLITTER WITH SPLIT SIZES SHOWN

RIGID DUCTWORK AND SIZE. DIMENSIONS

ARE INSIDE CLEAR

MANUAL VOLUME DAMPER

MOTORIZED DAMPER

DUCT ACCESS DOOR

DUCT TEE WITH SPLITTER DAMPER

DUCT-MOUNTED SMOKE DETECTOR

DUCT-MOUNTED FIRE/SMOKE DAMPER

DUCT-MOUNTED SMOKE DAMPER

DUCT-MOUNTED FIRE DAMPER

REHEAT COIL WITH IDENTIFICATION

TERMINAL BOX WITH IDENTIFICATION

NUMBER, VARIABLE AIR VOLUME OR

CONSTANT VOLUME DESIGNATION,

AIRFLOW SETTINGS.

RELATIVE HUMIDITY SENSOR

TEMPERATURE SENSOR

HUMIDISTAT

THERMOSTAT

NEW EQUIPMENT WITH IDENTIFICATION

DOOR GRILLE

SUPPLY DUCT UP

SUPPLY DUCT DOWN

RETURN DUCT UP

RETURN DUCT DOWN

EXHAUST DUCT UP

EXHAUST DUCT DOWN

SUPPLY, RETURN AND EXHAUST GRILLE

(12x12 FACE)

LINEAR DIFFUSER AND AIR QUANTITY.

(24x24 FACE)

LAMINAR FLOW SUPPLY DIFFUSER AND AIR

QUANTITY. (24x24 FACE)

EXHAUST GRILLE AND AIR QUANTITY.

(24x24 FACE)

RETURN AIR GRILLE AND AIR QUANTITY.

(24x24 FACE)

SUPPLY DIFFUSER AND AIR QUANTITY.

(SHADED AREA INDICATES NO THROW IN

THIS DIRECTION) (24x24 FACE)

F

E

ENERGY EFFICIENCY RATIO

FURNISHED BY CONTRACTOR

FEETFT

FLOOR DRAIN

FINS PER INCH

FLOOR CLEANOUT

FULL LOAD AMPS

FEET PER MINUTE

FURNISHED BY OWNER

FPM

FPI

FCO

FLOOR

FBO
FBC

FD
FL
FLA

FRESH AIR

FACE VELOCITY

FLEXIBLE

FINISHED

FINISHED FLOOR

FV

FIN

FF

F/A

FLOOR

FUTURE

FLR

FUT

FLEX

EER

T

EXTERNAL STATIC PRESSURE
EXHAUSTEXH

ELEVATION
ENTERING

EVAPORATOR
EXTERNAL

ELEV
ENT

EXT
EVAP

ELECTRICAL

EMERGENCY

EXHAUST FAN

ELEVATION

EXTERIOR

EXHAUST AIR

ELEC

EMER
EX
ESP

E/A

EL

EF

S

R

GALLONS PER HOUR

GALLONS PER MINUTE

ICE MAKER BOX

IN ACCORDANCE WITH

INSTALLED BY CONTRACTOR

INSTALLED BY OWNER

LOCKED ROTOR AMPS

MECHANICAL ABBREVIATIONS

D

C

B

CUBIC FEET PER HOURCFH

DIRECT DIGITAL CONTROL

DRY BULB TEMP (DEG F)

CONTROL DAMPERDPR

DIFFUSER

DIAMETER

DIMENSION

DRAWING

DIRECT EXPANSION

DIM

DOWN

DAMPER

Db

DX

DMPR

DN

DWG

DDC

DIFF

DIA

CLEANOUT
CAPACITY

CO

CHILLER

CUBICCU.

CH

CAP

P

O

N

CUBIC FEET PER MINUTE

CONTINUED/CONTINUOUS

COLD WATER

CENTERLINE

CAP FOR FUTURE

COOLING COIL
CONDENSINGCOND

CC

CONT

CFM

C/L

CW

CFF

CONDENSER

BOTTOM OF PIPE

BOTTOM OF DUCT

CEILING DIFFUSER

BACKDRAFT DAMPER

BRITISH THERMAL UNIT

PER HOUR (BTU/H)

BOP

CND
CD

BTUH

B.DPR

B0D

LEAVINGLVGL

M

LF

LB
LRA

LINEAR FEET

POUND

INV

K

IAW

IM

KW

I
IBC

IBO

IN

INVERT

KILOWATT

INCHES

A

AUTOMATIC VOLUME DAMPER

AIR COOLED CONDENSING

AMERICAN DISABILITIES ACT

AUTOMATIC

AIR OUTLET

AMBIENT

MECHANICAL ENGINEERS
AMERICAN SOCIETY OF

STANDARDS INSTITUTE
AMERICAN NATIONAL

AIR CONDITIONING UNIT

AVD

AO

ASME

AMPERE

ANSI

A/C

AUTO

AMP

AMB

AIR FILTER

AIR VENT

ABOVE FINISHED FLOOR
AIR HANDLING UNIT

UNIT

AF

AHU

AV

AFF

ADA

ACCU

HP

H HC
HORIZ

HORSEPOWER

HANDICAPPED
HORIZONTAL

G
GND

GPM

GPH

GALV

GA GAUGE (GAGE)

GROUND
GALVANIZED

W

U

V

C.I. CAST IRON

FCU FAN COIL UNIT

FHV FIRE HOSE VALVE

FHC FIRE HOSE CABINET

ECO EXTERIOR CLEANOUT

AIR FLOW METERAFM

NOT IN CONTRACT

NOT TO SCALE

NOMINAL

NATIONAL FIRE PROTECTION

NORMALLY CLOSED

NORMALLY OPEN

NECK

OUTSIDE AIR

ON CENTER

OUTSIDE DIAMETER

OUTSIDE STEM & YOKE

OUNCES (PRESSURE)

POUNDS PER SQUARE IN

POLYVINVL CHLORIDE

PRESSURE DROP

PRESSURE

NIC

NTS

NOM

NFPA

N/C

N/0

NK

O/A

OC

OD

OS&Y

OZ

PSI

PVC

PD

PRESS

RETURN AIR

REFERENCE

REVOLUTIONS PER MIN

ROUND

RELATIVE HUMIDITY

R/A

REF

RPM

RND

Rh

SUPPLY AIR

SEASONAL ENERGY EFFICIENCY

STATIC PRESSURE

SHEET

SPECIFICATION
SINK

TOP OF DUCT

TOP OF PIPE

TEMPERATURE AND PRESSURE

TYPICAL

TEMPERATURE

TOTAL PRESSURE

S/A

SEER

SP

SHT

SPEC
S

TOD

TOP

T&P

TYP

TEMP

TP

RATIO

 ASSOC

UL

VD

VAV

VEL

VERT

VI

VOJ
V

W/

W/O

W

Wb

WC

UNDERWRITERS LISTED

VOLUME DAMPER

VARIABLE AIR VOLUME

VELOCITY

VERTICAL

VIBRATION ISOLATOR

VERIFY ON JOB
VENT

WITH

WITHOUT

WATER

WET BULB (DEG F)

WATER CLOSET

MCA

MECHANICAL

MOTORIZED DAMPER

MAXIMUM

MINIMUM

MANUFACTURER

MOP BASIN
MAXIMUM CURRENT AMPS

MECH

MD

MAX

MIN

MFR

MB

FHR FIRE HOSE RACK

EWH ELECTRIC WATER HEATER

1 2

INDOOR UNIT ELECT
VOLTAGE

FAN MOTOR HEATER

COND. UNIT ELECT

VOLT MCA
REMARKS

1 2
A

B

COOLING CAPACITY BASED ON 95° O.A.T. &

80°/67° INDOOR TEMP.

HEAT PUMP CAPACITY @ 47° O.A.T.
WALL MOUNTED T'STAT W/SUBBASE

OPERATION TO 0° F

REMARKSIDENT. MANUFACTURERSYSTEM TYPE MODEL NO. CFM S.P.
MAX. TIP
 SPEED WATTS

MOTOR (1)

RPM ELECT. WEIGHT (LBS)
OPERATING

EF-1

EF-2

EF-3

EF-4

EF-5

EF-6

EF-7

EF-8

CABINET - - 75 0.5"

150

75

75

75

75

75

75

0.375"

RESTROOM

CABINET -RESTROOM

CABINET -RESTROOM

CABINET -

CABINET -RESTROOM

CABINET -JANITOR'S CLOSET

CABINET -RESTROOM

CABINET -RESTROOM

JANITOR'S CLOSET

0.375"

0.375"

0.375"

0.375"

0.375"

0.375"

-

-

-

-

-

-

-

80080--- 120/1

979173--- 120/1

76780--- 120/1

80--- 120/1

80--- 120/1

80--- 120/1

80--- 120/1

80--- 120/1

1O

1O

1O

1O

1O

1O

1O

1O

PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER

PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER

PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER

PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER

PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER

PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER

PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER

PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER

FC-1

FC-2

FC-3

FC-4

FC-5

767

767

767

767

767

-

-

-

-

-

208/1

208/1

208/1

208/1

208/1

1200

800

1400

1400

1600

180

120

210

210

240

-

-

-

-

-

23.5

21.6

36.6

36.6

36.6

-

-

-

-

-

15000

11600

24000

24000

24000

9 KW

6 KW

11 KW

11 KW

11 KW

25920

17280

30240

30240

30240

36000

24000

42000

42000

48000

3/4 HP

1/2 HP

3/4 HP

3/4 HP

3/4 HP

---

---

---

---

---

IDENT. MANUFACTURERTYPE MOUNT MODEL NO. NC

1S

2S

3S

1R

2R

SURFACE - - 20SUPPLY

SUPPLY

SUPPLY

FILTER RETURN

FILTER RETURN

SURFACE

SURFACE

SURFACE

SURFACE

20

20

20

20

-

-

-

-

-

-

-

-

NECK

14x8

6"-

8"-

16x16

40x10

MIN.

O.A.

COOLING

CAPACITY

HEATING

CAPACITY

ELEC COIL

CAPACITY

FAN

FLA

FACE

16x10

12x6

14x8

18x18

42x12

IDENT. MANUFACTURER MODEL NO. REMARKS

GIV-1

GIV-2

GIV-3

GIV-4

GIV-5

- -

THROAT

8"-

10"-

CFM

180

120

210

240

210

8"-

10"-

10"-

- -

- -

- -

- -

PROVIDE OWNER WITH (2) EXTRA SETS OF
DISPOSABLE FILTERS

PROVIDE OWNER WITH (2) EXTRA SETS OF
DISPOSABLE FILTERS

PROVIDE OWNER WITH (2) EXTRA SETS OF
DISPOSABLE FILTERS

PROVIDE OWNER WITH (2) EXTRA SETS OF
DISPOSABLE FILTERS

PROVIDE OWNER WITH (2) EXTRA SETS OF
DISPOSABLE FILTERS

EF-9 75CABINET -RESTROOM 0.375"- 80--- 120/1 1O PROVIDE WITH SPEED CONTROLLER AND BACKDRAFT DAMPER767

FAN

2.2

0.9

2.2

2.2

2.2

FLA
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1S2101S235 1S255

1S235

2S50

1S215 20x10 TO 40x10 TRANSITION

EF-1

14x8 SUPPLY DUCT,  PROVIDE WITH 1-

1/4" FLANGE AT SOFFIT PENETRATION

FOR REGISTER (TYPICAL OF 5)

6/3 FLAT OVAL STACK UP, SEE SECOND

FLOOR FOR CONTINUATION

EF-3

6"Ø EXHAUST DUCT UP TO ROOF JACK

EF-8

6"Ø EXHAUST DUCT UP TO ROOF JACK

EF-7

EF-5

6"Ø EXHAUST DUCT UP TO ROOF JACK

22"x12"14"x12"10"x12"

3S150

3S150

3S195

3S1953S195
3S195

2S100

2S50

2S50

2S120

8
"ø

8
"ø

8
"ø

8
"ø

3S130

20"x12"14"x12"8"x12"

3S130

3S200
3S185

2S750

2S50

EF-6
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10"Ø OUTSIDE AIR DUCT UP TO

GRAVITY INTAKE VENT, PROVIDE

MANUAL BALANCE DAMPER AND

BALANCE TO 210 CFM, PROVIDE WITH

MOTORIZED DAMPER & INTERLOCK WITH

FC-3 SUPPLY FAN

HP-5HP-4

FC-4

8
"ø

FC-5

FC-3

8
"ø

6"ø
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2S50

6"ø
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HP-2 HP-3

1R1000

FC-1

20x10 RETURN DUCT

6"Ø

T

20"x10"14"x10"10"x10"

6
"ø

EF-4

6"Ø EXHAUST DUCT UP TO ROOF JACK

2S80
6"ø

20"x14"

2R1190

T

T

T

6"ø

2R1190

2R1190

10"Ø OUTSIDE AIR DUCT UP TO

GRAVITY INTAKE VENT, PROVIDE

MANUAL BALANCE DAMPER AND

BALANCE TO 210 CFM, PROVIDE WITH

MOTORIZED DAMPER & INTERLOCK WITH

FC-4 SUPPLY FAN

10"Ø OUTSIDE AIR DUCT UP TO GRAVITY

INTAKE VENT, PROVIDE MANUAL

BALANCE DAMPER AND BALANCE TO

240 CFM, PROVIDE WITH MOTORIZED

DAMPER & INTERLOCK WITH FC-5 SUPPLY

FAN

2
0
"x
1
2
"

6/3 FLAT OVAL STACK

UP, SEE SECOND FLOOR

FOR CONTINUATION

OFFICEOFFICEOFFICEOFFICE

1R038

CORRIDORCORRIDORCORRIDORCORRIDOR

1R032

TL STAFFTL STAFFTL STAFFTL STAFF

1R039

INJECTIONINJECTIONINJECTIONINJECTION

1R037

MEDSMEDSMEDSMEDS

1R035
TL PATIENTTL PATIENTTL PATIENTTL PATIENT

1R033

WAITINGWAITINGWAITINGWAITING

1R030

WORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTION

1R031

EXAMEXAMEXAMEXAM

1R034

GROUP ROOMGROUP ROOMGROUP ROOMGROUP ROOM

1R036

SMALL CONFSMALL CONFSMALL CONFSMALL CONF

1R029

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R027

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R025

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R026

OFFICEOFFICEOFFICEOFFICE

1R028

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R024

VESTIBULEVESTIBULEVESTIBULEVESTIBULE

1R020

LOUNGELOUNGELOUNGELOUNGE

1R023

TTTT

1R022

TRTRTRTR

1R021

STORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATM

1R018

OFFICEOFFICEOFFICEOFFICE

1R017

HALLHALLHALLHALL

1R013

ENTRYENTRYENTRYENTRY

1R010

MULTIMULTIMULTIMULTI

1R014

HALLHALLHALLHALL

1R013

HKHKHKHK

1R012

STORSTORSTORSTOR

1R015

TTTT

1R011

ELECELECELECELEC

1R009

LIVINGLIVINGLIVINGLIVING

1R007

KITCHENKITCHENKITCHENKITCHEN

1R005

ENTRYENTRYENTRYENTRY

1R001

HALLHALLHALLHALL

1R006
ELECELECELECELEC

1R002

8"Ø EXHAUST DUCT FROM RANGE

HOOD, ROUTE IN JOIST SPACE AND

MAKE FINAL CONNECTION AT EXTERIOR

WALL WITH BROAN EXHAUST WALL CAP

TTTT

1R004

UNDERCUT ALL INTERIOR DOORS FOR EACH BUILDING 1"

FOR RETURN AIR

6"ø

EF-9

3/8" LIQUID AND 3/4" SUCTION

PIPING FROM HP-2 UP TO FCU-2

3/8" LIQUID AND 3/4" SUCTION

PIPING FROM HP-1 TO FCU-1

3/8" LIQUID AND 3/4" SUCTION

PIPING FROM HP-3 TO FCU-3

REFRIGERANT PIPING RUN UNDER

LEVEL 1, SHOWN FOR CLAIRIFICATION

REFRIGERANT PIPING RUN UNDER

LEVEL 1, SHOWN FOR CLAIRIFICATION

REFRIGERANT PIPING RUN UNDER

LEVEL 1, SHOWN FOR CLAIRIFICATION

3/8" LIQUID AND 3/4" SUCTION

PIPING FROM HP-4 TO FCU-4

REFRIGERANT PIPING RUN UNDER

LEVEL 1, SHOWN FOR CLAIRIFICATION

3/8" LIQUID AND 7/8" SUCTION

PIPING FROM HP-5 TO FCU-5

3S260

2S50
3S180

8"Ø OUTSIDE AIR DUCT UP TO GRAVITY

INTAKE VENT, PROVIDE MANUAL BALANCE

DAMPER AND BALANCE TO 120CFM,

PROVIDE WITH MOTORIZED DAMPER &

INTERLOCK WITH FC-2 SUPPLY FAN

EF-2

6/3 FLAT OVAL STACK UP, SEE SECOND

FLOOR FOR CONTINUATION

1R575

FC-2

T

8
"ø

6
"ø

8
"ø

8
"ø

6
"ø

6"ø

3S160
1S100

2S50

6"Ø EXHAUST DUCT UP TO ROOF JACK

6"Ø EXHAUST DUCT UP TO ROOF JACK

14"x12"10"x12"8"x12"

20"x8"

8"Ø OUTSIDE AIR DUCT UP TO GRAVITY

INTAKE VENT, PROVIDE MANUAL BALANCE

DAMPER AND BALANCE TO 180 CFM,

PROVIDE WITH MOTORIZED DAMPER &

INTERLOCK WITH FC-1 SUPPLY FAN

BEDROOMBEDROOMBEDROOMBEDROOM

2R005

BEDROOMBEDROOMBEDROOMBEDROOM

2R003

TTTT

2R001

LAUNLAUNLAUNLAUN

2R002

HALLHALLHALLHALL

2R004

ALCOVEALCOVEALCOVEALCOVE

2R006

3/8" LIQUID AND 3/4" SUCTION PIPING

FROM FCU-2 DOWN TO HP-2 ON 1st FLOOR
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SCALE:  1/8" = 1'-0"1
MECHANICAL FIRST FLOOR PLAN - HVAC

SCALE:  1/8" = 1'-0"2
MECHANICAL SECOND FLOOR PLAN - HVAC



MANUFACTURER

F1

TYPE CATALOG NO. LAMPS REMARKS        (NOTES)MOUNTINGVOLT

(1) 32W TRTGOTHAM 120 RECESSED

F1A (1) 32W TRTGOTHAM 120 RECESSED

F2 (1) 42W TRTGOTHAM 120 RECESSED

F2A GOTHAM 120 RECESSED(1) 42W TRT

F2B GOTHAM 120 RECESSED(1) 42W TRT

F3 2- (3) 54W T5HOCORELITE 120

F3A  4- (3) 54W T5HOCORELITE 120

F4 2-U6T8METULAX 120 SURFACE

PENDANT

PENDANT

F5 1-T5METALUX 120 SURFACE

F7 LITHONIA LIGHTING
120 RECESSED(2) 54W T5HO

F6 13W CFLITHONIA 120 WALL

WB (2) 9W  TTLIGHTOLIER 120 WALL MTD

F8 (1) 26W TRTGOTHAM 120 RECESSED

X1 LEDLITHONIA 120 WALL MTD

F9 (1) 26W TRTGOTHAM 120 RECESSED

F4A 2-32T8METALUX 120 SURFACE

F4B 2-32T8METALUX 120 SURFACE

F3B  2- (3) 25W T5HOCORELITE 120 PENDANT

EXTERIOR SCONCE

X2 LEDLITHONIA 120 WALL MTD

X3 LEDLITHONIA 120 WALL MTD

ELECTRICAL ABBREVIATIONS TYPICAL MOUNTING HEIGHTS

ELECTRICAL GENERAL NOTES

LIGHTING FIXTURE SCHEDULE (1)(2)

NOT TO SCALE

TRANSIENT VOLT. SURGE SUPPRESSOR

TRANSFER

TRANSFORMER

WEATHER-PROOF

WATER HEATER

VOLTAMPERE

UNLESS OTHERWISE NOTED

UNDER COUNTER

TELEVISION

TELEPHONE TERMINAL BOARD

TELEPHONE

SWITCHGEAR

SWITCHBOARD

SPECIFICATION

SPEAKER

SOLID NEUTRAL

REQUIRED

REFRIGERATOR

RECEPTACLE

PUBLIC ADDRESS

PROVISIONS FOR BREAKER

WITHOUT

TYPICAL

PHASE

MAXIMUM

NATIONAL ELECTRICAL CODE

MOUNTING

MOUNTED

MAIN LUGS ONLY

MEDICAL GAS ALARM PANEL

MANUFACTURER

MECHANICAL

CIRCULAR MILS, THOUSANDS

MOTOR CONTROL CENTER

KILOVOLT-AMPERE

KILOWATT

MAIN CIRCUIT BREAKERMAIN CIRCUIT BREAKER

LIGHTING

EQPT EQUIPMENT TTB

GROUND FAULT INTERRUPTER

FIRE ALARM CONTROL PANEL

FULL LOAD AMPS

INCANDESCENT

HOT WATER CIRCULATING

HORSE POWER

FAN COIL UNIT

FIRE ALARM

HOT WATER

HEIGHT

HEATER

GROUND

FLOOR

EXISTING

INCAND

HT

HP

GND

HTR

HWC

HW

FA

FACP

FCU

FLR

GFI

FLA

EXTG

W/O

XFR

XFMR

W/

WP

WH

W

WITH

WATT

TVSS

UC

TYP

UON

VA

V

TV

VOLT

AMPS INTERRUPTING CAPACITY x1000

AUTOMATIC TRANSFER SWITCH

ELECTRIC DRINKING FOUNTAIN

CABINET

EXHAUST FAN

EXPLOSION-PROOF

DISCONNECT

CIRCUIT BREAKER

CENTER LINE

CURRENT TRANSFORMER

COPPER

ELEVATOR

DOWN

DRAWING

EACH

CIRCUIT

CEILING

AMPERE TRIP

AIR HANDLING UNIT

AMPERE FUSE

ALTERNATING CURRENT

ABOVE FINISHED FLOOR

ANNUNCIATOR

APPROXIMATE

AMERICAN WIRE GAUGE

CONDUIT

ARCHITECT

BUILDING

BASEMENT

CAB

DN

EA

EF

DWG

EDF

EP

ELEV

CB

CL

CT

CKT

CLG

DISC

CU

APPROX

ARCH

ATS

AWG

BLDG

BSMT

C

AC

AF

AT

KAIC

AFF

AHU

ANN

NTS

SWGR

TEL

REQD

SWBD

SPEC

SPKR

SN

PNL

PFB

REFRIG

RECP

PH

PA

P POLE

PANEL

NEC

MECH

MFR

MGAP

MLO

MTD

MTG

MAX

KVA

KW

LTG

MCBMCB

MCC

MCM

JUNCTION BOX

KILOVOLTABOVE COUNTER

AMPEREA

ABC

ABBR. DEFINITION ABBR.

KV

JB

DEFINITION

LIGHTING FIXTURES
WALL MOUNTED, SCONCE
WALL MOUNTED, ABOVE MIRROR
WALL MOUNTED, ABOVE DOOR

STEP MOUNTED

WALL MOUNTED, NEAR ROOF

MANUAL MOTOR STARTERS

FOR TELEVISION

WALL SWITCHES AND DIMMERS

ABOVE COUNTER WITHOUT BACKSPLASH
ABOVE COUNTER WITH BACKSPLASH

WALL HUNG SINKS (GFCI)

WALL MOUNTED, NEAR GRADE

WALL MOUNTED, BESIDE DOOR

WALL MOUNTED, ABOVE STAIR LANDING

PANELBOARD

DOOR ALARM
PUSHBUTTON

MANUAL PULL

CCTV CAMERA
CCTV MONITOR

CHIME, HORN AND/OR STROBE

ABOVE COUNTER WITHOUT BACKSPLASH
ABOVE COUNTER WITH BACKSPLASH

ABOVE COUNTER WITHOUT BACKSPLASH
ABOVE COUNTER WITH BACKSPLASH

DOOR ACCESS KEYPAD

WALL TELEPHONE

ABOVE COUNTER WITHOUT BACKSPLASH
ABOVE COUNTER WITH BACKSPLASH

MOTOR STARTER
SAFETY SWITCH

COMMUNICATIONS CABINET

SMOKE, HEAT DETECTORS
CONTROL PANEL, ANNUNCIATOR
MAGNETIC DOOR HOLDER

DESK/TABLE

FIRE ALARM

DATA OUTLETS

TV CABLE OUTLET

CONTROL/SECURITY

TELEPHONE

ELECTRICAL EQUIPMENT

WALL

WALL

SWITCHES

RECEPTACLES

MULTIOUTLET RACEWAY WALL

WALL

CLOCK

INTERIOR

EXTERIOR
IN SOFFIT

6'-8" OR 0'-6" BELOW CEILING

6'-6" TO TOP OF ENCLOSURE
0'-8" DOWN FROM TOP OF DOOR

TO BOTTOM OF FIXTURE
CEILING

3'-10"

-

0'-8" ABOVE TOP OF COUNTER
0'-4" ABOVE TOP OF BACKSPLASH

CENTER BETWEEN FRAME & CEILING
0'-8" ABOVE TOP OF MIRROR

(SEE ACHITECTURAL DETAIL)

(SEE ARCHITECTURAL DETAIL)
8'-0" ABOVE GRADE LEVEL

0'-8" ABOVE TOP OF COUNTER
0'-4" ABOVE TOP OF BACKSPLASH

0'-8" ABOVE TOP OF COUNTER
0'-4" ABOVE TOP OF BACKSPLASH

0'-8" ABOVE TOP OF COUNTER
0'-4" ABOVE TOP OF BACKSPLASH

6'-6" TO TOP OF ENCLOSURE
6'-6" TO TOP OF ENCLOSURE
6'-6" TO TOP OF ENCLOSURE
6'-6" TO TOP OF ENCLOSURE

0'-6" BELOW CEILING LEVEL

3'-10"
3'-10"
3'-10"

1'-6"

1'-6"

4'-2-1/2" TO TOP OF PHONE
1'-6"

(SAME AS TV OUTLET)

ALIGN W/TOP OF DOOR FRAME
3'-10"

1'-6"

3'-0"

2'-6" BELOW PARAPET

4'-0"
3'-10"

6'-6"

6'-0"

7'-0"

5.

4.

3.

2.

1.

6.

IF CARD READER 3'-6"

LIFE-SAFETY BATTERY BACK-UP SURFACE OR RECESSED FIXTURE

FLUORESCENT FIXTURE (TYPE DETERMINES MOUNTING)

SURFACE OR RECESSED FLUORESCENT

LIFE-SAFETY BATTERY BACK-UP SURFACE OR RECESSED FLUORESCENT

LIFE-SAFETY BATTERY BACK-UP EXIT FIXTURE (TYPE DETERMINES MOUNTING)

DESIGNATES FIXTURE TYPE - SEE LIGHTING FIXTURE SCHEDULE

LIFE-SAFETY BATTERY BACK-UP SURFACE OR SUSPENDED FLUORESCENT

SINGLE POLE SWITCH - KEY OPERATED

VARIABLE INTENSITY CONTROL

INTERVAL TIMER CONTROL SWITCH

MOTOR RATED SWITCH WITH THERMAL OVERLOAD

PILOT LIGHT - LIT WHEN OFF

OCCUPANCY SENSOR SWITCH

NO MODIFIER - SINGLE POLE SWITCH

SWITCH MODIFIERS

DOUBLE POLE SWITCH - CENTER OFF

NORMAL SWITCH - IVORY TOGGLE

M

OC

P

DIMMER SWITCH

THREE WAY SWITCH

FOUR WAY SWITCH

IT

V

D

K

4

3

2

LIFE-SAFETY BATTERY BACK-UP WALL BRACKET FIXTURE

BATTERY POWERED EMERGENCY LIGHT

GROUND AND POLE MOUNTED SITE FIXTURES

SURFACE OR RECESSED FIXTURE

SURFACE OR SUSPENDED

FIXTURE (TYPE DETERMINES MOUNTING)

NORMAL BRANCH WALL BRACKET FIXTURE

(TYPE DETERMINES MOUNTING)

(TYPE DETERMINES MOUNTING)

FIXTURE (TYPE DETERMINES MOUNTING)

FIXTURE (TYPE DETERMINES MOUNTING)

TRACK LIGHTING

'F1'

SWITCHES

SYMBOL DESCRIPTION

LIGHTING

3'-8"
AFF TO CL

SEE SPECS

3'-10" AFF

AFF TO CL

AS NOTED

4" ABC OR

AS NOTED OR
SEE MTG HTS

AFF TO CL

AFF TO CL

AS NOTED OR
SEE MTG HTS

AS NOTED OR

SEE MTG HTS
AS NOTED OR

1'-8"

250V, 2-POLE, SINGLE RECEPTACLE, RATING AS SHOWN ON PLAN

SPECIAL RECEPTACLE (TYPE AS NOTED)

DUPLEX FLOOR RECEPTACLE

ABOVE FINISHED GRADE

CONNECTION FOR FILM ILLUMINATOR,  COORDINATE ROUGH-IN

WIREMOLD - LENGTH AS REQUIRED

PRIOR TO INSTALLATION

120V. GFCI  RECEPTACLE (SPECIAL MOUNTING HEIGHT)

120V. GFCI  RECEPTACLE

FURNITURE MOUNTED

ABOVE FINISHED FLOOR

ABOVE COUNTER

120V. DUPLEX RECEPTACLE - WHITE UON

120V. DUPLEX RECEPTACLE - SPECIAL MOUNTING HEIGHT -

120V. QUADRUPLEX RECEPTACLE - WHITE UON

120V. QUADRUPLEX RECEPTACLE - SPECIAL MOUNTING HEIGHT

UNDER COUNTER REFRIGERATOR

SPECIAL MOUNTING HEIGHT - AS NOTED OR SEE SPECS

WEATHERPROOF

REFRIGERATOR

ISOLATED GROUND

AFF TO CL
3'-8"

WP

SMH

TV

UC

MW

REF

TELEVISION

MICROWAVE

AFF

AFG

CLG

CP

ICE

F

ABC

IG

COFFEE POT

ICE MAKER

CEILING

WHITE UON

- WHITE UON

RECEPTACLE MODIFIERS

SMOKE DETECTOR ALARM REMOTE INDICATOR/TEST SWITCH

DUCT SMOKE DETECTOR - RETURN DUCT

DUCT SMOKE DETECTOR - SUPPLY DUCT

FIRE ALARM STROBE\SPEAKER COMBINATION

FIRE ALARM STROBE\SPEAKER COMBINATION WALL MOUNT

FIRE ALARM MANUAL PULL STATION - KEY OPERATED

FIRE ALARM 10" BELL

HEAT DETECTOR

SMOKE DETECTOR REMOTE INDICATOR

FIRE ALARM HORN

FIRE ALARM HORN

FIRE ALARM HORN/STROBE

FIRE ALARM STROBE

FIRE ALARM SMOKE DETECTOR WITH SOUNDER BASE

FIRE ALARM SPEAKER

FIRE ALARM STROBE - 15cd U.O.N.

FIRE ALARM MANUAL PULL STATION

R

SAI

RI

D

D S

H

S

F

FS

FS

F

F

F

F K

F

FS

CEILING

CEILING

2

IT

DS

C

C

C

HOA

LC

PC

AFF TO CL

CEILING

CEILING

AFF TO CL

AFF TO CL

6'-8"

3'-8"

3'-8"

V

UH

J

PS

CLOCK, DOUBLE FACE - CLOCK AND RECEPTACLE AS SPECIFIED.

CLOCK, SINGLE FACE - CLOCK AND RECEPTACLE AS SPECIFIED.

FUSIBLE SAFETY SWITCH, SIZE NOTED (FRAME/V/POLES/FUSE)

NON-FUSIBLE SAFETY SWITCH, SIZE NOTED (FRAME/V/POLES)

DOOR SWITCH MOUNTED IN DOOR JAMB

PANELBOARD - SURFACE MOUNTED

PANELBOARD - FLUSH MOUNTED

FACTORY WIRED CONTROLLER OR EQUIPMENT

PAGING SYSTEM VOLUME CONTROL

HAND - OFF - AUTOMATIC CONTROLLER

LIGHTING CONTACTOR

INTERVAL TIMER

TRANSFORMER

PHOTO CELL

DUCT HEATER CONNECTION

JUNCTION BOX

UNIT HEATER CONNECTION

MOTOR CONNECTION

PAGING SPEAKER

AFF TO CL

AS NOTED

AFF TO CL

AFF TO CL

6'-6" TO

3'-8"

7'-0"

7'-0"

7'-0"

CENTERLINE

MOUNTING
HEIGHT

MOUNTING
HEIGHT

SYMBOL

POWER - RECEPTACLES

DESCRIPTION

ELECTRICAL LEGEND

DESCRIPTIONSYMBOL

FIRE ALARM

HEIGHT
MOUNTING

MISCELLANEOUS

POWER FOR SECURITY DEVICE AFCSEC

DESIGNATES SWITCH - SEE LIGHTING DRAWINGS'a'

LOW VOLTAGE CONTROL SWITCHLV

FACP

ANN

4'-0" AFF

4'-0" AFF

FIRE ALARM CONTROL PANEL

FIRE ALARM ANNUNCIATOR PANEL

DACT FIRE ALARM DIALER

FS

TS

FIRE ALARM FLOW SWITCH

FIRE ALARM TAMPER SWITCH

Y FIRE ALARM SUPERVISORY SWITCH

Z ZONE MODULE

NOTE: NOT ALL SYMBOLS APPEAR ON DRAWINGS

F

F CEILING

CEILING

CS CALL SWITCH - WALL MOUNTED

AFF TO CL
120V. TAMPER CHILD PROOF DUPLEX RECEPTACLE - WHITE UON

POWER/DATA/TELEPHONE POLE DROP

WM

120V DUPLEX RECEPTACLE - WHITE ON WITH FLUSH MOUNTED JUNCTION
BOX.  EXTENDED TO EXPOSED WIRE.  COORDINATE WITH AB INSTALLER.

AFF TO CL

AFF TO CL
6'-8"

AFF TO CL
6'-8"

AFF TO CL
6'-8"

AFF TO CL
6'-8"

1'-8"

1'-8"

1'-8"

120V. QUADRUPLEX RECEPTACLE - WHITE UON - BY POWER REEL

CIRCUITRY

CONCEALED CIRCUIT IN CONDUIT

EXPOSED CIRCUIT IN CONDUIT

BELOW GRADE OR CONCEALED IN SLAB CIRCUIT IN CONDUIT

GROUPED HOMERUN WITH SHARED NEUTRAL

MULTIPOLE HOMERUN, CONDUCTORS AS REQUIRED BY EQUIPMENT2/4, 2/4/6

1,3 or 1,3,5

SWITCH LEG'S AND TRAVELLER

TICKS MARK:  NUMBERS OF HOT WIRE AND ONE NEUTRAL.

1 POWER CIRCUIT HOME RUN (2 CONDUCTORS + GND [+ IG AS REQ] UON)

1 DATA/COMM CIRCUIT HOME RUN (1 CAT 6 CABLE TO DESIGNATED PATCH PANEL)

2 POWER CIRCUIT HOME RUN (3 CONDUCTORS + GND [+ IG AS REQ] )

3 POWER CIRCUIT HOME RUN (4 CONDUCTORS + GND [+ IG AS REQ] )

2 DATA/COMM CIRCUIT HOME RUN (2 CAT 6 CABLES TO DESIGNATED PATCH PANEL)

3 DATA/COMM CIRCUIT HOME RUN (3 CAT 6 CABLES TO DESIGNATED PATCH PANEL)
ADDITIONAL ARROWS INDICATE THE NUMBER OF CAT 6 CABLES ROUTED TO PATCH PANEL

W

TELEPHONE OUTLET WITH PLATE

WALL TELEPHONE OUTLET WITH PLATE

TELEPHONE OUTLET FLOOR BOX WITH PLATE

DATA\TELEPHONE OUTLET PROVIDE DUAL RJ-45 OUTLET CONFIGURATION

DATA\TELEPHONE OUTLET (SPECIAL MOUNTING HEIGHT)

CONDUIT EXTENDS 12" MIN. EACH SIDE U.O.N.

TELEPHONE OUTLET WITH PLATE (SPECIAL MOUNTING HEIGHT)

DATA OUTLET WITH PLATE (SPECIAL MOUNTING HEIGHT)

THREE 4" CONDUITS THROUGH RATED WALL ABOVE CEILING,

TELEPHONE/DATA

DATA OUTLET WITH PLATE

1'-8"

AFF TO CL

AS NOTED
SEE SPECS.

AS NOTED
SEE SPECS.

AFF TO CL
1'-8"

1'-8"

AFF TO CL

AFF TO CL

SEE SPECS.
AS NOTED

3'-8"

DATA\TELEPHONE OUTLET FLOOR BOX WITH PLATE

WIRELESS ACCESS POINTWAP

MDF 36"W X 48"H X 19"D LOCKABLE DATA CABINET WITH (2) 24 PORT
RJ-45 PATCH PANELS

AS NOTED

MULTI-CELL CONDUIT DUCTS TO BE CARLON OR EQUAL 4" EXTERIOR DUCT WITH (3) 1-1/2"
INNERDUCTS.  PROVIDE COMPLETE WITH END FITTINGS, COUPLINGS, TERMINATION AND

DUCT BANK SPACERS.

COORDINATE PHASING AS DIRECTED BY ARCHITECTURAL DRAWINGS AND THE GENERAL

CONTRACTOR.

DRAWINGS ARE SCHEMATIC IN NATURE AND MAY NOT BE DRAWN EXACTLY TO SCALE.

CONTRACTOR IS RESPONSIBLE FOR COORDINATING EXACT ROUTING OF ALL SERVICES
WITH EXISTING CONDITIONS AND WITH ALL OTHER TRADES.

REFER TO ARCHITECTURAL REFLECTED CEILING PLAN FOR CEILING TYPES AND EXACT

LOCATION OF ALL FIXTURES.  VERIFY CEILING TYPES WITH ARCHITECT PRIOR TO

ORDERING LIGHT FIXTURES TO ENSURE COMPATIBLE FIXTURE TRIMS AND MOUNTING
HARDWARE.

REFER TO MECHANICAL AND PLUMBING DRAWINGS FOR DUCT DETECTORS, SMOKE

DAMPERS, TAMPER SWITCHES, PRE-ACTION SYSTEMS, DRY PIPE SYSTEMS AND ANY

OTHER INTERCONNECTIONS TO THE FIRE ALARM SYSTEM.

ALL PENETRATIONS OF FIRE/SMOKE AND SMOKE RATED PARTITIONS DUE TO THE

INSTALLATION OF THE ELECTRICAL SYSTEMS SHALL COMPLY WITH DIVISION 7 SECTION
"THROUGH-PENETRATION FIRESTOP SYSTEM".

THE CONTRACTOR SHALL COORDINATE THE MOUNTING HEIGHT OF ALL FIXTURES, DEVICES, AND OUTLETS WITH ALL

DRAWINGS.   SPECIAL MOUNTING HEIGHTS SHOWN ON THE DRAWINGS SHALL TAKE PRECEDENCE OVER THOSE GIVEN

BELOW.  ALL MOUNTING HEIGHTS ARE FROM FINISHED FLOOR TO CENTERLINE OF DEVICE, UNLESS NOTED
OTHERWISE.

ADEZ WL
WET/DAMP LOCATION

ADEZ WITH GLASS LENS
WET/DAMP LOCATION

AF 1/32 TRT 6AR LD MVOLT

(3)

AF 1/32 TRT 6AR LD MVOLT HIGH LUMEN OUTPUT EM. BATTERY UNIT

AF 1/42 TRT 6AR LD MVOLT

ELECTRONIC DIMMING TO 5% ELHL

AF 1/42 TRT 6AR LD MVOLT
ADEZ ELHL

HIGH LUMEN OUTPUT EM. BATTERY UNIT

ELECTRONIC DIMMING TO 5%

ELECTRONIC DIMMING TO 5%

AF 1/42 TRT 6AR LD MVOLT
ADEZ

E2 S M 3 T5 2 C UNV  P P 24" T1 8'
DL7 DL/DUD

8' PENDANT MTD, 2 DOWN / 1 UP LTG

E2 S M 3 T5 2 C UNV  P P 24" T1 16'
DL7 DL/DUD

16' PENDANT MTD, 2 DOWN / 1 UP LTG

WSC 2 U6T8 D N UNV EB8

CL208

SP5 2 54T5HO A12 120
GEB95 LP835

OSABF

LUMICAP #6586 MOUNT HGT. BY ARCHITECT

AF 1/26TRT 6WB LD FOL 120

LQM S W 3 R 120/277 ELN EXIT SIGN

AF 1/26TRT 6WB LD FOL 120

WSC 2 32T8 D N UNV EB8

WSC2 U6T8 D N UNV EB8 WITH
EMERGENCY BALLAST

E2 S M 3 T5 2 C UNV  P P 24" T1 16'
DL7 DL/DUD

16' PENDANT MTD, 2 DOWN / 1 UP LTG

LHQM S W 3 R N EXIT SIGN WITH HEADS

ELM2 LED EMERGENCY LIGHT
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UP

DN

HP-1 HP-2 HP-3

FC-1

STAIRLIFT RECEPTACLE, COORDINATE WITH

EQUIPMENT PROVIDER

NEMA 14-30 RECEPTACLE

AT 48" AFF

PP-2

HP-4 HP-5

PP-3

PP-4

EWH-2

EF-7 EF-6 PP-4:14

PP-4:15/17

PP-4:25

PP-4-24

PP-4:22

PP-4:23

PP-4-26PP-4:13 PP-4:11

PP-4:21

PP-4:20
PP-4:19

PP-4:16

PP-3-14

PP-3-15

PP-3-13

PP-3-9

PP-3-11

PP-3-17

PP-2-13

PP-2-11

PP-2-9

PP-2-14

PP-2-15

PP-2-7

PP-2-17

EF-3

PP-1-31

PP-1-17

PP-1-7

PP-1-9

PP-1-13

PP-1-15

EF-4

SEE RISER DIAGRAM FOR ELECTRICAL REQUIREMENTS

AND CONNECTIONS.  TYP. FOR CONDENSERS

PANEL PP-1

SEE RISER DIAGRAM FOR ELECTRICAL

REQUIREMENTS AND CONNECTIONS

GFCIGFCI

OFFICEOFFICEOFFICEOFFICE

1R038

GROUP ROOMGROUP ROOMGROUP ROOMGROUP ROOM

1R036

EXAMEXAMEXAMEXAM

1R034

WORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTION

1R031

CORRIDORCORRIDORCORRIDORCORRIDOR

1R032

INJECTIONINJECTIONINJECTIONINJECTION

1R037

TL STAFFTL STAFFTL STAFFTL STAFF

1R039

WAITINGWAITINGWAITINGWAITING

1R030

LOUNGELOUNGELOUNGELOUNGE

1R023

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R025

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R027

SMALL CONFSMALL CONFSMALL CONFSMALL CONF

1R029

TTTT

1R022

TRTRTRTR

1R021WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R024

VESTIBULEVESTIBULEVESTIBULEVESTIBULE

1R020

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R026

OFFICEOFFICEOFFICEOFFICE

1R028

MEDSMEDSMEDSMEDS

1R035
TL PATIENTTL PATIENTTL PATIENTTL PATIENT

1R033

HKHKHKHK

1R040

MULTIMULTIMULTIMULTI

1R014 HKHKHKHK

1R012

STORSTORSTORSTOR

1R015

TTTT

1R011

ENTRYENTRYENTRYENTRY

1R010

HALLHALLHALLHALL

1R013
ELECELECELECELEC

1R009

OFFICEOFFICEOFFICEOFFICE

1R017

STORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATM

1R018

LIVINGLIVINGLIVINGLIVING

1R007

HALLHALLHALLHALL

1R006
ELECELECELECELEC

1R002

EF-1

PP-1-2/4

3#10,#

10G,3/4"C

PP-1-19

KITCHENKITCHENKITCHENKITCHEN

1R005

PP-1-11

ENTRYENTRYENTRYENTRY

1R001

EXHAUST FAN - PROVIDE SWITCH AT UNIT FOR SIGHT

DISCONECTING MEANS.  CONNECT TO LIGHTING

CIRCUIT.  UNIT TO OPERATE WITH LIGHT SWITCH.

GFI

42"

GFI

48"

PP-1-42

PP-2-28

SEE RISER DIAGRAM FOR ELECTRICAL

REQUIREMENTS AND CONNECTIONS

GFI

42"

GFI

42"

PP-2-5

GFI

42"

SEE RISER DIAGRAM FOR ELECTRICAL REQUIREMENTS

AND CONNECTIONS.  TYP. FOR CONDENSORS

PP-3-19

GFI

48"

EWH -3 BELOW SINK

SEE RISER DIAGRAM FOR CONNECTION

EXHAUST FAN - PROVIDE SWITCH AT UNIT FOR SIGHT

DISCONNECTING MEANS.  CONNECT TO LIGHTING

CIRCUIT.  UNIT TO OPERATE WITH LIGHT SWITCH.

PP-4:36

GFI

42"

GFI

42"

GFI

42"

FOR HOOD EXHAUST VERIFY HEIGHT OF

RECEPTACLE PRIOR TO ROUGH-IN.

EXHAUST FAN - PROVIDE SWITCH AT UNIT FOR SIGHT

DISCONECTING MEANS.  CONNECT TO LIGHTING

CIRCUIT.  UNIT TO OPERATE WITH LIGHT SWITCH.

EXHAUST FAN - PROVIDE SWITCH AT UNIT FOR SIGHT

DISCONECTING MEANS.  CONNECT TO LIGHTING

CIRCUIT.  UNIT TO OPERATE WITH LIGHT SWITCH.

EXHAUST FAN - PROVIDE SWITCH AT UNIT FOR SIGHT

DISCONECTING MEANS.  CONNECT TO LIGHTING

CIRCUIT.  UNIT TO OPERATE WITH LIGHT SWITCH.

EXHAUST FAN - PROVIDE SWITCH AT UNIT FOR SIGHT

DISCONECTING MEANS.  CONNECT TO LIGHTING

CIRCUIT.  UNIT TO OPERATE WITH LIGHT SWITCH.

SEE RISER DIAGRAM FOR ELECTRICAL REQUIREMENTS

AND CONNECTIONS.  TYP. FOR CONDENSERS

DINERDINERDINERDINER

1R016

GFCI

GFCI

PP-1-35/37

3#8,#10G,3/4"C

NEMA 14-50R

TTTT

1R004

GFI

42" PP-3-21

PP-3-23

COORDINATE NEMA CONFIGURATIONS OF ALL

IT/NETWORK RELATED RECEPTACLES WITH VA IT

DEPARTMENT.  WIRE RECEPTACLES TO UPS UNIT.

GFI

GFI

PP-3-16

24/7 TR ROOM EF-9 EXHAUST FAN - PROVIDE

SWITCH AT UNIT FOR SIGHT DISCONECTING MEANS.

FEED FROM PP-3-18.  FEED FROM UPS UNIT

PROVIDE 4-1" CONDUITS TO

ACCESSIBLE CEILING FOR

FUTURE SPARE CONNECTIONS.

PP-1-32

M

M

M

M

DIGITAL POWER METER, SEE RISER

DIAGRAM FOR ELECTRICAL REQUIREMENTS

AND CONNECTIONS

DIGITAL POWER METER, SEE RISER

DIAGRAM FOR ELECTRICAL REQUIREMENTS

AND CONNECTIONS

DIGITAL POWER METER, SEE RISER

DIAGRAM FOR ELECTRICAL REQUIREMENTS

AND CONNECTIONS

DIGITAL POWER METER,

SEE RISER DIAGRAM FOR

ELECTRICAL

REQUIREMENTS AND

CONNECTIONS

IDF3

UPS UNIT: EATON MODEL PW9S9K-PD

PP-1-29

PP-1-23

PP-1-33

PP-1-25

PP-1-6/8

3#10,#10G,3/4"C

PP-1-27

PP-1-21

GFI

GFI

42"

GFI

42"
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SCALE:  1/8" = 1'-0"1
1- ELECTRICAL FIRST FLOOR PLAN - POWER

SCALE:  1/8" = 1'-0"2
2 - ELECTRICAL SECOND FLOOR PLAN - POWER & SPECIAL SYSTEMS

NOTE: PROVIDE GFCI RECEPTACLES AND ARC-FAULT TYPE CIRCUIT BREAKERS

AT LOCATIONS AND AS SPECIFIED IN 2011 EDITION OF NFPA 70
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S

DN

S

S

S

F9

F3

a,b

X2

X2

X2

F4A

F3A

c

X2

X2

X2

F3

F7

F2

F1A F4A

F1

F1

F1A

F1A

3 a
b
c

F3

b,c

F3

b,c

F3

b,c

F3

b,c

F3

b,c

F2

X2

F7

F7

a

F7F7F7F7

F7

F9

F2

F3

3

WB

F2

X2

3

X2

F7

WB

WB

WB

WB

a
3

3

F1 F1

3

3

b,c

PP4-1

PP4-3

PP3-1

PP1-1

3

F2
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a,b
a,b

F2
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F4B

F4B

F4B

3

F4AF4A F4AF4A

F2B

F2B
3

3D
F2A
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F2B

F2B

F2B3

3

3

F6

b

b
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c

3

3 b

c
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F4A

3b

3
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F6
c

b3

3b b

3b

c

F6

b3

F6
b
c

3

e3

F3

f,g

F3

3f
g

h3

j F3

h,j

3h

f
3

F4A

F4A

F7

3d

e

d,eb,c

PP2-1

3

F2
F2

F2

PP2-3

F1

F1

F4A

F4A

3

3

3

F5 F5F5

F5

F5

F1

3

F1A

F9

PP3-1

OFFICEOFFICEOFFICEOFFICE
1R038

GROUP ROOMGROUP ROOMGROUP ROOMGROUP ROOM
1R036

CORRIDORCORRIDORCORRIDORCORRIDOR
1R032

TL STAFFTL STAFFTL STAFFTL STAFF
1R039

HKHKHKHK
1R040

INJECTIONINJECTIONINJECTIONINJECTION
1R037

WORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTION
1R031

WAITINGWAITINGWAITINGWAITING
1R030

TL PATIENTTL PATIENTTL PATIENTTL PATIENT
1R033

EXAMEXAMEXAMEXAM
1R034

OFFICEOFFICEOFFICEOFFICE
1R028

SMALL CONFSMALL CONFSMALL CONFSMALL CONF
1R029

WORK SPACEWORK SPACEWORK SPACEWORK SPACE
1R027

WORK SPACEWORK SPACEWORK SPACEWORK SPACE
1R026

WORK SPACEWORK SPACEWORK SPACEWORK SPACE
1R024

WORK SPACEWORK SPACEWORK SPACEWORK SPACE
1R025

VESTIBULEVESTIBULEVESTIBULEVESTIBULE
1R020

TRTRTRTR
1R021
TTTT

1R022

LOUNGELOUNGELOUNGELOUNGE
1R023

STORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATM
1R018

OFFICEOFFICEOFFICEOFFICE
1R017 ELECELECELECELEC

1R009

TTTT
1R011

STORSTORSTORSTOR
1R015

HKHKHKHK
1R012

MULTIMULTIMULTIMULTI
1R014

HALLHALLHALLHALL
1R013

ENTRYENTRYENTRYENTRY
1R010

HALLHALLHALLHALL
1R006

LIVINGLIVINGLIVINGLIVING
1R007 KITCHENKITCHENKITCHENKITCHEN

1R005

ENTRYENTRYENTRYENTRY
1R001

ELECELECELECELEC
1R002

F9

X1

CONNECT EXIT SIGN AHEAD OF ALL LOCAL SWITCHES
SO THAT POWER TO EXIT SIGN REMAINS CONSTANT.
EXIT SIGN TO BE ILLUMINATED 24 HOURS PER DAY.
(TYPICAL FOR ALL EXIT SIGNS)

X2

F2

CONNECT LIGHT FIXTURES WITH EMERGENCY BATTERY PACKS SO
THAT FIXTURES CAN BE SWITCHED BUT POWER TO BATTERY PACK
REMAINS CONSTANT.  BATTERY PACK TO OPERATE FIXTURE ONLY
ON LOSS OF POWER.  (TYPICAL FOR ALL FIXTURES WITH BATTERY

PACKS)

WIRE SWITCH TO RECEPTACLE FOR LAMP.

3

TTTT
1R004

3

3

3

DINERDINERDINERDINER
1R016

F2
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X3
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SCALE:  1/8" = 1'-0"4
ELECTRICAL FIRST FLOOR PLAN - LIGHTING AND FIRE ALARM

SCALE:  1/8" = 1'-0"2
ELECTRICAL SECOND FLOOR PLAN - LIGHTING AND FIRE ALARM

NOTE: PROVIDE ARC-FAULT TYPE CIRCUIT BREAKERS  AT LOCATIONS AND AS SPECIFIED IN
2011 EDITION OF NFPA 70

PROVIDE FLUORESCENT LIGHT STRIP WITH LENS IN ATTIC.  PROVIDE SWITCH IN ATTIC AT

ATTIC STAIR ENTRANCE.  CONNECT TO LIGHTING CIRCUIT ON FIRST FLOOR.  TYPICAL FOR
FOUR BUILDINGS

PROVIDE 120V WITH BATTERY BACKUP SMOKE DETECTORS WITH SOUNDER BASES WHERE
SHOWN IN BUILDING 1. DETECTORS ARE TO BE INTERCONNECTED SO A DETECTON AT
ONE DEVICE ACTIVATES ALL DEVICES.



UP

DN

UP

(4) 3"C , FOR TELE /DATA /SPECIAL SYSTEMS. CONDUITS WITH LONG SWEEP ELBOWS

SHALL BE ROUTED FROM FROM PULL BOX TO CONDUITS STUBBED OUT 5' FROM

BUILDING 6.  UNDERGROUND CONDUIT, SEE SPECIAL SYSTEMS RISER DIAGRAM.

PROVIDE (2) 3" CONDUITS.  CONDUITS SHALL BE ENCASED IN CONCRETE.

PP-1

PP-4

OFFICEOFFICEOFFICEOFFICE

1R038 EXAMEXAMEXAMEXAM

1R034

WORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTIONWORK STATION/ RECEPTION

1R031

WAITINGWAITINGWAITINGWAITING

1R030

CORRIDORCORRIDORCORRIDORCORRIDOR

1R032

INJECTIONINJECTIONINJECTIONINJECTION

1R037TL STAFFTL STAFFTL STAFFTL STAFF

1R039

HKHKHKHK

1R040

TL PATIENTTL PATIENTTL PATIENTTL PATIENT

1R033

MEDSMEDSMEDSMEDS

1R035

GROUP ROOMGROUP ROOMGROUP ROOMGROUP ROOM

1R036

VESTIBULEVESTIBULEVESTIBULEVESTIBULE

1R020

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R024

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R025

LOUNGELOUNGELOUNGELOUNGE

1R023

TTTT

1R022

TRTRTRTR

1R021

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R026

WORK SPACEWORK SPACEWORK SPACEWORK SPACE

1R027

SMALL CONFSMALL CONFSMALL CONFSMALL CONF

1R029

OFFICEOFFICEOFFICEOFFICE

1R028

STORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATMSTORE/ BANK/ ATM

1R018

MULTIMULTIMULTIMULTI

1R014

ELECELECELECELEC

1R009

HALLHALLHALLHALL

1R013

OFFICEOFFICEOFFICEOFFICE

1R017

ENTRYENTRYENTRYENTRY

1R010

TTTT

1R011

STORSTORSTORSTOR

1R015

HKHKHKHK

1R012

ENTRYENTRYENTRYENTRY

1R001

ELECELECELECELEC

1R002

HALLHALLHALLHALL

1R006

LIVINGLIVINGLIVINGLIVING

1R007

KITCHENKITCHENKITCHENKITCHEN

1R005

ELECTRICAL  AND

COMMUNICATIONS PULL

BOX - COORDINATE WITH

SITE CONTRACTORS
(4) 3" CONDUITS FOR POWER.  CONDUITS SHALL BE ROUTED FROM PULL BOX TO

CONDUITS STUBBED OUT 5' FROM BUILDING 6.  UNDERGROUND CONDUIT, SEE

RISER DIAGRAM.  PROVIDE (2) 3" CONDUITS.  CONDUITS SHALL BE ENCASED IN

CONCRETE.

PP-2

IDF3

PP-3

APPROXIMATE LOCATION OF 3" CONDUITS STUBBED OUT 5 '

FROM BUILDING.  CONDUITS WILL  BE ROUTED TO CABLE TRAY.

CABLE TRAY IS ROUTED TO ROOM TR115A.  ROOM IS

APPROXIMATELY AT COLUMN LINE 06.H AND O6.3

APPROXIMATE LOCATION OF 3" CONDUITS STUBBED OUT 5 '

FROM BUILDING.  CONDUITS WILL  BE ROUTED TO CABLE TRAY.

APPROXIMATE LOCATION OF PANEL D6211 LOCATED IN ELECTRICAL ROOM 104.

SHOTGUN HOUSES TO BE SERVED FROM THIS PANEL.  SEE RISER DIAGRAM

CR

CR

CR

CR

CR

CR

CR

CR

CR

CR

CR

CARD READER AT ENTRANCES TO

BUILDING.  PROVIDE NECESSARY

POWER TO DOOR.  SEE SPECIAL

SYSTEMS RISER DIAGRAM.

TYPICAL.

CARD READER AT ENTRANCES TO BUILDING.

PROVIDE NECESSARY POWER TO DOOR.

SEE SPECIAL SYSTEMS RISER DIAGRAM.

TYPICAL.

TTTT

1R004

DINERDINERDINERDINER

1R016

12x4" GROUND BAR WITH

OFFSETS CONNECTED TO

BUILDING GROUNDING

SYSTEM

COMMUNICATIONS CONDUITS

(SEE RISER) AND 19" WIDE 86"

HIGH TELECOMMUNICATIONS

SWING GATE RACK

CABLE

TRAY
CARD READER AT ENTRANCES TO

BUILDING.  PROVIDE NECESSARY

POWER TO DOOR.  SEE SPECIAL

SYSTEMS RISER DIAGRAM.

TYPICAL.

COMM

ELEC

DATA OUTLET FOR

DIGITAL POWER

METER CONNECTION
DATA OUTLET FOR

DIGITAL POWER

METER CONNECTION

DATA OUTLET FOR

DIGITAL POWER

METER CONNECTION

DATA OUTLET FOR

DIGITAL POWER

METER CONNECTION
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NOT USED

NOTE:

NOTE:

NOT USED

NOTES:

ONE CONDUIT DUCTBANK

TYPICAL CONDUIT DUCTBANK STUB-UP

DUCTBANK NOTES

CRITICAL BRANCH

PANEL "CH3B"

3 AND 4 WAY SYSTEMS
SWITCH WIRING FOR WALL MOUNT EXTERIOR LIGHT

BRANCH CIRCUIT PANEL TVSS PANELBOARD IDENTIFICATION RATED WALL PENETRATIONS

TYPICAL
LIGHT FIXTURE DETAIL

CEILING

CEILING VOID SPACE

4" JUNCTION BOX WITH COVER

WALL

OUTDOOR WALL MOUNTED

FIXTURE

CONDUIT AND CONDUCTORS

THRU WALL TO FIXTURE

WALL ANCHORS AS REQUIRED

BY FIXTURE MANUFACTURER

STRUCTURE ABOVE

#10 GAUGE GALVANIZED
WIRE HANGER (TYPICAL)

MINIMUM OF
THREE TWISTS

CADDY ANGLE
BRACKETS (TYPICAL)

ATTACH CADDY ANGLE
BRACKET WITH #8 SELF-
TAPPING SHEET METAL
SCREWS

MINIMUM 15 DEGREES
OFF VERTICAL BOTH
DIRECTIONS SOURCE

VOLTAGE

NEUTRAL

FIXTURES

GND

SOURCE

VOLTAGE

GND

NEUTRAL

FIXTURES

TYPICAL LIGHT FIXTURE

NOTE:  COORDINATE INSTALLATION WITH

ARCHITECTURAL DRAWINGS.  ALL FIXTURE TYPES TO BE

SUPPORTED FROM STRUCTURE ABOVE AND NOT

CEILING.

REFER TO PANEL

SCHEDULE FOR

CIRCUIT BREAKER

AND WIRE SIZE.

TVSS SHALL BE CLOSE-NIPPLED TO PANEL ENCLOSURE AND

CONNECTED TO CLOSEST CIRCUIT BREAKER IN SPACE TO

MINIMIZE LENGTH OF CONDUCTORS (NOT TO EXCEED 18") AND

AVOID UNNECESSARY BENDS.

BRANCH

BRANCH

PANEL "PP1-1"
PANEL "PP1-1"

ALL PANELBOARDS INVOLVED IN THIS PROJECT (EXISTING AND NEW)

SHALL BE IDENTIFIED BY THE PANEL NAME AND BRANCH OF THE

ELECTRICAL SYSTEM.  REFER TO THE SPECIFICATIONS FOR COLORS

AND ADDITIONAL REQUIREMENTS.

CONDUIT

SLEEVE

SEAL PENETRATIONS SO AS

TO MAINTAIN RATING OF

WALL FOR FIRE PROOFING.

FIRE RATED

WALL

SEAL AT BOTH ENDS SO AS

TO MAINTAIN RATING OF

WALL FOR FIRE PROOFING.

CONTRACTOR SHALL USE SPACERS AS

REQUIRED TO SUPPORT CONDUITS DURING

CONCRETE POUR.

3.

2. RED-DYE CONCRETE ENCASED ELECTRICAL

DUCTBANK

INSTALL BURIED UTILITY TAPE TO READ

"CAUTION, CAUTION, CAUTION, ELECTRICAL

LINE BURIED BELOW". UTILITY TAPE TO BE 12"

ABOVE RACEWAY.

1.

4. MAXIMUM SPACING BETWEEN REBARS

SHALL NOT EXCEED 12". ADD ADDITIONAL

REBAR AS REQUIRED.

5. CONTRACTOR SHALL MAINTAIN MINIMUM 3"

CONCRETE COVER FOR REBAR.

5
 3
/4
"

3
'-
0
"

95% COMPACTED RIVER SAND

FINISHED GRADE

5 3/4"

1
1
 1
/2
"

11 1/2"

#3 TIE BAR SPACED

1'-6" O.C.

SEE NOTE 4

SEE NOTES 2 & 3

SEE NOTE 5

3
" 
C
LR
. 
(T
Y
P
.) SEE NOTE 1

#5 REBAR LAPPED

1'-6". SEE NOTE 4.

3" CLR. (TYP.)

MASTIC TAPE

RGS CONDUIT COUPLING

PLUG UNTIL USED AND

DURING CONCRETE POUR

FINISHED GRADE

3
'-
0
"

1
1
 1
/2
"

(SEE PLAN)

FOR DRAINAGE

WATER TABLE SLOPE

FINISHED GRADE

PVC TO PVC COATED

RGS COUPLING

PVC COATED

RGS 36" RADIUS ELBOW

RED-DYE CONCRETE

ENCASED ELECTRICAL

DUCTBANK

SEE NOTE 4

SCH. 80 PVC CONDUIT

PVC TO PVC COATED

RGS COUPLING

#5 REBAR LAPPED

1'-6". SEE NOTE 4.

#3 TIE BAR SPACED

1'-6" O.C. (TYPICAL)

SEE NOTES 2 & 3

SEE NOTE 5

3" CLR. (TYP.)

CONTINUE TO PANEL OR

JUNCTION BOX ABOVE

SERIES WHERE REQUIRED

SQUARE-HEAD CONDUIT PLUG

FITTING CROUSE-HINDS "PLG"
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SCALE:

SCALE:

SCALE:

SCALE:

SCALE:

1.    LIGHTNING PROTECTION SHALL BE INSTALLED FOR ALL BUILDINGS IN THIS

PROJECT. INSTALLATION SHALL BE IN ACCORDANCE WITH THE BELOW NOTES AND

NFPA 780.

2.   ALL MATERIALS TO BE UNDERWRITERS LABORATORIES LISTED AND LABELED.

PROVIDE UL MASTER LABEL. LABELS TO BE ON ALL AIR TERMINALS AND AT 10'-0"

INTERVALS ON CONDUCTOR CABLE.

3.   LOCATE AIR TERMINALS AS SHOWN. TAKE CARE TO ENSURE THAT ALL AIR

TERMINALS ARE WITHIN 2'-0" OF OUTSIDE BUILDING EDGE, OUTSIDE CORNER, AND

RIDGE ENDS. ENSURE AIR TERMINAL PROJECTS 10" ABOVE OBJECT PROTECTED

AND THAT SPACING DOES NOT EXCEED 20'-0". AIR TERMINALS 24" ABOVE OBJECT

PROTECTED SHALL NOT EXCEED SPACING OF 25'-0".

4.   MAINTAIN DOWNWARD HORIZONTAL COURSING OF MAIN CONDUCTOR CABLE AND

ENSURE THAT ALL BENDS HAVE AT LEAST AN 8" RADIUS AND DO NOT EXCEED 90

DEGREES.

5.   SUPPORT ALL EXPOSED CONDUCTOR CABLE AT 3'-0" ON CENTER MAXIMUM.

6.   BOND TO WATER SERVICE AND OTHER PIPING SYSTEMS AS REQUIRED BY CODES.

7.   INTERCONNECT LIGHTNING PROTECTION GROUND WITH OTHER BUILDING GROUND

SYSTEMS AS REQUIRED BY CODES.

8.   BOND METAL BODIES ON THE ROOF THAT ARE OUTSIDE THE ZONE OF

PROTECTION AND SUBJECT TO A DIRECT LIGHTNING STRIKE OR WHICH EXCEED

THE HEIGHT OF ADJACENT AIR TERMINALS WITH MAIN SIZE CONDUCTOR CABLE.

TYPICAL METAL BODIES INCLUDE BUT ARE NOT LIMITED TO EXHAUST FANS, VENTS,

HANDRAILS, AIR HANDLING UNITS, LADDERS, ANTENNAS, COOLING TOWERS,

SKYLIGHTS, ETC.

9.   BOND METAL BODIES ON THE ROOF THAT ARE SUBJECT TO INDUCTANCE OR

WITHIN 6'-0" OF A MAIN SIZED CONDUCTOR WITH SECONDARY BONDING CABLE.

TYPICAL METAL BODIES INCLUDE BUT ARE NOT LIMITED TO FLASHINGS, ROOF

DRAINS, DOWNSPOUTS, GRAVEL GUARDS, ETC.

10.  ACTUAL JOBSITE CONDITIONS MAY ALTER SOME AIR TERMINAL AND GROUNDING

LOCATIONS.

11.  GROUND ELECTRODES SHALL BE INSTALLED AS SHOWN BUT IN NO INSTANCE

SHALL THEY BE LESS THAN 3'-0" BELOW GRADE AND 2'-0" FROM FOUNDATION

WALL. ELECTRODES SHALL PENETRATE EARTH  AT LEAST 10'-0".

12.  AERIALS WILL BE ONLY PLACED ON RIDGES.

13.  BOND BUILDING COUNTERPOISE TO LIGHTNING PROTECTION SYSTEM DOWN

CONDUCTORS, UTILITY TRANSFORMER CONCRETE PAD COUNTERPOISE,

SWITCHBOARD, TELECOMMUNICATIONS GROUND BUS, AND BUILDING STEEL AS

APPLICABLE.

14.  MAIN GROUND CABLE CONCENTRIC STRAND #4/0 AWG BARE COPPER UNLESS

NOTED OTHERWISE.

15.  GROUND CONNECTIONS TO BUILDING STRUCTURE COLUMNS WILL BE SMOOTH

WEAVE #1/0 BARE COPPER UNLESS NOTED OTHERWISE.

16.  SECONDARY GROUND CONNECTIONS TO MINOR METALLIC ITEMS AND DEVICES

WILL BE SOLID SOFT #6 AWG BARE COPPER UNLESS NOTED OTHERWISE.

17.  GROUNDING AND BONDING WILL CONFORM TO UL 467.

18.  GROUND WELL SHALL BE PROVIDED AT THE INDICATED GROUND RODS FOR

TESTING PURPOSES. CONNECTIONS IN GROUND WELL SHALL BE COMPRESSION

TYPE.

19.  ALL CONNECTIONS TO GROUND RODS, BUILDING STEEL, GROUND RING SHALL BE

EXOTHERMIC WELD TYPE, UNLESS NOTED OTHERWISE.

GENERAL LIGHTNING PROTECTION

INSTALLATION NOTES

GROUNDING DETAIL NOTES

NEUTRAL

GROUND

TGMB

COLD WATER PIPE

TYPICAL GROUNDING ROD

PANEL FCLAB-PP1

SERVICE ENTRANCE

CONDUIT

CONCRETE ENCASED

ELECTRODE

CONDUCTOR SCHEDULE

SERVICE ENTRANCE - SEE ELECTRICAL ONE-LINE

#4/0 - BONDING JUMPER

500 KCMIL - SYSTEM JUMPER

#4/0 - GROUNDING ELECTRODE

-----------------------

#4/0 - GROUND COUNTERPOISE

#4/0 - TGMB CONNECTION

#6 - COLD WATER PIPE TO COUNTERPOISE

NOTES:

1. BONDING JUMPERS AND SYSTEM JUMPERS SIZED IN

ACCORDANCE WITH ARTICLE 250.28(D).

2. GROUNDING ELECTRODE SIZED IN ACCORDANCE WITH

ARTICLE 250.66 AND 250.102(C).

3. REMAINING GROUND ELECTRODES SIZED IN

ACCORDANCE WITH ARTICLE 250.66(C).

4. REFER TO THE ELECTRICAL ONE-LINE DIAGRAM FOR

ADDITIONAL INFORMATION.

3/4" X 10'-0" COPPERCLAD

STEEL GROUND ROD

BRONZE GROUND ROD CLAMP

(EXOTHERMIC WELD CONNECTIONS

BELOW GRADE)

GROUND CONDUCTOR(S),

SEE GROUNDING

COUNTERPOISE DETAIL THIS

SHEET FOR SIZE

EXTERNAL
GROUND

A

B

C

D

E

F

G

A

B

C

D

E

F

G
D

TYP. SECTIONS OF LADDER CABLE TRAY MOUNTED TO WALL WITH WALL

BRACKETS. REFER TO PLANS FOR CABLE TRAY SIZES.

TYP. CABLE TRAY EQUIPMENT GROUNDING CONDUCTOR BRACKET

TYP. FLOOR OR WALL MOUNTED COMMUNICATIONS RACK BY OWNER.

TYP. TELECOMMUNICATIONS MAIN GROUNDING BUSBAR (TMGB)

TYP. 1" PVC CONDUIT WITH BONDING CONDUCTOR FOR

TELECOMMUNICATIONS (BCT) FROM BUIILDING MAIN ELECTRICAL

SERVICE GROUND CONNECTION POINT. REFER TO DETAIL #1  THIS

SHEET.

TYP. #6 THHN GREEN COMMON BONDING NETWORK CONDUCTOR

(CBN).

TYP. #6 THHN GREEN BONDING JUMPER FROM "CBN" TO CABLE TRAY.

TYP. #6 THHN GREEN BONDING JUMPER FROM "CBN" TO EQUIPMENT

FRAME.

1

2

3

4

5

6

7

8

3

1

2

7

8

6

4

5

NOTES:

1. PROVIDE AS INDICATED ON PLANS. COORDINATE WITH HONEYWELL PIP

ELIGD000.

2. REFER TO GROUNDING DETAILS THIS PLAN FOR CONNECTIONS TO

GROUND BUSBARS.

3. CONNECT GROUND WIRES TO BUS BAR WITH TERMINAL BLOCKS.

BUS BAR (12" X 2" MIN)

INSULATED STANDOFFS

WALL

GROUND WIRE

GROUND TERMINAL BLOCK

WITH 2 LUG CONNECTION

BLUNT TIP

LINE OF RIDGE

RIDGE SADDLE POINT BASE

CAT.# A840-121 - ADHESIVE ALUMINUM

LIGHTNING PROTECTION CONDUCTOR

HOLDER

CAT.# A410B - 1/2" X 10" SOLID ALUMINUM POINT WITH

CAT.# A2510 - ALUMINUM ADHESIVE CABLE

CAT.# A124 - 24 STRANDS OF 14GA ALUMINUM

CAT.#129 - 29 STRANDS
OF 17GA ALUMINUM

LIGHTNING PROTECTION
CONDUCTOR (TRANSITION

TO COPPER AT THE
PARALLEL CONNECTOR IF
THE CONNECTION TO THE
GROUND ROD IS BELOW

GRADE.)

3157

5

NTS

TYPICAL GROUND ROD

3157

1

NTS

GROUNDING AND BONDING SYSTEM DETAIL

3157

2

NTS

COMMINICATIONS GROUNDING AND BONDING DETAIL

3157

4

NTS

TYPICAL GROUND BUSBAR

3157

3

NTS

AERIAL DETAIL
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SCALE:

SCALE:

1 ELECTRICAL RISER DIAGRAM

NO SCALE

2 SPECIAL SYSTEMS RISER DIAGRAM

NO SCALE

ELECTRICAL RISER DIAGRAM NOTES:

SPECIAL SYSTEMS RISER DIAGRAM NOTES:

ELECTRICAL RISER DIAGRAM NOTES:

PROVIDE 60A/2P DISCONNECT SWITCH FUSED AT 60 AMPS.  LOCATE IN AN ACCESSIBLE LOCATION AND PROVIDE ADEQUATE ATTACHMENT TO

FCU.  CONNECT TO UNIT AS REQUIRED WITH 2 #6'S AND 1 #8 GROUND, 1"C.

PROVIDE 60A/2P DISCONNECT SWITCH FUSED AT 40 AMPS.  LOCATE IN AN ACCESSIBLE LOCATION AND PROVIDE ADEQUATE ATTACHMENT TO

FCU.  CONNECT TO UNIT AS REQUIRED WITH 2 #8'S AND 1 #10 GROUND,3/41"C.

PROVIDE 30A/2P NON-FUSED DISCONNECT.  LOCATE IN AN ACCESSIBLE AND PROVIDE ADEQUATE ATTACHMENT TO STRUCTURE IF IN ATTIC AND

WALL FOR UNITS ON FIRST FLOOR.  CONNECT TO UNIT WITH 2 #10'S AND 1 #10 GROUND, 3/4"FLEXIBLE LIQUIDTIGHT CONDUIT

2 #6'S AND 1 #8 GROUND, 1"C.

2 #8'S AND 1 #10 GROUND, 3/4"C.

2 #10'S AND 1 #10 GROUND, 3/4"C.

PROVIDE 30A/2P DISCONNECT SWITCH, NEMA 3R FUSED AT 30 AMPS.  LOCATE IN AN ACCESSIBLE LOCATION ON BUILDING AND PROVIDE

ADEQUATE ATTACHMENT.

2 #10'S AND 1 #12 GROUND, 3/4" FLEXIBLE LIQUIDTIGHT CONDUIT.

PROVIDE 60A/2P DISCONNECT SWITCH, NEMA 3R FUSED AT 45 AMPS.  LOCATE IN AN ACCESSIBLE LOCATION ON BUILDING AND PROVIDE

ADEQUATE ATTACHMENT.

2 #8'S AND 1 #10 GROUND, 3/4" FLEXIBLE LIQUIDTIGHT CONDUIT.

PROVIDE 100A/2P DISCONNECT SWITCH FUSED AT 70 AMPS.  LOCATE IN AN ACCESSIBLE LOCATION AND PROVIDE ADEQUATE ATTACHMENT TO

FCU.  CONNECT TO UNIT AS REQUIRED WITH 2 #4'S AND 1 #8 GROUND, 1 1/2"C.

2 #4's & 1 #8 GROUND 1 1/2"C.

2 #4'S AND 1#8 GROUND, 1 1/2" FLEXIBLE LIQUIDTIGHT CONDUIT.

4-4/0 AND 1 #4 GROUND, 2 1/2" C.  ROUTE UNDERGROUND VIA IN GROUND PULL BOX.   SEE SEE SPECIAL SYSTEMS PLAN FOR APPROXIMATE

LOCATION OF BOX AND SEE DETAIL FOR POWER AND COMMUNICATION UG PULL BOXBEND AND  SINGLE FEEDER DUCT BANK ON DETAIL SHEET

4- 3/0 AND 1 #4 GROUND, 2 1/2"C.  ROUTE UNDERGROUND TO IN GROUND PULL BOX.  SEE SPECIAL SYSTEMS PLAN FOR APPROXIMATE LOCATION

OF BOX AND SEE DETAI LFOR SINGLE FEEDER DUCT BANK ON DETAIL SHEET

IN-GROUND PULL BOX.

EXTEND FEEDERS T0 CIRCUIT BREAKERS PROVIDED IN PANEL LOCATED IN BUILDING TLR.  COORDINATE WITH CONTRACTOR FOR BUILDING TLR

SEE APPROXIMATE LOCATION OF  PULL BOX ON SPECIAL SYSTEMS SHEET COORDINATE BOX AND

FEEDERS WITH OTHER UNDERGROUND UTILITIES PRIOR TO ROUGH-IN.

2 #6'S AND 1 #8 GROUND, 1" FLEXIBLE LIQUIDTIGHT CONDUIT.

SERVICE OUTLET WITHIN 25' OF UNIT(S).
TELEPHONE BACKBOARD - 2' X4' X 3/4" THICK.  BACKBOARD TO BE FIRE RATED.  SEE FLOOR PLANS FOR EXACT LOCATION

PROVIDE CARD ACCESS PANEL NEAR IDF RACK.  SYSTEM TO BE AN EXTENSION OF TLR BUILDING'S ACCESS SYSTEM.  SYSTEM IN BUILDING

TLR WILL BE REQUIRED TO BE VERIFIED PRIOR TO PURCHASING.

STUB UP CONDUITS AND PROVIDE BUSHINGS. VERIFY LOCATION WITH ARCHITECT AT JOBSITE PRIOR TO ROUGH-IN.  PROVIDE CONNECTIONS TO

EQUIPMENT.

IN-GROUND PULL BOX .

SEE APPROXIMATE LOCATION OF PULL BOX ON SPECIAL SYSTEMS SHEET.  COORDINATE PULL

BOX AND FEEDERS WITH OTHER UNDERGROUND UTILITIES PRIOR TO ROUGH-IN.

GROUND PANEL TO METALLIC WATER PIPE WITHIN 5' OF ENTRY INTO THE BUILDING AND TO TWO GROUND RODS WITH #2 STRANDED COPPER

CONDUCTOR IN GREEN JACKET IN ACCORDANCE WITH THE 2011 NEC. DO NOT BOND NEUTRAL AND GROUND.TR COMMUNICATIONS RACK AND NETWORKING EQUIPMENT. PROVIDE  ADEQUATE ATTACHMENT TO WALL TO SUPPORT SWITCH.  SYSTEM TO BE

AN EXTENSION OF THE VA CAMPUS SYSTEM. PROVIDE RACK AND EQUIPMENT IN ACCORDANCE WITH SPECIFICATIONS AND VA REQUIREMENTS.

CONDUITS WITH LONG SWEET ELBOWS ROUTED UNDERGROUND FROM TR TO EACH BUILDING. STUB UP CONDUITS IN ELECTRIC ROOMS (IF

PROVIDED) OR INTO A ATTIC SPACE IF NO ELECTRIC ROOM IS PROVIDED. CONDUITS TO CONTAIN VOICE/COMMUNICATIONS CAT6A CABLES, FIRE

ALARM CABLES, AND/OR ACCESS CONTROL CABLES.

MONITOR MODULES FOR TAMPER AND FLOW SWITCH IN BUILDING. COORDINATE EXACT LOCATION WITH FIRE ALARM AND SPRINKLER CONTRACTOR.

PROVIDE SIGNAL CIRCUIT BACK TO FIRE ALARM PANEL IN BUILDING TLR.  ELECTRICAL CONTRACTOR TO PROVIDE CONNECTIONS TO FIRE ALARM

PANEL AND TAMPER AND FLOW SWITCH.  MONITORING OF SPRINKLER SYSTEM WILL BE AN EXTENSION OF BUILDING TLR'S FIRE ALARM SYSTEM.

(4) 3" UNDERGROUND CONDUITS WITH LONG SWEEP ELBOWS -  SPECIAL SYSTEMS FEEDERS ROUTED TO A COORDINATED EQUIPMENT LOCATED IN

BUILDING TLR.

DIGITAL POWER MOTOR CONNECTION MODEL SQUARE D :

PROVIDE 9 KVA UPS UNIT, EATON # PW9S9K-PD OR APPROVED EQUAL.  FEED FROM PANEL PP-3 WITH 3-#8 AWG, AND 1-#10 GRD IN A 3/4" CONDUIT.
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PANEL SCHEDULE

PANEL PP-3 NTRL. X 100% AIC 10,000

LOCATION BLDG. 10, R-3 200% X FULLY RATED

AMPERES 225 AF/150AT MOUNT. SURFACE SERIES RATED

VOLTS 120/240V, 3PH,3W, DELTA W/3PH "STINGER"

X

FLUSH PANEL HAS FRONT ACCESS ONLY

x 120/208V, 3PH,4W, WYE ENCL. X NEMA1 ALL COPPER BUSSING

277/480V, 3PH,4W, WYE NEMA3R FURNISH GROUND BAR KIT

x FACTORY MAIN CIRCUIT BREAKER LOCKABLE COVER FURNISH ADDITIONAL ISOLATED GROUND BAR KIT

SHUNT TRIP MAIN CB FEED TOP SERVICE ENTRANCE LABEL

MAIN LUGS ONLY BOTTOM X NAMEPLATE, 2"X4" ENGRAVED LAMINATED PLASTIC

UL LISTED FEED-THRU LUGS BRNCH. BOLT-ON   USE 1/4" LETTERING FOR PANEL NAME, 1 LINE

MAIN FUSIBLE SWITCH, FURNISH FUSES STAB-IN   USE 1/8" LETTERING FOR VOLTS, AMPS, FED FROM

FUSIBLE SWITCHES           MONTH/YR. INSTALLED, 4 LINES

MFG.: SQ D, CUTTLER-HAMMER (EATON), SIEMENS, G.E., X BLACK FIELD, WHITE LETTERS

RED FIELD, WHITE LETTERS

CKT # OF TRIP VOLT-AMPS VOLT-AMPS # OF TRIP CKT

# POLE AMPS LOAD DESCRIPTION A B C LCL A B C LCL LOAD DESCRIPTION POLE AMPS #

1 1 20 LIGHTING 1080 -̂- 1500 WATER HEATER 2 30 2

3 1 20 LIGHTING 1450 -^- 1500 |          |          |          |          |          | | | 4

5 1 20 SPARE --^ 3837.7 HP-4 HVAC 3.5 TONS 2 45 6

7 1 20 SPARE -̂- 3837.7 |          |          |          |          |          | | | 8

9 1 20 OFFICE C.O. 900 -^- 6290.4 FC-4 FURNACE 11.0 KW HEATING 2 70 10

11 1 20 CONFERENCE C.O.. 720 --^ 6290.4 |          |          |          |          |          | | | 12

13 | 20 OFFICE C.O. 720 -̂- EXTERIOR REC 1 20 14

15 1 20 OFFICE C.O. 1080 -^- COPIER 1 20 16

17 1 20 OFFICE C.O. 900 --^ SPARE 1 20 18

19 1 20 OFFICE C.O. 540 -̂- SPARE 1 20 20

21 1 20 -^- SPARE 1 20 22

23 1 20 --^ 1 20 24

25 2 50 -̂- 26

27 -^- 28

29 1 20 --^ 30

31 1 20 -̂- 32

33 1 20 -^- 34

35 1 20 --^ 36

37 1 20 -̂- 38

39 1 20 -^- 40

41 1 20 --^ 42

4680 5950 2340 5517 8290 10327 0 TOTAL BY PHASE

TOTAL BY PHASE BOTH SIDES

RECEPRECEPTACLE FEED-THRU LUG LOAD

DC DIRECT CONNECT 10197 14240 12667 TOTAL CONNECTED LOAD

37.1 KVA TOTAL

AMPS AT 208 VOLTS

GJL 01.13.12

PANEL SCHEDULE

PANEL PP-4 NTRL. X 100% AIC 10,000

LOCATION BLDG. 10, R-4 200% X FULLY RATED

AMPERES 225 AF/150AT MOUNT. SURFACE SERIES RATED

VOLTS 120/240V, 3PH,3W, DELTA W/3PH "STINGER" X FLUSH PANEL HAS FRONT ACCESS ONLY

x 120/208V, 3PH,4W, WYE ENCL. X NEMA1 ALL COPPER BUSSING

277/480V, 3PH,4W, WYE NEMA3R FURNISH GROUND BAR KIT

x FACTORY MAIN CIRCUIT BREAKER LOCKABLE COVER FURNISH ADDITIONAL ISOLATED GROUND BAR KIT

SHUNT TRIP MAIN CB FEED TOP SERVICE ENTRANCE LABEL

MAIN LUGS ONLY BOTTOM X NAMEPLATE, 2"X4" ENGRAVED LAMINATED PLASTIC

UL LISTED FEED-THRU LUGS BRNCH. BOLT-ON   USE 1/4" LETTERING FOR PANEL NAME, 1 LINE

MAIN FUSIBLE SWITCH, FURNISH FUSES STAB-IN   USE 1/8" LETTERING FOR VOLTS, AMPS, FED FROM

FUSIBLE SWITCHES           MONTH/YR. INSTALLED, 4 LINES

MFG.: SQ D, CUTTLER-HAMMER (EATON), SIEMENS, G.E., X BLACK FIELD, WHITE LETTERS

RED FIELD, WHITE LETTERS

CKT # OF TRIP VOLT-AMPS VOLT-AMPS # OF TRIP CKT

# POLE AMPS LOAD DESCRIPTION A B C A B C LOAD DESCRIPTION POLE AMPS #

1 1 20 LIGHTING 1470 -̂- 1500 WATER HEATER 2 30 2

3 1 20 LIGHTING 1240 -^- 1500 |          |          |          |          |          | | | 4

5 1 20 SPARE --^ 3837.7 HP-5 HVAC 3.5 TONS 2 45 6

7 1 20 -̂- 3837.7 |          |          |          |          |          | | | 8

9 1 20 -^- 6290.4 FC-5 FURNACE 11.0 KW HEATING 2 70 10

11 1 20 EXAM ROOMS C.O. 1600 --^ 6290.4 |          |          |          |          |          | | | 12

13 1 20 OFFICE C.O. 1200 -̂- 1500 DEDICATED C.O. 1 20 14

15 2 30 HEATING UNIT 2250 -^- 1500 DEDICATED C.O. 1 20 16

17 | | |          |          |          |          |          | 2250 --^ SPARE 1 20 18

19 1 20 OFFICE C.O. 360 -̂- 720 OFFICE C.O. 1 20 20

21 1 20 WAITING AREA C.O. 720 -^- 720 EXAM RM. C.O. 1 20 22

23 1 20 EXAM ROOMS C.O. 1500 --^ 720 C.O. 1 20 24

25 1 20 COPIER 1500 -̂- 900 C.O. 1 20 26

27 -^- SPARE 1 20 28

29 --^ SPARE 1 20 30

31 -̂- SPARE 1 20 32

33 -^- 1 20 34

35 --^ RECEPTACLE 1 20 36

37 -̂- SPARE 1 20 38

39 -^- SPARE 1 20 40

41 --^ SPARE 1 20 42

4530 4210 5350 8457 10010 11447 0 TOTAL BY PHASE

TOTAL BY PHASE BOTH SIDES

RECEPRECEPTACLE FEED-THRU LUG LOAD

DC DIRECT CONNECT 12987 14220 16797 TOTAL CONNECTED LOAD

44 KVA TOTAL

AMPS AT 208 VOLTS

GJL 12/08/11

PANEL SCHEDULE

PANEL PP-2 NTRL. X 100% AIC 10,000

LOCATION BLDG. 10, R-2 200% X FULLY RATED

AMPERES 225 AF/125AT MOUNT. X SURFACE SERIES RATED

VOLTS 120/240V, 3PH,3W, DELTA W/3PH "STINGER" FLUSH X PANEL HAS FRONT ACCESS ONLY

X 120/208V, 3PH,4W, WYE ENCL. X NEMA1 ALL COPPER BUSSING

277/480V, 3PH,4W, WYE NEMA3R X FURNISH GROUND BAR KIT

X FACTORY MAIN CIRCUIT BREAKER LOCKABLE COVER FURNISH ADDITIONAL ISOLATED GROUND BAR KIT

SHUNT TRIP MAIN CB FEED TOP SERVICE ENTRANCE LABEL

MAIN LUGS ONLY BOTTOM NAMEPLATE, 2"X4" ENGRAVED LAMINATED PLASTIC

UL LISTED FEED-THRU LUGS BRNCH. BOLT-ON   USE 1/4" LETTERING FOR PANEL NAME, 1 LINE

MAIN FUSIBLE SWITCH, FURNISH FUSES STAB-IN   USE 1/8" LETTERING FOR VOLTS, AMPS, FED FROM

FUSIBLE SWITCHES           MONTH/YR. INSTALLED, 4 LINES

MFG.: SQ D, CUTTLER-HAMMER (EATON), SIEMENS, G.E., BLACK FIELD, WHITE LETTERS

RED FIELD, WHITE LETTERS

CKT # OF TRIP VOLT-AMPS VOLT-AMPS # OF TRIP CKT

# POLE AMPS LOAD DESCRIPTION A B C LCL A B C LCL LOAD DESCRIPTION POLE AMPS #

1 1 20 LIGHTING 1160 -̂- 2050 WATER HEATER 2 30 2

3 1 20 LIGHTING 1200 -^- 2050 |          |          |          |          |          | | | 4

5 1 20 ENTRY, ELECT RM --^ 3806 HP-3 HVAC 3.5 TONS 2 45 6

7 1 20 HOUSE KEEPING -̂- 3806 |          |          |          |          |          | | | 8

9 1 20 STORE/BANK/ATM 720 -^- 6290.4 FC-3 FURNACE 11.0 KW HEATING 2 70 10

11 1 20 STORE/BANK/ATM 720 --^ 6290.4 |          |          |          |          |          | | | 12

13 1 20 RECEPTIONIST 360 -̂- 720 OFFICE C.O. 1 20 14

15 1 20 BREAK RM 720 -^- 540 WAITING RM 1 20 16

17 1 20 BATHROOM 1500 --^ SPARE 1 20 18

19 1 20 SPARE -̂- SPARE 1 20 20

21 1 20 SPARE -^- SPARE 1 20 22

23 1 20 SPARE --^ 1 20 24

25 SPACE -̂- 1 20 26

27 -^- ELECTRIC ROOM 1 20 28

29 --^ 30

31 -̂- 32

33 -^- 34

35 --^ 36

37 -̂- 38

39 -^- 40

41 --^ 42

2240 2640 2940 6576 9080 10096 0 TOTAL BY PHASE

8816 11720 13036

TOTAL BY PHASE BOTH SIDES

RECEPRECEPTACLE FEED-THRU LUG LOAD

DC DIRECT CONNECT TOTAL CONNECTED LOAD

33.5 KVA TOTAL

208 VOLTS

TOTAL CONNECTED LOAD

GJL 01.13.12

PANEL SCHEDULE

PANEL PP-1 NTRL. X 100% AIC 10,000

LOCATION BLDG. 10, R-1 200% X FULLY RATED

AMPERES 225 MAIN BUS RATING MOUNT SURFACE SERIES RATED

VOLTS 120/240V, 3PH,3W, DELTA W/3PH "STINGER"

X

FLUSH PANEL HAS FRONT ACCESS ONLY

X 120/208V, 3PH,4W, WYE ENCL. X NEMA1 ALL COPPER BUSSING

277/480V, 3PH,4W, WYE NEMA3R FURNISH GROUND BAR KIT

X FACTORY MAIN CIRCUIT BREAKER LOCKABLE COVER FURNISH ADDITIONAL ISOLATED GROUND BAR KIT

SHUNT TRIP MAIN CB FEED TOP SERVICE ENTRANCE LABEL

MAIN LUGS ONLY BOTTOM X NAMEPLATE, 2"X4" ENGRAVED LAMINATED PLASTIC

UL LISTED FEED-THRU LUGS BRNCH BOLT-ON   USE 1/4" LETTERING FOR PANEL NAME, 1 LINE

MAIN FUSIBLE SWITCH, FURNISH FUSES STAB-IN   USE 1/8" LETTERING FOR VOLTS, AMPS, FED FROM

FUSIBLE SWITCHES           MONTH/YR. INSTALLED, 4 LINES

MFG.: SQ D, CUTTLER-HAMMER (EATON), SIEMENS, G.E., DUAL SCR DIMMER X BLACK FIELD, WHITE LETTERS

2.4 KVA RED FIELD, WHITE LETTERS

CKT # OF TRIP VOLT-AMPS VOLT-AMPS # OF TRIP CKT

# POLE AMPS LOAD DESCRIPTION A B C LCL A B C LCL LOAD DESCRIPTION POLE AMPS #

1 1 20 LIGHTING 1ST FLOOR 785 0 -̂- 2250 SPECIAL OUTLET 30 2

3 1 20 1180 0 -^- 2250 |          |          |          |          |          | | | 4

5 1 20 SPARE 0 --^ 2500 DRYER 2 30 6

7 1 20 REFRIGERATOR 20A 1200 0 -̂- 2500 |          |          |          |          |          | | | 8

9* 1 20 LIVING ROOM C.O. 720 0 -^- 1500 WATER HEATER 2 30 10

11 1 20 MICROWAVE 20A 1200 0 --^ 1500 |          |          |          |          |          | | | 12

13 1 20 KITCHEN DEDICATED 20A 1500 0 -̂- 2444 HP-1 HVAC 2 30 14

15* 1 20 ENTRY 720 0 -^- 2444 |          |          |          |          |          | | | 16

17* 1 20 CHAIR LIFT DEDICATED 1500 0 --^ 5290 FC-1 FURNACE 9.0 KW HEATING 2 60 18

19 1 20 KITCHEN C.O. 1500 0 -̂- 5290 |          |          |          |          |          | | | 20

21 1500 0 -^- 2246 HP-2 HVAC 2.0 TONS 2 30 22

23 1500 0 --^ 2246 |          |          |          |          |          | | | 24

25 1 20 BATHROOM 0 -̂- 3562 FC-2 FURNACE 6.0 KW HEATING 2 40 26

27* 1 20 SITTING RM C.O. 360 0 -^- 3562 |          |          |          |          |          | | | 28

29* 1 20 B.R. & STAIR C.O. 360 0 --^ 600 ELECTRICAL ROOM 30

31 1 20 EXTERIOR 540 0 -̂- HALL RECEPTACLE 32*

33 1 20 WASHER 1500 0 -^- SPARE 1 20 34

35 2 50 0 --^ SPARE 1 20 36

37 0 -̂- SPARE 1 20 38

39 0 -^- 1 20 40

41 0 --^ RECEPTACLES 1 20 42

10665 5980 8200 16406 12002 18136 0 TOTAL BY PHASE

TOTAL BY PHASE BOTH SIDES

FEED-THRU LUG LOAD

27071 17982 26336 TOTAL CONNECTED LOAD

65 KVA TOTAL

AMPS AT 208 VOLTS

GJL 01.13,12
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